ADDENDUM NO. 2 — I1SSUED BY
LEE ENGINEERING, LLC

OFFICIAL DATE OF ADDENDUM: October 8, 2015

City of Yukon, OK
Main Street (SH-66) LED Roadway Lighting Installation
Project No. OK334.01

This addendum forms part of the Contract Documents and modifies the original Request for
Qualifications and Proposals; Final Specifications and Special Provisions; and Final Plans issued
September 15, 2015. Acknowledge receipt of this addendum in the space provided below and
return via email to tdespain@cityofyukonok.gov and submit with the required bidding documents
as part of the proposal. Failure to acknowledge receipt of this addendum may result in bid
disqualification.

This addendum consists of the following:
Addendum cover with acknowledgement (1 page)
Addendum clarifications (3 pages)
Approved equal specification sheets (14 pages)
Revised plan sheets (12 sheets)
Revised Unit Price Proposal (3 pages)

Receipt of this addendum is acknowledged by:

Name of Company Date

Signature of Vendor or Authorized Agent Printed Name and Title
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This addendum revises or provides clarification for the following items:

1.

10.

‘Request for Qualifications and Proposals’, Page 5, Part 1.5.2, ‘Provide ongoing
maintenance of systems for Program term’ shall include:

All costs including labor, equipment, and materials required to repair or replace all lighting
equipment which qualify for factory warranty, including, but not limited to: poles, bases,
mast arms, fixtures, conduit, cable, and electrical service components for the duration of
the program term.

‘Request for Qualifications and Proposals’, Page 11, Part 1.7.2.1 Technical
Considerations, Bullet 5 ‘Controls intelligence’ shall be deleted.

Question: What specific finance vehicle does the City prefer?
The Municipality prefers a capital lease as the finance option for this project; however
options for an operating lease and lighting as a service will also be considered, if presented.

Question: How does the City wish to make payments for a finance package?
The Municipality can make payments monthly or quarterly.

Question: Should we include the financing in our pricing proposal?
Yes. Presentation of a finance package is part of the submittal requirements.

Question: Will OG&E Electric Service be in the City’s or the Contractor’s name
during construction?

The OG&E electrical service will be in the Municipality’s name. The Contractor is still
responsible to coordinate with OG&E for installation and tie-in for all service poles.

Question: Can the Engineer verify the cable quantity and size?
Yes. Cable shall be 3/C No. 4 Electrical Conductor URD (Stranded Aluminum). Pay Item
21 has been revised accordingly. See plan revisions for additional information.

Question: Where can the Contract Documents be found on the internet?
A copy of the Contract Documents, included Plans, Specifications and Addendum, can be
found at http://www.cityofyukonok.gov/bid-opportunities/.

Question: Is the Contractor required to get ODOT permits?
Yes, the Contractor shall be responsible to obtain all necessary permits required for
construction.

Question: Are pull boxes intended at every light pole?
No. Pull boxes shall be placed as identified on the plans. Any alteration of pull box
location shall be approved by the Engineer prior to installation.
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11. Question: Should empty conduit be separated from lighting conduit?
It is the intent of this project to place lighting conduit and empty conduit in the same trench,
with minor exceptions as shown in the plans. Empty conduit shall not be placed in lighting
pull boxes. Ground boxes have been added to the plans for empty conduit runs. Conduit
runs as shown in the plans are the suggested best route; however actual alignment of runs
may be altered depending on existing field conditions.

12. Question: Is there a quantity for concrete median paving replacement?
No. Costs associated with concrete median paving replacement necessary for the
installation of new poles or for the removal of existing poles shall be considered incidental
and included in other items of work. See plan revisions for additional information.

13. Question: What is the City of Yukon’s credit rating or financial stability?
The most recent bond issue from the Municipality was rated at AA-.

14. ‘Final Specifications and Special Provisions’ shall include an approved equal as
follows:
e Decorative Pole and Twin Mast Arm (30” MH Cobrahead)

o Luminaire:
Acuity Brand Lighting: Autobahn Series ATBM Roadway
Model ATBM-E-480-R2-BK-P5-SH

0 Luminaire Arm:
Lithonia Lighting, Model SMACH-T20-2US6-DBL

o Pole:
Holophane, Model RTA2380J-P2-ND-BK

e Decorative Pole and Mast Arm/Twin Mast Arm (30" MH Teardrop)

0 Luminaire:
Holophane Memphis LED, Model MPL-150-4K-AH-B-4-SP3

0 Luminaire Arm:
Holophane, Model WLC72/1 (single arm)
Holophane, Model WLC144/2 (dual arm)

0 Pole:
Holophane North Yorkshire Series, Model NY-S-26-S5J-20-P09-ABG-BK

Specification sheets for the approved equals have been included in this addendum.

15. Unit Price Proposal found in the ‘Request for Qualifications and Proposals’ and in
the ‘Final Specifications and Special Provisions’ has been revised.
Contractor must use the revised Unit Price Proposal form, which has been included in this
Addendum.

Page 3 of 4



16. ‘Final Plans’ revisions include:
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e Sheet 2:

o

o

@]

O OO

(0}

Revised quantity for Pay Item 7, 2” Galvanized Steel Electrical Conduit
Exposed, 200 L.F.

Revised quantity for Pay Item 11, Pull Box (Size 1), 85 EA.

Revised Pay Item 21, 3/C No. 4 Electrical Conductor URD (Stranded
Aluminum), 26,000 L.F.

Added Pay Item 23, Spec 803(B), Code 8120, Ground Box (R2736), 25 EA.
Removed Pay Item Note TL-43

Added Pay Item Note 17

Added Pay Item Note 18

e Sheet 6 through Sheet 15:

(0]

Revised empty conduit runs and added ground boxes

e Standard Details:

(0}

Added ODOT Standard Detail ITS-03, R27 & R36 Ground Box Details



Autobahn Series ATBM

Consistent with LEED® goals

T e | Bk iein, Roadway
FRIENDLY
PRODUCT OVERVIEW
Features:
OPTICAL

Same Light: Performance is comparable to 150W — 250W HPS

White Light: Correlated color temperature - standard 4000K, 70 CRI minimum
or optional 5000K, 70 CRI minimum.

IP66 rated borosilicate glass optics ensure longevity and minimize dirt depre-
ciation. Unique IP66 rated LED light engines provide 0% uplight and restrict
backlight to within sidewalk depth, providing optimal application coverage
and optimal pole spacing.

Available distributions are Type II, ll, IV, & V roadway distributions.

ELECTRICAL
Expected Life: LED light engines are rated >100,000 hours at 25°C, L70.
Electronic driver has an expected life of 100,000 hours at a 25°C ambient.

Applications: Lower Energy: Saves an expected 40-60% over comparable HID luminaires.

Residential streets Robust Surge Protection: Three different surge protection options provide a
Parking lots minimum of I[EEE/ANSI C62.41 Category C (10kV/5kA) protection.
High speed roadways
MECHANICAL
Includes standard AEL lineman-friendly features such as tool-less entry, 3
station terminal block and quick disconnects. Bubble level located inside the
electrical compartment for easy leveling at installation.

Rugged die-cast aluminum housing and door are polyester powder-coated
for durability and corrosion resistance. Rigorous five-stage pre-treating and
painting process yields a finish that achieves a scribe creepage rating of 8
{(per ASTM D1654) after over 5000 hours exposure to salt fog chamber (oper-

 owewons [

Mast arm mount is adjustable for arms from 1-1/4" to 2" (1-5/8" to 2-3/8" 0.D.)
diameter. The 2 —bolt and optional 4 bolt clamping mechanism provide 3G
vibration rating per ANSI C136.

The Wildlife shield is cast into the housing (not a separate piece).

CONTROLS
NEMA 3 pin photocontrol receptacle is standard, with the Acuity designed
ANSI standard 5 pin and 7 pin receptacles optionally available.

Premium solid state locking-style photocontrol — PCSS (10 year rated life)
Extreme long life solid state locking-style photocontrol — PCL1 {20 year
rated life).

Extreme long life solid state locking-style photocontrol with on demand
remote on/off control - PCCC (15 year rated life).

Optional onboard Adjustable Output module allows the light output and input
wattage to be modified to meet site specific requirements, and also can allow
a single fixture to be flexibly applied in many different applications.

STANDARDS
DesignLights Consortium® (DLC) qualified product. Not all versions of this
product may be DLC qualified. Please check the DLC Qualified Products List

Effective Projected Area (EPA) at www.designlights.org/QPL to confirm which versions are qualified.
The EPA for the ATBM is 0.3 sq. ft., Rated for -40°C to 40°C ambient
Approx. Wt. = 21 lbs. (9.5 kg) CSA Certified to U.S. and Canadian standards

Complies with ANSI: C136.2, C136.10, C136.14, C136.31, C136.15, C136.37

Note: Specifications subject to change without notice. Actual performance may differ as a result of end-user environment and application.

AE American
. I Electric
© 2014-2015 Acuity Brands Lighting, Inc. 08/24/15 ATBM Lighting=



Autobahn Series ATBM

Roadway

ORDERING INFORMATION

Example: ATBM A MVOLT R2

l

I i I

| Series | | Performance Packages I | Voltage | | Optics l l Mounting —|
ATBM Autobahn LED A 7,000 lumens MVOLT  Multi-volt, R2 Roadway Type Il (Blank) 2 Bolt Mounting
Roadway B 8,000 lumens 120-277V R3 Roadway Type llI 4B 4 Bolt Mounting
C 9,000 lumens 347 347V R4 Roadway Type IV
D 11,600 lumens 480 480V R5 Roadway Type V
E 13,400 lumens
F 15,700 lumens
G 16,600 lumens
H 17,400 lumens
|
| Options
Color Temperature (CCT) Control Options Accessories
(Blank) 4000K CCT, 70 CRI Min. (Blank) 3 Pin NEMA Photocontrol ATBMHSS House Side Shield
5K 5000K CCT, 70 CRI Min. Receptacle ATBMLTS Light Trespass
] P5 5 Pin Photocontrol Receptacle Shield
Paint (dimmable driver included) RKATBMMVOLTSPD ATBM Acuity SPD
(Blank) ~ Gray P7 7 Pin Photocontrol Receptacle Replacement Kit
BK Black (dimmable driver included) MVOLT
BZ Bronze NR  No Photocontrol Receptacle RKATBMHVSPD ATBM Acuity SPD
DDB  Dark Bronze AO  Field Adjustable Output Replacement Kit
Gl Graphite DM 0-10V Dimmable Driver 347/480V
WH  White PCSS  Solid-State Lighting Photocontrol RKATBMMVOLTMP  ATBM MOV Pack
SilFna Pratactish PCLL Solid-State Long Life Photocontrol Replacement Kit
2urge Lrotection PCGC  Solid-State Long Life Photocontrol RKATBMMVOLTIL ATBM IL SPD
(Blank) Acuity SPD . :
with remote control on/off Replaement Kit
B SH Shorting Cap
IL  SPD with Indicator Light
Packages
Miscellaneous Options (Blank) Standard Pack
HSS House Side Shield JP  Job Pack (36/pallet)

NL NEMA Label Indicating Wattage
XL Not CSA Certified — No Terminal
Block Cover

Notes:

1. Not available with G and H performance packages.

Note: Specifications subject to change without notice. Actual performance may differ as a result of end-user environment and application.

American
Electric
Lighting-

AEL Headquarters, 3825 Columbus Road, Granville, OH 43023
www.americanelectriclighting.com

© 2014-2015 Acuity Brands Lighting, Inc. All Rights Reserved. 08/24/15 ATBM

Warranty Five-year limited warranty. Complete warranty terms located at:

www.acuitybrands.

I rm:

nditions.aspx

Actual performance may differ as a result of end-user environment and application.
All values are design or typical values, measured under laboratory conditions at 25 °C.
Specifications subject to change without notice.

Please contact your sales representative for the latest product information.



Autobahn Series ATBM

Roadway

PERFORMANCE PACKAGE

Performance 4000 K CCT LLD @ 25°C
Distribution

R2 71,114 118
R3 7,024 117

A Rl 6,958 60 16 89 84 80
R5 7,469 124
R2 8,090 115
R3 8,016 114

B Rl 7,924 70 3 89 84 80
R5 8528 121
R2 9031 112
R3 8,942 m

C RI 8.827 81 10 89 84 80
R5 9,517 118
R2 11,769 124
R3 11,690 123

D 90 87 84
R4 11,534 H 121
R5 12,388 130
R2 13,601 118
R3 13,416 117

E Ra 13323 115 6 90 87 84
R5 14,263 124
R2 15,932 120
R3 15,741 118

F 1 90 86 83
R4 15,476 B 116
R5 16,691 125
R2 17,102 114
R3 16,974 13

G Rl 16,635 150 1 90 86 83
R5 17,938 119
R2 18,085 m
R3 17,929 110

164 8 8

5 R4 17,439 . 107 A . .
R5 18,966 116

Note: Specifications subject to change without notice. Actual performance may differ as a result of end-user environment and application.

American
Electric
Lighting®

AEL Headquarters, 3825 Columbus Road, Granville, OH 43023
www.americanelectriclighting.com

© 2014-2015 Acuity Brands Lighting, Inc. All Rights Reserved. 08/24/15 ATBM

Warranty Five-year limited warranty. Complete warranty terms located at:
www.acuitybrands.com/CustomerResources/Terms and conditions.aspx

Actual performance may differ as a result of end-user environment and application.
All values are design or typical values, measured under laboratory conditions at 25 °C.
Specifications subject to change without notice.

Please contact your sales representative for the latest product information.



lA L/THONIA LIGHTING'
FEATURES & SPECIFICATIONS

INTENDED USE
For metal, fiberglass or concrete poles.
CONSTRUCTION

Steel: Body is galvanized steel tube {per ASTM A-123) constructed from
A500 Grade B steel. Welding follows industry standards best practices.
Arms are galvanized after fabrication.

Must specify finish. Optional polyester powder and red primer paint finishes
available.

INSTALLATION
Mounting hardware included.

Catalog Number

SMACH T20 2US6 DBL

Notes

Type

L
Ca

Hub Upsweep Arm

SMACH

STEEL (SMACH) HUB
UPSWEEP ARM

(See next page for dimensions and drawings.)

ORDERING INFORMATION Lead times will vary depending on options selected. Consult with your sales representative.
Example: SMACH T20 2US4 GALV

| |

| Series | l Hub tenon size ] I Arm length
SMACH T20 2-3/8" 0.D. (2" NPS) US4 4 arm length
T25 2-7/8" 0.D. (2-1/2" NPS) US6 6' arm length
T35 4" 0.D. (3-1/2" NPS) 2084 4" arm length’

2US6 B' arm length!
3US4  4' arm length?
3US6  6' arm length?
4US4 4" arm length®

|

| Finish’

Standar lor
DDB  Dark bronze
DWH White
DBL Black

DNA  Natural aluminum

GALV  Galvanized steel
Primer finish
DPRM  Red primer

Architectural colors (powder finish)*

NOTES:

1

2
3
4

Two arms at 180°,
Three arms at 120°.
Four arms at 90°.

Additional colors available; see www.lithonia.com/archcolors
or the Architectural Colors brochure {Form No. 794.3).

Qutdoor

Sheet #: Pole-SMACH




SMACH Hub Upsweep Arm; Metal, Fiberglass or Concrete Poles

L A = = a2
= L.
[
e g — 2°
Press fit cap AL i B
- 2-3/8" O.D. x .154 wall steel tube
schedule 40 pipe —
1-1/2" dia. wiring hole
! |- R, S I
& 202 1
I f i
[ 3/4"
3/8"-16 x 3/4” long HH.C.S i "
. —— =2-1727, 4
(2 sets of 2 @ 90°) set screws /2", 3" or
SMACH (Hub Upsweep Arm)
Nominal Dimensions Bracket | Max. fixture EPA Max. ANSI C136.3
Lithonia Lighting arm length {inches weight | ft? @ 80 mph fixture (1995) class
Catalog Number (ft.) A B A (Ibs.) w/1.3 gusts weight {lbs.) | rating @ 80 mph
SMACH T20 US4 4 48 24 6 21 2 76 E
SMACH T25 US4 4 48 24 6 22 2 76 E
SMACH T35 US4 4 48 24 6 27 2 76 E
SMACH T20 US6 6 72 24 12 28 2 76 E
SMACH T25 US6 6 72 24 12 30 2 76 E
SMACH T35 US6 6 72 24 12 34 2 76 E
SMACH T20 2US4 4 48 24 6 38 2 76 E
SMACH T25 2US4 4 48 24 6 40 2 76 E
SMACH T35 2US4 4 48 24 6 44 2 76 E
SMACH T20 2US6 6 72 24 12 52 2 76 E
SMACH T25 2US6 6 72 24 12 54 2 76 E
SMACH T35 2US6 6 12 24 12 58 2 76 E
SMACH T20 3US4 4 48 24 6 54 2 76 E
SMACH T25 3US4 4 48 24 6 56 2 76 E
SMACH T35 3US4 4 48 24 6 60 2 76 E
SMACH T20 3US6 6 72 24 12 17 2 76 E
SMACH T25 3US6 6 72 24 12 78 2 76 E
SMACH T35 3US6 6 72 24 12 82 2 76 E
SMACH T20 4US4 4 48 24 6 71 2 76 E
SMACH T25 4US4 4 48 24 6 73 2 76 E
SMACH T35 4US4 4 48 24 6 17 2 76 E
IMPORTANT:
* These specifications are intended for general purposes only. Lithonia Lighting reserves the right to change
material or design, without prior notice, in a continuing effort to upgrade its products.
CAUTION:
* The arms described herein are designed for applications in areas of normal winds. Consult the factory prior to the
design of systems to be mounted on structures such as bridges or buildings, or areas known to have abnormal winds
such as airports or coastal areas. Failure to consider these factors in the system design could result in the failure
of the pole or mast arm, and consequently personal injury or property damage.
A /7 TING —
' LITHONIA LIGATING Lithonia Lighting
— Outdoor
An<SAcuityBrands Company One Lithonia Way, Conyers, GA 30012

Phone: 770-922-9000 Fax: 770-918-1209
Sheet #: Pole-SMACH ©2010 Acuity Brands Lighting, Inc. All rights reserved. 8/24/10 www lithonia.com



FEATURES & SPECIFICATIONS

CONSTRUCTION - Poles shall be
fabricated to meet AASHTO 2009
requirements. Welds conform to applicable
AWS structural welding code. Pole shatt is
one piece, 6063 aluminum alloy, heat treated
to a T6 temper. Pole base shall be 356 or
A356 aluminum alloy, heat treated to a T6
temper after welding. Hand hole is 2" x 4"
minimum, cover and fasteners are included.
Nut covers shall be provided as standard.
Finish shall match pole. Non-structural
fasteners shall be stainless steel.

K" 0.D.

l

"=

|

FINISH - Anodize, painted, or satin brush

ety Nuiber RTA2380J P2 ND BK

Order Number Type

RTA/AORTA

OUND TAPERED ALUMINUM POLES

FESTOON BOX

finish. Painted poles shall be semi-gloss Ny Hae
powder paint. DEBURR
HANDHDLE*\ 36.00
GROUNDING - Grounding provision POLE TO(I; STYLE
shall be immediately accessible through =
hand hole, 3/8-16 threads.
5 “ NUT COVER 18.00
ANCHOR BOLTS - Steel anchor bolts w
shall be per AASHTO M314 or ASTM F 1554 1
- Grade 55, hot dip galvanize. Nuts and A S TOP GF FOUNDATION k77777
washers shall be per AASHTO M314-90 or
ASTM F 1554 — hot dip galvanized. POLETOP STYLE ORIENTATION
D1 | 1TUNIT C
D2 | 2UNITS @180 B.D =
D3| SUNITS @90 B,C.D
D4_| AUNTS @90 AB.CD
D5 | 2UNITS @90 B.C
DRILL PATTERN
ORIENTATION
POLE ORDERING DATA
How to construct a catalog number for RTA poles:
EXAMPLE RTA2570E P2 ND BZ 1. Fillin Catalog Number
AORTA2570E P7 ND BZ 1
1 2 3 4 5
STEP CATALOG DESCRIPTION AN i A ANGEEE
s -
1. BASE POLE (SEE SHEETS 2 & 3) ROUND TAPERED ALUMINUM BZ BRONZE PAINT
GN GREEN PAINT
GR GRAY PAINT
2 POLE TOP STYLE D1 DRILLING FOR 1 UNIT
D2 DRILLING FOR 2 UNITS @ 180 S5 SATINBRUSH
D3 DRILLING FOR 3 UNITS @ 90 WH WHITE PAINT
D4 DRILLING FOR 4 UNITS @ 90
325 _'?ERL*-C'}-;‘Ng ;gg %U(T(;';ng’;’ 5 OPTIONS 1 FESTOON BOX
P3 TENON, 3.50 0.D. (K) X 6" (L) : EeR LESITE
P4 TENON, 4.00 0.D. (K} X 6" {L) SCREWS
P5 TENON, 2.88 0.D. (K) X 4" (L) i VIBRATICH
Pe TENON, 2.38 0.D. (K) X&" (L)
P7 TENON, 3,00 0.D. (K) X 3" (L) DAMPENER
PL PLAINTOP, NO TENON
3. POLE TOP DRILL ND NO DRILL PATTERN
PATTERN AF4 DRILL PATTERN FOR AEL 53 & 153 SERIES
AF5 DRILL PATTERN FOR AELAVL W/AQPTION
AFS DRILL PATTERN FOR AEL ASA & AVL SERIES
NOTES

1. The Festoon Box is located on the same side as the hand hole, 36” above pole base. Receptacle

1 Cover are not included.

2. “AQ" added fo the pole catalog prefix designates achitectural outdoor products. EPA and weight data is the same as shown

on tables without AQ prefix

HOLOPHANE

RTA.PMD (HL-2076) 5/29/13

®



2009 AASHTO Rating
RTA Round Tapered Aluminum Poles POuEn (] “S0Gempe g P gh
EPA
Vertical
Ref. Nominal Offset Bolt
Item | Base Pole Pole Nominal Shaft Size | from Top | Max | Max | Max | Max | Max | Max | Circle | Anchor Boit
No. Number Height | & Wall Thickness of Pole | EPA | Wt. | EPA | Wt. | EPA | Wt Dia. Size
i |rmossoc | s | wowsonres | Jislmm ez Iz 7s e oo T
1 RTA1040C 10 40x3.0x.125 g;" gg ;‘gg ;g 1:2 22 1:50 775 | 78x A7 +£3
1 RTA1050C 10 50x3.0x.125 gO" :gi 228 19270 zig ?; f;z 775 | .75x17+3
1 RTA1240C 12 40x3.0x.125 20“ :g 122 3; 113;’ g; ;25 775 |.75x17+3
1 | RTA1250C 12 50x3.0x.125 20“ ;291 ggg ?; ?gg gi 128 775 |.75%17+3
T [Rmmsoe | 12 | sowsowrse | jrealers [rarlEs Fow a1 S
1 [Rmizse | 12 | soxsoxass | ftee e Larloes It ase I T S0
1 RTA1440C 14 40x3.0x.125 20" ig :?: :g ;20 gg ;g 775 |.75x17+3
1 RTA1450C 14 50x3.0x.125 20,, :; ;gg ;i 123 :? ::2 75 |.2bxA7+3
1 RTA1450E 14 5.0%3.0x:156 20" 15'5[ ;32 gg ggg 23 122 775 |.75x17+3
1 RTA1450G 14 5.0x3.0x.188 20,, :‘Igg z;: 1?2 ;;: gg ;gg 7.75 | 75x17 +3
1 | RTA1640C 16 40x30x.125 20,, g; ;33 gg gg ?; ig 7.75 | .75x17+3
1 RTA1650C 16 50x3.0x.125 20" g: 1;3 22 1:3 :g 1102 775 |:75x17+3
1 | RTA1650E 16 5.0x3.0x.156 20“ ;?8'2 gzg g:g 1?2 g:i }2: 775 | .75%x17+3
+ [woaosos | 16 | soxsowres | L JTzrTm0les Tees bve [ee I 0
1 RTA1850C 18 5.0x3.0x.125 (3)0" g: :ig :g 1:)3 gg ?g T8 | 7517 +3
1 RTA1850E 18 5.0x3.0x.156 20" ?; fgs 22 122 :2 132 .75 | f5xdTl +3
1 RTA1850G 18 50x3.0x.188 20,, ;001 ;g: ;g :32 gg 12: 775 | .75x17+3
cion | Bags | Hate Anchor | gy
item | Circle | Size | Thk. Bolt Bolt Circle
No. | Dia. | “D” “T” | Projection Set Template
"D° sQ 1 7.75 7.5 0.56 3.00 - 3.50 AB-26-4 TMP-113

1
\—OPENING = POLE 1D.

BASE DETAIL




2009 AASHTO Rating

RTA Round Tapered Aluminum Poles 3¢ Mgk | T00mph § 319wl
EPA
Vertical
Ref. Nominal Offset Boit
Item | Base Pole Pole | Nominal Shaft Size | from Top | Max | Max | Max | Max |} Max | Max | Circle | Anchor Bolt
No. Number Height | & Wall Thickness of Pole | EPA | Wt. | EPA | Wt | EPA | WL Dia. Size
0" 48 120 | 35 | 87 2.4 60
2 | RTA2050C 20 5.0x3.0x.125 T 73 T BRX 77 53 55 850 |.75x17+3
0" 8.3 207 | 64 160 § 49 122
2 RTA2050G 20 50x3.0x.188 30" 75 87 1 57 142 | 22 110 8.50 75x17+3
Q" 13.3] 332 | 105] 262 | 84 210
3 | RTA2060G 20 6.0x4.0x.188 0 o257 52 =5 175 5 950 |.75x17+3
Q" 16.0 | 400 | 12.8| 320 | 10.4| 260
4 | RTA2070E 20 7.0x4.0x.156 30" 724130 11151 287 [ o3 232 10.50 | 1.00x 36+ 4
Q" 6.4 160 | 4.6 115 3.4 85
3 | RTA2560E 25 6.0x4.0x .156 30" 58 125 | 22 105 1 31 77 950 |.75x17+3
0" 10.4 | 260 | 8.0 200 | 6.3 157
4 RTA2570E 25 70x4.0x.156 30" 55 537 1 73 755 | 58 45 1050 | 1.00x 36+ 4
o" 15.0 | ;375 11.9 | 297 9.7 242
5 | RTA2580E 25 8.0x4.5x.156 30" 381345 17051 275 1 89 533 11.50 [ 1.00x 36 + 4
0" 18.8 | 470 | 151 | 377 | 12.3| 307
5 RTA2580G 25 8.0x4.5x .188 35" 751430 371 343 751 280 11.50 [ 1.00x 36 + 4
o 6.5 162 | 4.7 117 | 3.5 87
4 | RTA3070E 30 7.0x4.0x.156 30 X 5 1 a2 o132 50 10.50 | 1.00x 36 + 4
2 102 | 255 | 7.8 195 | 6.2 155
5 | RTA3080E 30 8.0x45x.156 307 54 535 173 51538 25 11.50 | 1.00x 36 + 4
0" 13:1.) 327 |.10.3] 257 | &3 207
5 | RTA3080G 30 8.0x4.5x.188 30" 221305 [ o5 =7 177 192 11.50 | 1.00x 36 + 4
83 24.7 | 617 | 20.0] 500 16.4| 410
6 | RTA3010G 30 10.0x6.0x.188 20" 2201 572 | 1861 465 | 152 280 1450 |1.00x 36 +4
Q" 6.6 165 | 4.8 120 | 3.6 90
5 | RTA3580E 35 80x45x.156 30" 52 55 | 25 12 1 32 85 11.50 | 1.00x36 +4
0" 9.0 225 | 6.8 170 § 53 132
5 RTA3580G 35 80x45x.188 30" G 515 1 64 60 1 50 195 11.50 | 1.00x36+4
0! 13.6 | 340 | 106| 265 | 8.5 242
5 | RTA3580J |23)3% 8.0 x 4.5 x .250 30" 271317 199 527 1 8.0 00 11.50 | 1.00x 36 + 4
0" 18.6 | 465 1491 372 12.1] 302
6 RTA3510G 35 10.0x6.0x .188 30" 174 | 435 1201 350 13| 282 1450 [ 1.00x 36+ 4
0" 6.4 160 | 4.6 115 | 3.4 85
5 RTA3980G 39 8.0x4.5x .188 30" 5.1 52 | 22 10 ) 80 11.50 | 1.00x 36 + 4
Q" 104 | 260 | 7.9 197 § 6.2 155
5 RTA3980J 39 8.0x4.5x .250 30" 58 545 1 75 87 1 59 147 11.50 | 1.00x 36 + 4
0" 149 | 372 | 11.8] 295 | 9.4 235
6 RTA3910G 39 10.0x6.0x.188 30" 720 1 350 T 89 555 1450 |1.00x 36 +4
0 21.5 | 537 17.3 ] 432 14.0| 350
7 | RTA3910J 39 10.0 x 6.0 x .250 o 5631507 1631 307 1 1331 330 1450 | 1.25x48+6
/—'1“ mx/—s:-;c
| Min.
Bolt | Base | Base ARGhior: | - pap
ltem | Circle | Size | Thk. Bolt Bolt Circle
No. | Dia. sp “T” Projection Set Template
0" sa 2 850 | 925 [056 |300-350 | AB-26-4 | TMP-40
3 9.50 1025 | 0.75 3.25-3.75 AB-31-4 TMP-42
4 10.50 | 10.50 | 0.75 3.75-4.25 AB-27-4 TMP-44
; 5 11.50 | 11.50 | 0.88 3.88 -4.38 AB-27-4 TMP-46
\wmm FOE (B 6 1450 | 14.50 | 1.13 400-450 | AB-27-4 TMP-51
’ B 7 1450 | 14.50 | 1.13 4,50 - 5.00 AB-28-4 TMP-51

BASE DETAIL ,‘«g
A

LEADER IN LIGHTING SOLUTIONS
An<sAcultyBrands Company

RTA PMD (HL-2076) 5/28/13 ©2012 Acuity Lighting Group Inc. Visit our web site at www.holophane.com
gr1444, gr1445, gr1446



RDERING

DIMENSIONAL DETAILS

482.6mm
ESL - Esplanade (19" —>
Maximum Weight: 34.47 kg (76 Ibs)
Maximum E.P.A.: 2.4 sq. ft.

431.8mm
<«—(17")

MPL - Memphis
Maximum Weight: 34.47 kg (76 |bs)
Maximum E.P.A.: 2.4 sg. ft.

PERFORMANCE SPECIFICATIONS

General

The Tear Drop LED luminaire is styled to replicate the “teardrop”? luminaires that
lighted boulevards in the first half of this century. Designed for light control and
ease of installation and maintenance, the Tear Drop LED luminaire has a precision
optical system for true street lighting performance.

Wiring Chamber

The wiring chamber has a 1-% Inch, gasketed, NPT threaded entry for pendant
mounting. A stainless steel set screw locks the unit In position. A three station
terminal block will accept #14 through #2 wires and Is prewired to one half of the
plug assembly that connects to the removable electric module.

Electrical and Reflector Assembly

The electrical and reflector assembly hinges down from the wiring chamber for
ease in wiring and to facilitate the removal of the electrical module. The assembly
is secured in place by a stainless steel latch. The unitized electrical module consists
of the electronic driver and components mounted to an aluminum plate that is
easily removed by loosening two screws In keyhole slots. The disconnect plug
connects the ballast to the terminal block In the wiring chamber.

6 HOLOPHANE® | Decoramive | Tear Drop LED Series

431.8mm
(17}

686mm
27")

483mm
<«——(19")—>

BWL - Boardwalk
Maximum Weight: 32.2 kg (71 Ibs)
Maximum E.P.A.: 2.3 sq. ft.

PHL - Port Huron
Maximum Weight: 32.2 kg (71 Ibs)
Maximum E.P.A.: 2.3 sq. ft.

Refractor and Door Assembly

The cast aluminum door supports a teardrop, bowl, or sag shaped, thermal
resistant borosilicate glass refractor that controls the light to provide an
asymmetric cut off distribution. The combination of reflector, refractor maximize
efficiency and uniformity of illumination while controlling luminaire brightness.
The refractor assembly and decorative skirt (when applicable) assembly hinges
from the electrical and reflector assembly and is latched by a stainless steel,
captive, wing nut assembly.

Ballast
LED driver (see separate specification sheet)

Finish and Material

The luminaire is finished with polyester powder paint to insure maximum
durability. All castings utilize alloy #356 aluminum for maximum corrosion
resistance and all exposed hardware is stainless steel.

Listing
The luminaire is CSA and UL/CUL listed as suitable for wet locations up to 40°C
ambient temperature. IP66 rated.



PREFERRED SELECTIONS:

ESL 150
1 2

" WATTAGE

LUMINAIRE
ESL 150
MPL

- VoLTAGE
AS

CATALOG NUMBERS FOR ENTIRE PRODUCT OFFERING
(Pricing and lead times may be affected)

STEP 1: LUMINAIRE

BWL  Boardwalk LED
ESL Esplanade LED
MPL  Memphis LED

PHL Port Huron LED

STEP 2:  SouRrce AND WATTAGE

110 110 watt 350mA driver
150 150 watt 350mA driver

STEP 3: (CoLoR TEMPERATURE
aK 4000K
5K 5000K
6K 6000K

STEP 4: VoOLTAGE

AS  Auto-sensing (120-277V)

50/60 Hz

AH  Auto-sensing (347-480V)
50/60 Hz

STEP5: CoLor

A As specified

B Black

N Green

w White

z Bronze

*Colors are just a representation.
Custom colors are available upon request

STEP 6: Optics/DooR

2 Bowl glass door, narrow
asymmetric
3 Bowl glass door, wide
asymmetric
SL a L i
4 Tear drop glass, asymmetric
Z Sag glass door, asymmetric
2,3
Y 7
4

c@us LISTED
STEP 7: OPTIONS

EL Extended Life Driver, 120-277V
Decorative Skirts

DS Deep skirt

SS Shallow skirt

ot rol
P27 DTL twist-off, 120-277V
R NEMA twist-off

PSC  Shorting cap
Prewired Leads

Lo3 3 foot

L1H 1.5 foot
L10 10 foot
L20 20 foot
L25 25 foot
L30 30 foot

STEP 8: ACCESSORIES

Replacement Surge Protector
SP1 For 120-277V
SP3  For 347-480V

HOLOPHANE®

| DECORATIVE

" ACCESSORIES
SP1

| Tear Drop LED Series



WLC Series

Aluminum Roadway Arm

—10
orientation

*66" (5'6") available

™ {

41 2" Aluminum Pipe
WLC72/1
{one way arms)

o—-0
orientation

144" |

WLC144/2
{two at 180°)

SPECIFICATIONS

CONSTRUCTION

The roadway arms shall be all
aluminum, one-piece construction. The
arms shall consist of a decorative post
mounting piece and a bent tube arm. All
welding shall be per ANSI/AWS
D1.2-90. All welders shall be certified
per ANSI/AWS D1.2-90 Section 5.

MATERIALS

The post mounting piece shall be heavy
wall cast aluminum produced from
certified ASTM 356.1 ingot per ASTM
B-179-95a or ASTM B26-95. The bent
arm shall be aluminum, ASTM 6061
alloy, heat treated to a T6 temper. All
hardware shall be stainless steel.

INSTALLATION

Tha arms shall slip-fit a post top tenon
and attach with socket set screws. The
post top mounting piece shall have a
removable finial for wiring access.

For finish specifications and color
options see "Finish” section in catalog.

ORDERING GUIDE

Arms & Bracket Number of
Catalog #s Luminaires and
Fitters Required

O WLC48/1 one

O WLCT2/1 one

0O WLCS6/1 one

O wWLC96/2 two

O WLC14412 two

0O WLC192/2 two
Matarial / Finish
O -CA/BK  Cast Alum/Black
O -CA/DB  Cast Alum/Dark Bronze
O -CA/DG  Cast Alum/Dark Green
a -CA/PP  Cast Alum/Prime Painted
O -CA/CC  Cast Alum/Custom Color

LEADER IN LIGHTIN! !LUTI&E

An Sfcuity BrandsCompany
214 OAKWOOD AVENUE - NEWARK, OHIO 43055

Us-2654
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NORTH YORKSHIRE

o 4" Dia. Smooth  3"4" Dla. Tapered 0
o S4C & S4J T4C '—o'
. i
§" Dia. Smeogth  3°-5" Dla. Tapered E
S85J T5C
5" Dia. Fluted 4" Dla. Fluted E
F5J F4C & F4J 5 —
= O
8 o
c 3
o)
Fluted Tapered
FT <
o |-
> NY S A 26 S5J Z ?g
] [ [ ESg
: [ Post | [ watera | | Helght | | Shafl Style o g z
) o
= vg=
¢ | > NY=Norh Yorkshire A = Alyminym 08=8 20=20' 17" BaseFTJ FTJ = Fluted Tapered, .25 Wall E g8
(e >s = Steel og=¢ 21=21 09=8-T FAC = 4" DIA, Fluted, .125 Wall &b
L 10=10 22227 11=10.7 F4J = 4 DIA. Fluted, .25 Wall Y
=z =1 23=28 13=127 F5J = §" DIA. Fluted, .25 Wall z ;‘g
= 12212  24=24  4=1417 L4E = SiteLInk 4.5" Fluted, .158 Wall T
(ol 13=13 25=25 L& = SiteLink 5.25" Fiuted, .25 Wall £
= 14=14 >26=26' 20" BaseFTJ LBJ = SitsLink 5.75 Fluted, .25 Wall g [ 3
= 15=15 27=2T O9=8-11 S4C = 4" DIA. Smooth, .125 Wall ‘EE
W 16=16 28=28  41=10-11" $4J = 4" DIA. Smooth, .25 Wall b
a 17=17 28=200 43=1241 > 85J = 5" DIA. Smooth, .25 Wall
X 18=18 30=3' 14=145 T4G = 3" to 4" DIA. Tapered, .125 Wall w
o 19=1¢ T5C = 3" to 5" DIA. Tapered, .125 Wall E%H 5‘3!&:
P09 ABG BK Eggggﬁggﬁ
W T UE 2w
yaBakcdsais
[ Base | [ Tenon | [ M™ounting | [ Finish | EEE%EE §§ SQ
17 = 17" Round P01 =POLE CAP P12=23"0.D. X 12" LG. ABG = Anchar Bolts BK = Black GR = Gray Esﬁgaganﬁ E
(TMP-85) PO5=2"Q.0. X 4'LG. P13=3"0.D. X8"LG. Galvanized Stesl BD=DarkBlus PP = Prime Paintsd gg bEgS é B4R
(LAE=TMPA0E) PO7 =3"0.D. X3" LG. P14=3"0.D. X 14" LG. LAB = Less Anchor BZ = Bronze 5L = Silver e '§ E 5 g E a E ]
(L5J & LBJ = TMP40010)  P08=3"0.D.X5°LG. P15=3.5"0.D. X8"LG. Bolts GH = Graphite WH = Whits 2= E gk E T E
20 = 20" Round P0S=3"0.0. X 6" LG. P16=4.5"0.D. X 10" LG. DBB = Direct Burial Base GN = GREEN AS = Az Specified Eﬁggiéggg g
(TMP-99) PI0=3"0D.X¥LG.  PT1=VGC Pl Galvanized Stoal 53 Egzz Eab E
P11=4330D0. x 12" LG. EE,_ggniz;g;
(2" 0.D. = ACTUAL BIZE I8 286" C.D) E Esz’§EEEE H
Sl
a N
SPECIFICATIONS | e | EX000/7 = Provision for sys bolt Ssasdgast
LXXXXY? = Large provision. ] EEEE EEg
DESCRIPTION WDATTBRIKWYKITXOC = BREAKAWAY KIT RXXXY® = Receptacle provision. 2 E gYEd § L

SX0XYZ = Small Islon.
H'IEIEQI:E:ES post shall ba all aluminum, one-plece construction, with a classlc tapered and fluted base design. FGB = GFI mm::: in buse
The base shall be heavy wall, cast aluminum produced from certified ASTM 358.1 ingot per ASTM B-179-85a or ASTM B26-85. The straight shafts
shall be extruded from aluminum, ASTM 8061 alloy, heat treated to a T6 temper. The tapered shaft shall be extruded from aluminum, ASTM 6083
alloy, spun to a tapered shape, then heat treated to a T6 ternper. All hardware shall be tamper resistant stainless steel. Anchor bolts to be
completely hot dip galvanized.
CONSTRUCTION
The shaft shall be double welded to the base casting and shipped as one piece for maximum structural integrity. The shaft shall be welded inside

the base casting at the top of the access door, and extemally where the shaft exits the base. All welding shall be per ANSVAWS Y
DIMENSIONS ™|
The post shall be X- X3 in height with a 17" or 20" diametar base. The shaft diamater shall be XX". At the top of the post, an integral tenon with a ; o
transtional donut shall be provided for luminalre r [} 6'
mourting. v ‘C_’ o
INSTALLATION 4

The post shall be provided with four, hot dip galvanized L-type anchor bolts. A door shall be provided in the base for anchorage and wiring access. x 4 3
A grounding screw shall be provided inside the base cpposite the door. MIHES E o

o

? - Replace "XXX" with helght from grade {Inches), can be up to 3 diglts. Must use whole numbers. Lsading zeros are not used. Replace Y with orientatlon from hand hole % t g g %
(A=0, B=80, C=180, D=270). Add multiple provisions as necessary to cover each location. Must validate EPA restrictions for banners. 1o0i3
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B B

REVISIONS
REV. NO. DESCRIPTION DATE
MAIN STREET (SH—66) 08—
CITY OF YUKON (CANADIAN COUNTY) A\ |REVISED PAY ITEM 10-08-15
SUMMARY OF PAY QUANTITIES A\ (TL-43) DELETED £\ |ADDED PAY ITEM 10-08-15
REVISED QUANTITY 10-08-15
e | SPec | GobE DESCRIPTION SRITS T GUANTITY (TL-44) INCLUDED IN THE COST OF THIS ITEM, THE CONTRACTOR SHALL EITHER A g
T T 201(A)] 0102 | CLEARING AND GRUBBING CSuM 3 COMPLETELY REMOVE THE EXISTING LIGHT POLE FOOTING(S) OR CUT OFF THE /A |DELETED NOTE 10-08-15
: TOP PORTION OF THE FOOTING(S) TO A MINIMUM OF ONE FOOT BELOW GRADE.
414(A 10 | P.C. RETE PA T N2)R-1 . T 10-08-
2 (A)| 0210 |P.C. CONCRETE PAVEMEN (1(2)R-1)| C > THE RESULTING HOLE(S) SHALL BE BACKFILLED, COMPACTED AND ALL DEBRIS A |rovep ore 0-08-15
3 | 609(A)| 0380 | CONCRETE CURB (8" BARRIER—INTEGRAL) (M(3)(4)(R=1)] _LF. 60
DISPOSED OF IN A MANNER APPROVED BY THE ENGINEER.
4 | 619(8)] 4727 | REMOVAL OF CONCRETE PAVEMENT ()GYR=T)] _S.v. 18 oA ANTITY NOT
5 | 641 | 1552 | MOBILIZATION L.SUM 1 6.) PAYMENT FOR THIS ITEM WILL BE BASED ON PLAN QUANTITY. Y QUANTITY NOTES - STAKING
6 642(B)[ 0096 | CONSTRUCTION STAKING LEVEL II (19)[ L.suM 1 19.) ESTABLISHMENT AND RE—ESTABLISHMENT OF HORIZONTAL AND VERTICAL
7 moumyw 8310 | 2" GALV. STEEL ELECTRICAL CONDUIT_EXPOSED — xﬁw LF. 200 | A 7) QUANTITY TO BE USED AS DIRECTED BY THE ENGINEER. CONTROL, INCLUDING THE SETTING AND RE-SETTING OF BENCHMARKS AND
8 | 802(B)] 8340 | 2° PVC SCH. 40 PLASTIC CONDUIT BORED N(6)7)(17)] _LF. 13,200 THE STAKING AND RE—STAKING OF RIGHT-OF-WAY WILL BE INCLUDED IN THE
9 | 802(B)| 8342 | 2° PVC SCH. 40 PLASTIC CONDUIT TRENCHED M(ENDO7_LF. 32.800 8.) T S e T e B R e e s ASTING PRICE BID FOR STAKING.
10 | BO2(E)| 8372 | JUNCTION BOX (B"XB"X6") EA. 8 REMOVALS, SALVAGE, AND STORAGE SHALL BE APPROVED BY OG&E.
11__| 803(A)| 8065 | PULL BOX (SIZE 1) D 85 | A
12| 804(A)| 2915 | STRUCTURAL CONCRETE (1)(8)| _c.. 73 9. 20 EA. DECORATIVE POLES AND MAST ARMS SHALL BE PHILIPS POLE
13| 804(B)] 2916 | REINFORCING STEEL (1)(6)| _LB. 4,175 RS856V—26-BK WITH CJL5.5-1-BK ARM, OR APPROVED EQUAL.
14 A)| 8712 | REMOVAL OF LIGHT P i 18)(TL—44)| EA.
B05(A)| 8712 | REMOVAL OF LIGHT POLE - (1)(6)(8)(18)(TL-44)] E 65 COST OF POLE ASSEMBLY SHALL INCLUDE DECORATIVE BASE. CONTRACTOR
15 | 806(E)| 0200 | DECORATIVE POLE AND MAST ARM (30° M.H. TEARDROP) (9)(18)] EA. 20 SHALL SUBMIT MANFACTURER'S SPECIGATIONS. FOR POLE AND BASE FOR
16| 806(E)| 0210 | DECORATIVE POLE AND TWIN MAST ARM (30" M.H. COBRAHEAD) (10)(18)| EA. 66 APPROVAL PRIOR TO INSTALLATION. GOST OF NO. 4 ELECTRICAL CONBUCTOR
17 806(E)| 0210 | DECORATIVE POLE AND TWIN MAST ARM (30" M.H. TEARDROP) (11)(18)| EA. 39 TO BE PLACED WITHIN THE EXTENTS OF THE POLE ASSEMBLY WILL BE
18| 809(A)| 8090 | ROADWAY LUMINAIRE (COBRAHEAD) (12)] €A, 132 INCLUDED WITH THIS ITEM.
19| 809(A)| 8090 | ROADWAY LUMINAIRE (TEARDROP) (13) €A, 98
20 810(A)| 3118 | SERVICE POLE ((14)(15)]  EA. 6 10.) 66 EA. DECORATIVE POLES AND TWIN MAST ARMS SHALL BE PHILIPS POLE
21| 811 0000 | 3/C NO. 4 ELEC. CONDUCTOR URD (STRANDED ALUMINUM) _ (1)(6)(16)] L.F. 26,000 | A\ USS8050D-23-BK WITH DV6-2-BK ARMS, OR APPROVED EQUAL.
22 | 880(J)| 8905 | CONSTRUCTION TRAFFIC CONTROL (7)] L.SUM L COST OF POLE ASSEMBLY SHALL INCLUDE DECORATIVE BASE. CONTRACTOR
25 | 803(B)| 8120 | GROUND BOX (R2736) ()| EA 25 SHALL SUBMIT MANUFACTURER'S SPECIFICATIONS FOR POLE AND BASE FOR
APPROVAL PRIOR TO INSTALLATION. COST OF NO. 4 ELECTRICAL CONDUCTOR
TO BE PLACED WITHIN THE EXTENTS OF THE POLE ASSEMBLY WILL BE
INCLUDED WITH THIS ITEM,
PAY QUANTITY NOTES — ROADWAY 11.) 39 EA. DECORATIVE POLES AND TWIN MAST ARMS SHALL BE PHILIPS POLE

RSB56V-26-BK WITH CJL5.5-2-BK ARMS, OR APPROVED EQUAL.
(R-1) PAYMENT FOR THIS ITEM WILL BE BASED ON PLAN QUANTITY ONLY. SEE

SECTION 109.018 OF THE STANDARD SPECIFICATIONS. COST OF POLE ASSEMBLY SHALL INCLUDE DECORATIVE BASE. CONTRACTOR

SHALL SUBMIT MANUFACTURER'S SPECIFICATIONS FOR POLE AND BASE FOR

1.) NO REMOVALS, CONSTRUCTION, OR INSTALLATIONS WITHIN THE LIMITS OF THE APPROVAL PRIOR TO INSTALLATION. COST OF NO. 4 ELECTRICAL CONDUCTOR
EXCEPTION AREA EXTENTS OF THE CITY OF YUKON'S PROPOSED STREETSCAPE TO BE PLACED WITHIN THE EXTENTS OF THE POLE ASSEMBLY WILL BE

RECONSTRUCTION PROJECT FROM STATION 136+20 TO STATION 157400 (7TH INCLUDED WITH THIS ITEM.

STREET TO 3RD STREET) SHALL BE COMPLETED AS A PART OF THIS PROJECT.

THESE EXTENTS INCLUDE LIGHT POLES NUMBERED BETWEEN 65-89. 12.) 132 EA. ROADWAY LUMINAIRE SHALL BE PHILIPS LUMEC ROADFOCUS MEDIUM

LED COBRA HEAD, OR APPROVED EQUAL. LED=PHILIPS LUMILEDS LUXEON T,

RI=7 IN. 75 TYPI . T=4 K INAL, 4 .\
2) INCLUDED IN THIS ITEM IS THE COST FOR CONCRETE MATERIAL, PLACEMENT, o B e e Ot 16 —SP2-BK.

SAW CUTTING, LABOR AND EQUIPMENT FOR CONSTRUCTION OF CONCRETE
ISLANDS IN ACCORDANCE WITH THE DETAILS AND SPECIFICATIONS OQUTLINED

WITHIN THE PLANS. 13.) 98 EA. ROADWAY LUMINAIRE SHALL BE PHILIPS LUMEC RENAISSANCE SERIES

RN30 LED, OR APPROVED EQUAL. LED=PHILIPS LUMILEDS LUXEON R, CRI=70,

3.) INCLUDED IN THIS ITEM IS THE COST FOR ONE FOOT OF GUTTER, SUITABLE mmqonm”mwﬂwoﬁmﬂﬁhw.o_.%mﬁL?o_.urmmmLmoumz_mumx.

AGGREGATE BASE AND COMPACTED BACKFILL MATERIAL, APPROVED BY THE
ENGINEER, AND PLACED IN ACCORDANCE WITH THE DETAILS AND

SPECIFICATIONS OUTLINED WITHIN THE PLANS. 14.) ELECTRIC SERVICE CONNECTION SHALL INCLUDE ALL LABOR, EQUIPMENT,

MATERIALS, AND TOOLS NEEDED TO INSTALL BREAKERS, BOXES, WIRING,
CONNECTORS, GROUNDING, AND ANY OTHER NECESSARY APPURTENANCES TO

4.) INCLUDED WITH THIS ITEM IS THE COST OF A 1 1/2" EXPANSION JOINT FITTED PROVIDE POWER FOR FULL FUNCTION LIGHTING OPERATIONS. ALL WIRING
BETWEEN THE PROPOSED GUTTER LINE AND ADJACENT PAVEMENT. INSIDE POLE IS CONSIDERED INCIDENTAL AND SHALL BE INCLUDED IN COST OF
OTHER ITEMS.
5. INCLUDED IN THIS ITEM IS THE COST FOR ALL SAW CUTTING NECESSARY FOR
REMOVAL OF THE DETAILED AREAS OF EXISTING CONCRETE PAVEMENT. 15.) CONTRACTOR SHALL PROVIDE OG&E WITH FULL STREET ADDRESSES FOR ALL

SERVICE LOCATIONS.

16.) NO. 4 ELECTRICAL CONDUCTOR FUSED 'Y' CONNECTORS SHALL BE APPROVED
BY THE ENGINEER AND INSTALLED AT EACH POLE BASE OR BRANCH CIRCUIT
AS REQUIRED. THE COST OF THESE CONNECTORS SHALL BE INCLUDED IN
THE PRICE BID FOR THE INSULATED CABLES. THE 'HOT' CONDUCTOR SHALL
BE BLACK AND 'NEUTRAL' CONDUCTOR SHALL BE WHITE. COST FOR
GROUNDING WIRE IS CONSIDERED INCIDENTAL AND SHALL BE INCLUDED IN
COST OF OTHER ITEMS.

A 17) FROM RICHLAND RD. (APPROX. STA. 13+50) TO GARTH BROOKS BLVD.
(APPROX. STA. 115+45), MINIMUM DEPTH FOR ALL CONDUIT SHALL BE 36
INCHES. OUTSIDE OF THESE EXTENTS, SEE ODOT STANDARD CCD1-1-(LATEST
REVISION) FOR MINIMUM DEPTH OF CONDUIT.

D 18.) ANY LABOR, EQUIPMENT, OR MATERIAL COST FOR REPLACEMENT OF MEDIAN

CONCRETE PAVEMENT THAT 1S DISTURBED DURING INSTALLATION OF NEW LIGHT
POLES OR REMOVAL OF EXISTING LIGHT POLES SHALL BE CONSIDERED

INCIDENTAL AND INCLUDED IN COST OF OTHER ITEMS. 1000 WEST WILSHIRE BLVD.

SUITE 315
OKLAHOMA CITY, OK 73116
PHONE: (405) 384-5127

LEE ENCGINEERINC
MAIN STREET (SH-66) CITY OF YUKON
CANADIAN COUNTY|

PAY ITEMS & QUANTITIES

Sheet No. 2 OF_25
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BM #1: "BRASS CAP" IN HEADWALL
STA. 26+30, 46.0' RT. ELEV. = 1285.6x

JUNCT. BOX
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R/W
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s . . e

OHE ToC =

e
UG

OHE —|

—

30+00

35+00

APPROX. R/W R

TOUHE TOC

23+00.00

STA.

REVISIONS

REV. NO.  DESCRIPTION DATE

b _mm<_m_mo CONDUIT RUNS 10-08-15

LEGEND

o @ o 30 MH LIGHT POLE W/ TWIN
6' ARMS & RFM-108W
COBRAHEAD LUMINAIRES

o—©O-© 30" MH LIGHT POLE W/ TWIN 5.5'

ARMS & RN30-135W TEARDROP

LUMINAIRES

¢ © 30" MH LIGHT POLE W/ SINGLE

55" ARM & RN30—135W

TEARDROP LUMINAIRE

—PUG— PROPQSED CONDUIT(S) (LIGHTING)
—FO0 — PROPOSED CONDUIT (EMPTY)
............ EXPOSED CONDUIT
PULL BOX
JUNCTION BOX

GROUND BOX (EMPTY)

PUG fO

STA. 36+00.00

100"

i APPROX. R/W

1000 WEST WILSHIRE BLVD.
SUITE 315

OKLAHOMA CITY, OK 73116

APPROX.\R/W

PULL BOX
(TYPE Iy
TYP.

/l 2 CONDUITS

2" (LIGHTING)
2" (EMPTY)
TYP.

PHONE: (405) 384-5127

eNCGINEEIINC

LEE

CITY OF YUKON
CANADIAN COUNTY

LIGHTING PLANS
STA. 10+00.00 TO STA. 36+00.00

MAIN STREET (SH-66)
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STA. 49+00.00

STA. 36+00.00

W‘W /l/ REVISIONS
54 \ REV. NO.  DESCRIPTION DATE
! \ /A |ReviSED conDUIT RUNS  10-08-15
780V SERVICE LOCATION o \
Stotiono38+29.72 LEGEND
Offset=97.88 LT
(=] o
o g 4 ¢ @ e 30 MH LIGHT POLE W/ TWIN
= Q2 ° 6' ARMS & RFM-108W
COBRAHEAD LUMINAIRES
APPROX. E\<< APPROX. E\S\ % 30" MH LIGHT POLE 2\ TWIN 5.5
[ . orE— oHETT— & “TL OHE s TG m— o TUC - e BHE el . OHE T ———— D_WR_MZ>WMMZUOI_.NM<< TEARDROP
,a_w__,u_.oﬂ Box PULL BOX 2 CONDUITS
(TYPE ) 2" (LIGHTING) ©-© 30" MH LIGHT POLE W/ SINGLE
CROUND BOX TYP. 2" (EMPTY) 55" ARM & RN30—135W
( ) . TYP. = TEARDROP LUMINAIRE
||||||||||||||||| m
||||||||||||||||||||||||||| — — o — 4 ¥ | —pPuc— PROPOSED CONDUIT(S) (LIGHTING)
FQ EQ i3 O ﬁl FO =]
— _PUG T — = <t
t NBO4B25E 1 7 N .
|||||||| -—— S — — — — 4 £ | —Fo— PROPOSED CONDUIT (EMPTY)
n
@/ | T EXPOSED CONDUIT

PULL BOX
APPROX. R/W APPROX. R/W

]
; ) . . . . . . . . . . : . : . : © Bl .uncrion Box

GROUND BOX (EMPTY)

e
3
1 — —
: ;! I
: /) Ll
N @ |
N / .
\ / ,
S / =) __ S
A X :
\ [ |
/~ [ \ APPROX. R/W ___ APPROX. R/W
m.quoz__l._ SR = — . . . f = . . i o= . o LA A
2 CONDUITS | GROUND BOX
_ N&_.Wmm%x 2" (LIGHTING) F (R2736)
Ve H 2" (EMPTY) ]\ TYP.
NN N N 8
8
||||||||| *||||||l—||||%|||| - s T e R NP~
EQ, pyG EQ . BTG £0 pyG - +EOQ pE I —E0py@ —FQ piiG EOpyg = PUE — pugEQ - PueL —— &
T - 1 . f t TRL T N8g4823E b <
||||||||||| 4 % [
(7))

20 | 29 Cw

L ) APPROX. R/W APPROX. R/W 1000 WEST WILSHIRE BLVD.
. . : . . . . . . . . . . . . . . . . . . . . . SONTE 518

OKLAHOMA CITY, OK 73116

PHONE: (405) 384-5127

LEE ENCINEERINC

MAIN STREET (SH-66) CITY OF YUKON
CANADIAN COUNTY

LIGHTING PLANS

STA. 36+00.00 TO STA. 62+00.00
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STA. 62+00.00

STA. 75+00.00

r _
g | |
]
s |
Dn_ —_ T~ .
o _% ST ~ A o q
< &l / \ / —9 E
8 | / # | IR ;
q _ :
\ \ _ [
APPROX. R/W | _ \ ] APPROX. R/W
= OBET0G == TOC o ik wra — /. =T0C ==/ R OHESTOT $ TG~ == FET——0" QUG : TG o
2 CONDUITS \ \ —_ 2 CONDUITS
W__ M_m_,mm@w_ov N&r_urmm_vox Y 2" (LIGHTING) Mwwwwmﬂ_o BOX _— _—
" 2" (EMPTY)
,._.\ e TYP. / NS ~ TYP.
- — e\ = -~ N
_l MAIN ST,
puG £0 < L __“_a..o , PUG-FQ EQ UG EQ puG = pubQ PUG EQ > Bdc PUES 2 F@uc " B¢ ——
T D N L - ' ' ' T N i TRL N8B 25E
APPROX. R/W APPROX. R/W
1 CONDUIT
2" (EMPTY)
TYP.
| -
l | \ / /
2 8 l 8 g/
¥ [ ¥
4 | /
)
APPROX. R/W |
96 B : oo : TG =g TS o=t T £ - T = % 96 =rE |
2 CONDUITS 1 i
PULL BOX GROUND BOX 2" (LIGHTING) \ \n\/
2" (EMPTY)
TYP.

(TYPE ) (R2736)
TYP. TYP.
MAIN ST.
- ——— —— = —— — — — g ——— — —f— — — — —

APPROX. R/W

— <3

(RISCO RIDGE DR.

— SS —— S§ —— SS

SS

— SS

STA. 75+00.00

STA. 88+00.00

REVISIONS

REV. NO.  DESCRIPTION DATE

A\ [Revisep conpuT RUNs  10-08-15

LEGEND

¢ @ ¢ 30 MH LIGHT POLE W/ TWIN
6' ARMS & RFM-108W
COBRAHEAD LUMINAIRES

o © © 30° MH LIGHT POLE W/ TWIN 5.5'

ARMS & RN30-135W TEARDROP

LUMINAIRES

6O 30' MH LIGHT POLE W/ SINGLE

5.5 ARM & RN30-135W

TEARDROP LUMINAIRE

—PUG— PROPOSED CONDUIT(S) (LIGHTING)
— FO — PROPOSED CONDUIT (EMPTY)
............ EXPOSED CONDUIT

PULL BOX

JUNCTION BOX

GROUND BOX (EMPTY)

100

1000 WEST WILSHIRE BLVD.
SUITE 315

OKLAHOMA CITY, OK 73116
PHONE: (405) 384-5127

LEE ENCINEERINC

CITY OF YUKON
CANADIAN COUNTY

LIGHTING PLANS

STA. 62+00.00 TO STA. 88+00.00

MAIN STREET (SH-66)

Sheet No. 8 OF_25




STA. 88+00.00

STA. 101+00.00

BM #2: "ROD" ALONG FENCELINE
STA. 90+50, 99.6' LT. ELEV. = 1303.9+

REV. NO. DESCRIPTION DATE
. _NO.
—

A\ [Revisep conpuT RUNs  10-08-15

480V SERVICE LOCATION #2) —

Station=90+97.54 _ LEGEND

Offset=98.49 LT

¢ @ o 30 MH LIGHT POLE W/ TWIN
6' ARMS & RFM-108W
COBRAHEAD LUMINAIRES

95+00
100+00

. APPROX. R/W 6O © 30 MH LIGHT POLE W/ TWIN 5.5'
AR /¥ — —r- L/ 4 ARMS & RN30-135W TEARDROP

LUMINAIRES

+
li®A5) g

. ] . . . . o A . .
“ORE=Fd D=t vwi- DHE i = Lﬂ.ﬂ

2 CONDUITS =
2" (LIGHTING)
2" (EMPTY)
TYP.

6O 30' MH LIGHT POLE W/ SINGLE
5.5 ARM & RN30-135W
TEARDROP LUMINAIRE

—PUG— PROPOSED CONDUIT(S) (LIGHTING)

— FO — PROPOSED CONDUIT (EMPTY)

STA. 101+00.00

GROUND BOX
_ __ (R2736)

- . ___ == — IllIIlIIIIIIII#II o~ I _ _____ __—_———. @ | | EXPOSED CONDUIT
t " " " " " " " " " " " " " D PULL BOX
APPROX. R/W

N\
[ S . QD0 = oo 53 T M
N S g— mmﬂl'luu |Aflwmh«| [ﬂy ¢ © ¢ G ¢ ——

ARPROX-—RAW-

JUNCTION BOX

GROUND BOX (EMPTY)

OBR

S5

— SS

TLrOHE : == = gEE=——=T

2 CONDUITS \ /.\

GROUND BOX / 2" (LIGHTING)

(TYPE I) (R2736)

PULL BOX

o
<
o
o
+
<
h
-
<
T
»
] 50" 100
™ '
i
| e e
) L APPROX.RMW . e o . ; ) ) ) ) ) ) ) ) ) ) APPROX. R/W ) ) 1000 WEST WILSHIRE BLVD.
— ¢ _ o SUITE 315

OKLAHOMA CITY, OK 73116
PHONE: (405) 384-5127

LEE ENCINEERINC

b

Ly

~ | MAIN STREET (SH-66) CITY OF YUKON
~ ~ CANADIAN COUNTY
| | LIGHTING PLANS

Iy

|,

STA. 88+00.00 TO STA. 114+00.00
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STA. 114+00.00

STA. 127+00.00

|
I_ . — REVISIONS
: _ . \ REV. NO. DESCRIPTION DATE
e M 0 v — _ g 20— @ 3HO & ¢ ® [REVISED CONDUIT RUNS  10-08-15
~ 0= = — T~ ="
[ __ * _ \ — . RVICE LOCATION # —
0 1T = W/ _ Station=121+95.6 . BN _ LEGEND
° N k F—1 o Offset=91.64 LT JUNCT. BOX
o o .
& __ = & [ _ _ o @& 30 MH LIGHT POLE W/ TWIN
- 1conour [l o] cSnour o ; _ 6 ARMS & RFM—108W
2 EMPTY) 2" (LIGHTING) 1 CONDUIT _ COBRAHEAD LUMINAIRES
TYP. _ e , e TING TN -2 conourts 6-©-6 30° MH LIGHT POLE W/ TWIN 5.5'
APPROX. R/W . " .
o g EROX. RAW | [ 2LeHING) ARMS & RN30-135W TEARDROP
¢ o ¢ ¢ ‘ (EVPTY) LUMINAIRES

\1

CONSTRUCT CURBED

ISLAND NO. 1 QO 30" MH LIGHT POLE W/ SINGLE

—

PULL BOX
(TYPE Iy
I

Euvmox m\s\ AmmmOmogmam_ocm;_c fi 5.5 ARM & RN30-135W
- . =17 S TEARDROP LUMINAIRE
vcn _ucm A )
L] W w o
4 o
| g —PUG— PROPOSED CONDUIT(S) (LIGHTING)
(=] _ nah Fo “ Fe ! MM
[e] .
. _A|n —FO — PROPOSED CONDUIT (EMPTY)
w
- — S — N
— . — — - R
- I_|_ /hl |lu®..vm e . b i . . . . [T—3 ; ! . R7W B N L EXPOSED CONDUIT
ALWT.S\. | \\ 7 4 — /

-.m_\\; a —— ¢ 1‘ \
_ ) PPROX. R/W ) ) |

_ GROUND BOX |
_ (R2736)
TYP.

L
_ 2 CONDUITS ”_IJH__ o
2" (LIGHTING) | 1 (G5
2" (EMPTY) | | #

GROUND BOX (EMPTY)

7 _J] _ X
. Mmm%m__wov __ | J 11 - | | PULL BOX
O el | K | =N N
llllllllll — - JUNCTION BOX
_ _ hp I ]
i O
[

_
| Tve.

B/?FO/(S a._
— -2
O

_ = & & & "N ¢ OHE i
N
I | byt &
| ﬁ_llll___\rlm&l
................. O AR e me-mee __ LIMITSOF
z : EXCEPTION AREA
S & P Y ° S & =1 & Y
ot e g e e | pormosecoene
| ————— JIllllllll.HlllH”Jll/ﬁ~ ._"__ln_ _ 7 ~ ol _ T )
v I = — | | r— X1 _ |
_ _ z i S z | | |3
— 3 o E 5 g 3
_ _ _ \ m [ “
_ _ | * _ | | GROUND BOX _H_ =1 | _
_ \ | _ 2 CONDUITS | _ = _ _ m_mwm % W_ “ _
2" (LIGHTING) =
_ | I/ 2 ey | | _ _ _ | PULL BOX O _ P .
- 2 ] | (TYPE I) | W ha )
N APP L 1 | ‘ | | _ _ j:u N @ 1 [ :> P 0x m\ _ __
IL. —— — = | g = = =—=—=—= ||u|| \-V — IT 1 8
, % . . . S N I e N Ay S S VA" 220 Ny S —— e -4 iyl — 12
] v \ v w w w w o S
1 — qax T
CR \\@\W\, e 2 Y, /2 : R . N qﬁ\hwr N8O"48'23}E @1 <
B¢ FEe—Fo S = i & == v — —P o = = ———F0 e —— -
- - - £ - — o o - - Y &l - - o 1 .
® ® @ & @ <
( _ | | _ ! | L . _ # __ v Nl » _ | “ ) 50 100
_ o _ _ 1 ] | =
_ 1 _ | _ ) .
| ] = | | _ _ _ 1 _ _ 1 1000 WEST WILSHIRE BLVD.
- [ i SUITE 315
_ / _ _ _ _ I_ _ | - _ : OKLAHOMA CITY, OK 73116
] 1 / \ PHONE: (405) 384-5127
- _ = i | || o J g} | = ein==n:
s I~ _ | [ _ r_D _c_/d L / =R LEE/ ENCINEEIINC
_M 1 N _ o _ ﬂ - | 'z ) ._O | & MAIN STREET (SH-66) CITY OF YUKON
”_ S h/_,~ __ llm_ = | T | 1® < | =—— | . @ CANADIAN COUNTY
T e R e e LIGHTING PLANS
= === % o ¢ B e Imw._. Se B ———— _AIH STA. 114+00.00 TO STA. 140+00.00
(/2]
Offset=209.14 RT Sheet No. 10 OF_25




STA. 140+00.00

STA. 153+00.00

EXCEPTION AREA REVISIONS

IIIIIIIIIIIIIIIIIIIIIIIIIIIIIIIIIIIIIIIIIIIIIIIIIIIIIIIIIIIIIIIIIIIIIIIIIIIIIIIIIIIIIIIIIIIIIIIIIIIIIIIIIIIIIIIIIIIIIIIIIIIIIIIIIIIIIIIIIII REV. NO. DESCRIPTION DATE
A\ [Revisep conpuT RUNs  10-08-15

LEGEND

Y

A4

- e — — — — — — — — — —— — — ] Vi

——s§——— 5 — — — |— Stotio

—1 1|
]
___0

L

n=151+43.32
ffset=205.00 LT

¢ @ o 30 MH LIGHT POLE W/ TWIN
6' ARMS & RFM-108W
COBRAHEAD LUMINAIRES

145+00

6 ©O-© 30" MH LIGHT POLE W/ TWIN 5.5
ARMS & RN30-135W TEARDROP
LUMINAIRES

6O 30' MH LIGHT POLE W/ SINGLE
5.5 ARM & RN30-135W
TEARDROP LUMINAIRE

PROPOSED CONDUIT(S) (LIGHTING)

— FO — PROPOSED CONDUIT (EMPTY)

STA. 153+00.00
}
5
I

............ EXPOSED CONDUIT

PULL BOX

80V SERVICE LOCATION #5]
Station=145+93.40
Offset=52.90 RT

GROUND BOX (EMPTY)

]
B .uncrion Box

@) &\ PUG-
Nl —_ — — . _umlll .
[T APPROX. R/W f CONSTRUCT CURBED
L L

</o/4_|||/
/ BM #3: "BRASS CAP" ON STORAGE BIN FOUNDATION
EXCEPTION AREA s SU—— N7 STA. 160+60, 215.1'LT. ELEV. = 1298.5% —mmeee LIMITS OF
e ——————— I/G Stotion =162+ 18.65 > EXCEPTION AREA
. set= .
U o ———————— - . . . . o . o ¢\ﬁ_A I (NOT TO BE CONSTRUCTED
. r == M AS PART OF THIS PROJECT)
<
_||||l_||| S _ wnlll_H_ll)/ _\11\— _|/ Ve \\WI/SS_
PULL BOX e _ s = =D | \ Iy _ _ / B _ms_/ -_VV
e crounosox | | =0 IRRER AR R !
D ) \\ﬁ\wme - 2 CONDUITS __ | : | ) / | | _ | N | al T~
/// o 2" (LIGHTING) | Fm— = y _ | I _ n\ | | _ s_\ |
/// . 2 EMPTY) __NN _\\ | i _ |_ __ | _ ‘ | _
=\ . 7 L — o
_ ./ugé/.x_/w.é \\TLM . . /A St . " - __o ! ol | %E&.&é sEe
ﬁ ﬂrl¢|\ . — ——PUG——— i S — m
v = ; ] ] 94 5
) _ . © 2
©
©
<
T
n

_ 1
J ISLAND NO. 4
_ ‘ (SEE GEOMETRIC DETAIL)

2" (LIGHTING)
| TYP.

1000 WEST WILSHIRE BLVD.
SUITE 315

OKLAHOMA CITY, OK 73116
PHONE: (405) 384-5127

LEE ENCINEERINC

00+.S1 V1S

MAIN STREET (SH-66) CITY OF YUKON
CANADIAN COUNTY

LIGHTING PLANS

STA. 140+00.00 TO STA. 166+00.00

SheetNo.  _11 OF_25




rT T TN
I

GROUND BOX
(R2736) |

RN
2 CONDUITS
2" (LIGHTING) /

P.l. STA. 169+18.39
R =3000.000

corp-

2" (EMPTY)

—

——— — — —
~3n0 —
. —3H0 —
— "

170+00
w

PIEDMONT RD.

L

1 CONDUIT
2" (LIGHTING)

PULL BOX
(TYPEI)

1 CONDUIT
2" (EMPTY)
TYP.

2 CONDUITS

2" (LIGHTING)
2" (EMPTY) 4
TYP.

CURVE NO. 2
Pl STA. 174+89.73
R = 3000.000'

T = 243.310°

o
'S
o =
a o
jowm
a
N

| 1 CONDUIT
| 2" (LIGHTING)
_ TYP.
| A
L
|
— — C
D
|
|

_
_ _
| _
_

STA. 179+00.00

REVISIONS
REV. NO.  DESCRIPTION DATE

A\ [Revisep conpuT RUNs  10-08-15

LEGEND

¢ @ ¢ 30 MH LIGHT POLE W/ TWIN
6' ARMS & RFM-108W
COBRAHEAD LUMINAIRES

o © © 30° MH LIGHT POLE W/ TWIN 5.5'
ARMS & RN30-135W TEARDROP
LUMINAIRES

6O 30' MH LIGHT POLE W/ SINGLE

5.5 ARM & RN30-135W
TEARDROP LUMINAIRE

—PUG— PROPOSED CONDUIT(S) (LIGHTING)
— FO — PROPOSED CONDUIT (EMPTY)

............ EXPOSED CONDUIT

[ | PuLL BOX

B .uncrion Box

0 GROUND BOX (EMPTY)

Q
_ 2 CONDUITS
_ 2" (LIGHTING)
2" (EMPTY)
_ Ve | TYP.
_ = | v 1 CONDUIT o
\ g roanre (oo
/ X/ 2" EMPTY) [ : L o _ . ® .
| TvPR OHE &1 OHE e
= —f——— e e e
_ | \ APPROX. R/W
\\_ B sy el I B B el i S S S —
PULL BOX
+ — - — — —— (TYPE 1)
o V N TYP. o
c [ ——/ ——F 7 /% o """ """ — " — — — — — — — — — — — — o
=) MAIN ST. =)
o _— N —— %A - o
+ /S~ /| S = +
2 puclCRL | NBY41'05"E _ | | o
A FolJ : FO To PUC o T -
Y =
0!l  A'4_-« - "N - "——"""¥«~~"===" """ "¥"—V—"\|—"N\——"——— — — = —/— w
< T T T = i @ - T T~ T T T T T 0 50' 100"
N - T — - GROUND BOX —— )
\ ~ - - /s —— — — | — — (Re736)
S T~ // ( TYP. 1000 WEST WILSHIRE BLVD.
\ \ ~ / I B SUITE 315
\ ™ /u N u_l., r S e—— OKLAHOMA CITY, OK 73116
//,mhﬂ/ . \ \ | e ——— PHONE: (405) 384-5127
e \ _ | f LEE ENGINEERING
—_— AL R/w ° "
e w// _ | || MAIN STREET (SH-66) CITY OF YUKON
U .\ /4 _ _ = — CANADIAN COUNTY
[ ~ | : _ LIGHTING PLANS
_ _ \ \ _ STA. 166+00.00 TO STA. 192+00.00
\
__ \ . \ _ SheetNo.  _12_ OF_25




STA. 192+00.00

STA. 205+00.00

REVISIONS
REV. NO.  DESCRIPTION DATE

A\ [Revisep conpuT RUNs  10-08-15

LEGEND

¢ @ o 30 MH LIGHT POLE W/ TWIN
6’ ARMS & RFM-108W

3 \ . . ) . . . . ) . ) ) . . APPROX. R/W COBRAHEAD LUMINAIRES

—— == LG —y G —w o= G G G G G =

=" " * v v v v v 6-O-6 30 MH LIGHT POLE W/ TWIN 5.5'

OHE OHE — ARMS & RN30-135W TEARDROP
LUMINAIRES

>
o
o
2
o
x
o
~
=
200+00
20EL00

4

4

- - 2 CONDUITS
2" (LIGHTING)

2" (EMPTY) &Q© 30" MH LIGHT POLE W/ SINGLE
TYP.

5.5 ARM & RN30-135W
|||||||||||||| . TEARDROP LUMINAIRE

CRL | o N89'41'05"E | 1

—PUG— PROPOSED CONDUIT(S) (LIGHTING)
: To PUG -

— FO — PROPOSED CONDUIT (EMPTY)

STA. 205+00.0

............ EXPOSED CONDUIT

N PULL BOX
PULBOX — - — — — — — — — — — — — — — — — — L
(TYPE 1)

TYP. B .uncrion Box
||||||||||||||| T " — [} [ [i— —) ———— A T— — " —
» » "

|||||||||||||| 0 GROUND BOX (EMPTY)

=vvruw

2 CONDUITS
2" (LIGHTING)
2" (EMPTY)
TYP.

] APPROX. R/W — 7
o : . —_— . . . . e — . . . ) . R
S — I
GROUND BOX PULL BOX
(R2736) (TYPE Iy
TYP.

215+00

APPROX. R/W
] ] — W

&)

A

<O

FO

o

=}

o

o

o

o
a10E" = 7

o NEY41'05"E <t
=
n

) \ TYP.

1000 WEST WILSHIRE BLVD.
SUITE 315

- = = — = — — — — — — - - - - e OKLAHOMA CITY, OK 73116
.,/ ‘ ‘ ¢ 3 ‘ ‘ \ e . " " " " . . PHONE: (405) 384-5127
- L ) [ —

9 LEE ENCINEERINC
_
_

MAIN STREET (SH-66) CITY OF YUKON
CANADIAN COUNTY

_ | | LIGHTING PLANS

~ = STA. 192+00.00 TO STA. 218+00.00
J |

—_—
480V SERVICE LOCATION # N 4
Station=207+49.6
Offset=132.94 RT|

SheetNo.  _13 OF_25




CURVE NO. 3

P.. STA. 223+17.69

(=
4
380V SERVICE LOCATION 70 g
Station=229+83.4 ~
Oifset=102.10 L1
1405.077' / '
1392.269 — _ o
— . =
= = — —_—— — = \\\\h\y\f JUNCT. BOX o
—— 4 e 2 CONDUITS TYP. <
— L — onE 2" (LIGHTING) i<
PULL BOX 2" (EMPTY) _—— A QL
_ (TYPE ) - GROUND BOX ™ == ) oa.u@ E—
——_ _ | TYP. (R2736) A NI —
— 1CONDUIT R TYP. I ——r — ety _— —

8 / / =
b / S
) / < 2 CONDUITS
& / N wk_.n_n.mm%x 2" (LIGHTING)
/ ( TvP. 2" (EMPTY)
APPROX. R/W L. TYP. APPROX. R/W
— ® OHE . $- OHE . = S — . . i - — - A
w w w w w w w \ /:[ i l: /ﬂ\: w \ w w w w w t‘ v —8—]
GROUND BOX 2 CONDUITS —_ — — — g
(R2736) 2" (LIGHTING) > -
TYP. 2" (EMPTY) )i -
o weo |\ - - _ _— — - — — e = S
\ /] * o ) q
PUG 1 PUG S— p . — —— = - » I 0
\ FO 0 0 7 1 FO N FO — FO FO O
- T - - — — — — — — — -_—-———-———————-——— ——— — ||||,||||||||||||||||||‘
3
9 2 9 2 2 o 92 9 9 9 92 L] 92 o 9 9 9 o 92
APPROX. R/ . .
R/W APPROX. R/W @

STA. 244+00.00

REVISIONS
REV. NO.  DESCRIPTION

DATE

A [revisep conput Runs

10-08-15

LEGEND

¢ @ o 30 MH LIGHT POLE W/ TWIN
6' ARMS & RFM-108W
COBRAHEAD LUMINAIRES

6 ©O-© 30" MH LIGHT POLE W/ TWIN 5.5
ARMS & RN30-135W TEARDROP

LUMINAIRES
6O 30' MH LIGHT POLE W/ SINGLE
5.5 ARM & RN30-135W
TEARDROP LUMINAIRE
—PUG — PROPQSED CONDUIT(S) (LIGHTING)

—FO — PROPOSED CONDUIT (EMPTY)
............ EXPOSED CONDUIT
[ | Pu BOX

B .uncrion Box

0 GROUND BOX (EMPTY)

(]

50' 100
_

™

1000 WEST WILSHIRE BLVD.
SUITE 315
OKLAHOMA CITY, OK 73116
PHONE: (405) 384-5127
—— |
LEE ENCINEEIINC

MAIN STREET (SH-66) CITY OF YUKON

CANADIAN COUNTY

LIGHTING PLANS
STA. 218+00.00 TO STA. 244+00.00
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STA. 244+00.00

\ 4

REV. NO.  DESCRIPTION DATE

REVISIONS

A [revisep conput Runs

10-08-15

~
(=] \ + +
& & GROUND BOX &
3 / 9 (R2736) TYP. &
- END 2" CONDUIT
/ - | (EMPTY)
APPROX. R/W / G L APPROX. R/W )
lofE—s— 5 o - = S ° rt Ir_ BHE = OHE 7> OHE
—w w w v v w w w ﬂ.\t | B w w i t/ — w w |* v -
PULL BOX o
(TYPE 1) Y // / AN . I
TYP. y
|||||||||||||||||||||| I S R m..
||||||||||||||||||||||| \ S e T T T T T T T — ||-||||NP,..4
Bug h sue] CRL | N62'50%9/E &< >
— FQ _— T * FO —— 17~ FO !
/ — —  — —_— —_— —  —f—_——_————_— —_— — —
ag (149 ,

g ©
-9 o 9 E) ] o ) o 9 E) ] o 9 o o \ \
APPROX. R/W \\ APPROX. R/W \ e o
2 CONDUITS .
2" (LIGHTING)
2" (EMPTY)
TYP.

L o

Qe

O

—PUG—

—F0 —

LEGEND

30" MH LIGHT POLE W/ TWIN

6' ARMS & RFM-108W
COBRAHEAD LUMINAIRES

30" MH LIGHT POLE W/ TWIN 5.5
ARMS & RN30-135W TEARDROP
LUMINAIRES

30" MH LIGHT POLE W/ SINGLE

5.5 ARM & RN30-135W
TEARDROP LUMINAIRE

PROPOSED CONDUIT(S) (LIGHTING)
PROPOSED CONDUIT (EMPTY)
EXPOSED CONDUIT

PULL BOX

JUNCTION BOX

GROUND BOX (EMPTY)

o 50' 100

1000 WEST WILSHIRE BLVD.
SUITE 315

OKLAHOMA CITY, OK 73116
PHONE: (405) 384-5127

LEE ENCINEERINC

MAIN STREET (SH-66)

CITY OF YUKON
CANADIAN COUNTY

LIGHTING PLANS

STA. 244+00.00 TO STA. 252+77.00
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O @ >

GROUND BOX DIMENSIONS

A B C D E F G

R2736|291/27271/2"253/8" 36 |321/4"361/8"| 25

R2748|291/2"271/2"253/8" 48 |333/8" 38" 25

R3236341/8"321/8" 30 36 |367/8:407/8" 30

R3248341/8"321/8"| 30 48 38 |431/8" 30

GROUND BOX
LID DIMENSIONS

L1 L2 L3
R27XX[273/81233 /4271 /4
R32XX| 32 [283/87317/8’

NON—SKID
SURFACE

” " L1
171-1/2
_ ]
| § |
L2
NON—SKID STANDARD B
SURFACE MARKINGS NON—SKID
—__/ SURFACE
u\mwém UNC AT

5
LSS
RS

5
S5
5

X
=
S
‘:‘
S
5

S

S.S. HEX HEAD
BOLT W/ WASHER
(3 PLACES)

S
b
e
55
S

S

5
“"
fes

S
o oSSl
i Se e feslenletut et
ARSI
RS
S S SIS
RS S S
K SO SS
SRR
Rl el s et ute et
R
S
5
J

LIFT
PIN 177X 57 X T
DEEP

BOLT—DOWN (2 PLACES)

INSERT W/ DRAIN
HOLE (3 PLACES)

LIFTING
INSERTS
(2 PLACES)

POLYMER
CONCRETE
VAULT

REVISIONS
REV. NO. DESCRIPTION

DATE

AN 7>ooma SHEET

10-8-2015

NOTES:

A. GROUND BOX FRAMES AND COVERS SHALL BE POLYMER
CONCRETE AND HAVE AN APPROVED WHEEL LOAD OF
20,000 LBS AND BE UV STABILIZED.

B. IF SUBSURFACE CONDITIONS EXIST WHICH PROHIBIT
THE PLACEMENT OF THE GROUND ROD IN A VERTICAL
POSITION, THE ROD MAY BE DRIVEN AT AN OBLIQUE
ANGLE NOT TO EXCEED 45" FROM VERTICAL OR BURIED
IN A TRENCH AT LEAST 30" DEEP. CONNECTION TO
GROUND ROD SHALL BE CAD WELDED.

C. GROUND BOX LIDS SHALL HAVE 3M EMS MARKER LOCATOR
TAG MODEL 1411 OR APPROVED EQUAL CAST INTO THEM.

D. THE GROUND BOX SHALL BE BUILT TO FIT THE EXISTING
FIELD CONDITION AND BE PRESENTED WITH A NEAT,
WORKMAN—-LIKE APPEARANCE. NO CONCRETE APRON WILL

BE REQUIRED UNLESS OTHERWISE DIRECTED BY THE
ENGINEER.

E. THE DIMENSIONS FOR THE GROUND BOXES ARE NOMINAL
AND VARY SLIGHTLY BT THE MANUFACTURER’'S DESIGN.

F. GROUND BOX BODY EXTENSIONS SHALL BE INSTALLED
BELOW THE GROUND BOX (IF SHOWN IN THE PLANS).

G. THE NUMBER, SIZE, TYPE AND LOCATION OF THE CONDUIT
RUNS SHALL BE AS SHOWN ONT HE PLANS. SEE STD.
CCDI—1—(LATEST REV.)

H. APPROVED SQUARE GROUND BOX VENDOR INFORMATION:

ARMORCAST PRODUCTS COMPANY QUAZITE

(818) 982-3600 (800) 346-3062

PN: ‘A6000182TAX36 PN: 'PR2732BA36
AB000182TAX48 PR2733BA48
A6000187TAX36 —mm———
AB000T87TAX48

MATERIAL SPECIFICATIONS:

1. CIRCULAR GROUND BOX LID TEXT SHALL BE ONE (1)
INCH HIGH AND CENTERED. IT SHALL READ:

YUKON /ITS

2. ALL GROUND BOX INSTALLATIONS TO INCLUDE POLY
CONCRETE LID (BOLTED DOWN WITH PENTA—HEAD
BOLTS) AND THREE (3) SETS OF 4-6" CABLE HOOKS.

CONTRACTOR SHALL PROVIDE ODOT WITH TWELVE (12)
EXTRA PENTA-BOLTS PER PROJECT.

DRAWINGS NOT TO SCALE

BASIS OF PAYMENT
ITEM

NO ITEM

UNIT

803(B) GROUND BOX

EA

R27 & R32
GROUND BOX DETAIL
STATE OF DEPARTMENT OF TRANSPORTATION
OKLAHOMA I [ S0




UNIT PRICE PROPOSAL
This form is to be completed and submitted with the Proposal.

Additional pricing information including, but not limited to, cost of maintenance, cost of
implementation, potential tax deductions and energy rebates, finance options, and financial impact
analysis shall be submitted by the Vendor in a format chosen by the Vendor.

CITY OF YUKON
MAIN STREET (SH-66) LED ROADWAY LIGHTING INSTALLATION
PROJECT NO. OK334.01
Unit Prices: Bidder hereby guarantees the following unit prices to apply throughout the project for
changing work upon written instruction of the Owner.

Item Estimated Unit Item
No. Quantity Unit Item Description Price Total
1 1 LS Clearing and Grubbing
Dollars S S
(Dollars per unit written)
2 5 cy PC Concrete Pavement
Dollars S S
(Dollars per unit written)
3 60 LF Concrete Curb (8” Barrier — Integral)
Dollars S S
(Dollars per unit written)
4 18 SY Removal of Concrete Pavement
Dollars S S
(Dollars per unit written)
5 1 LS Mobilization
Dollars S S
(Dollars per unit written)
6 1 LS Construction Staking Level Il
Dollars S S
(Dollars per unit written)
7 200 LF 2” Galv. Steel Electrical Conduit Exposed
Dollars S S

(Dollars per unit written)

1|Page REVISED UNIT PRICE PROPOSAL MainStreet (SH-66) LED Roadway Lighting Installation



Item Estimated Unit
No. Quantity Unit Item Description Price
8 13,200 LF 2” PVC SCH. 40 Plastic Conduit Bored
Dollars S
(Dollars per unit written)
9 32,800 LF 2” PVC SCH. 40 Plastic Conduit Trenched
Dollars S
(Dollars per unit written)
10 8 EA Junction Box (8”x8”x6")
Dollars S
(Dollars per unit written)
11 85 EA Pull Box (Size 1)
Dollars S
(Dollars per unit written)
12 73 CcY Structural Concrete
Dollars S
(Dollars per unit written)
13 4,175 LB Reinforcing Steel
Dollars S
(Dollars per unit written)
14 65 EA Removal of Light Pole
Dollars S
(Dollars per unit written)
15 20 EA Decorative Pole and Mast Arm (30" M.H. Teardrop)
Dollars S
(Dollars per unit written)
16 66 EA Decorative Pole and Twin Mast Arm (30’ M.H. Cobrahead)
Dollars S

2|Page

(Dollars per unit written)

Item
Total

REVISED UNIT PRICE PROPOSAL Main Street (SH-66) LED Roadway Lighting Installation



Item Estimated Unit Item
No. Quantity Unit Item Description Price Total
17 39 EA Decorative Pole and Twin Mast Arm (30’ M.H. Teardrop)
Dollars S S
(Dollars per unit written)
18 132 EA Roadway Luminaire (Cobrahead)
Dollars S S
(Dollars per unit written)
19 98 EA Roadway Luminaire (Teardrop)
Dollars S S
(Dollars per unit written)
20 6 EA Service Pole
Dollars S S
(Dollars per unit written)
21 26,000 LF 3/C No. 4 Electrical Conductor URD (Stranded Aluminum)
Dollars S S
(Dollars per unit written)
22 1 LS Construction Traffic Control
Dollars S S
(Dollars per unit written)
23 25 EA Ground Box R2736
Dollars S S
(Dollars per unit written)
TOTAL BASE BID: and 00/100 Dollars
($ )

3|Page REVISED UNIT PRICE PROPOSAL Main Street (SH-66) LED Roadway Lighting Installation
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