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MAIN STREET (SH-66)
CITY OF YUKON (CANADIAN COUNTY)

SUMMARY OF PAY QUANTITIES

ITEM SPEC | CODE DESCRIPTION UNITS | QUANTITY
1 201(A)| 0102 | CLEARING AND GRUBBING L.SUM 1
2 414(A)| 0210 | P.C. CONCRETE PAVEMENT (1)(2)(R-1)] C.v. 5
3 609(A)| 0380 | CONCRETE CURB (8" BARRIER-INTEGRAL) (1)(3)(4)(R=1)| L.F. 60
4 619(B)| 4727 | REMOVAL OF CONCRETE PAVEMENT (1)(5)(R-1)] s.v. 18
5 641 1552 | MOBILIZATION L.SUM 1
6 642(B)| 0096 | CONSTRUCTION STAKING LEVEL II (17)] L.SUM 1
7 802(A)| 8310 | 2" GALV. STEEL ELECTRICAL CONDUIT EXPOSED (7)| L.F. 400
8 802(B)| 8340 | 2" PVC SCH. 40 PLASTIC CONDUIT BORED (1)(6)(7)] L.F. 13,200
9 802(B)| 8342 | 2" PVC SCH. 40 PLASTIC CONDUIT TRENCHED (N(EXND] LF. 32,800
10 802(E)| 8372 | JUNCTION BOX (8"X8"X6") EA. 8
11 803(A)| 8065 | PULL BOX (SIZE 1) (1)]  EA N
12 804(A)| 2915 | STRUCTURAL CONCRETE (1)(6)] cC.v. 73
13 804(B)| 2916 | REINFORCING STEEL (1)(6)] LB. 4,175
14 805(A)| 8712 | REMOVAL OF LIGHT POLE (1)(6)(B)(TL—43)(TL—-44)| EA. 65
15 806(E)| 0200 | DECORATIVE POLE AND MAST ARM (30’ M.H. TEARDROP) (9)| EA. 20
16 806(E)| 0210 | DECORATIVE POLE AND TWIN MAST ARM (30" M.H. COBRAHEAD) (10)| EA. 66
17 806(E)| 0210 | DECORATIVE POLE AND TWIN MAST ARM (30 M.H. TEARDROP) (11)|  EA. 39
18 809(A)| 8090 | ROADWAY LUMINAIRE (COBRAHEAD) (12)] EA. 132
19 809(A)| 8090 | ROADWAY LUMINAIRE (TEARDROP) (13)] EA. 98
20 810(A)| 3118 | SERVICE POLE (1)(14)(15)] EA. 6
21 811 8038 | 1/C NO. 4 ELECTRICAL CONDUCTOR (STRANDED ALUMINUM) (1)(8)(16)] L.F. 23,000
22 880(J)| 8905 | CONSTRUCTION TRAFFIC CONTROL (7)| LsSuMm 1

PAY QUANTITY NOTES — ROADWAY

®R-1)

1.)

2.)

3.)

4.)

5.)

PAYMENT FOR THIS ITEM WILL BE BASED ON PLAN QUANTITY ONLY. SEE
SECTION 109.01B OF THE STANDARD SPECIFICATIONS.

NO REMOVALS, CONSTRUCTION, OR INSTALLATIONS WITHIN THE LIMITS OF THE

EXCEPTION AREA EXTENTS OF THE CITY OF YUKON'S PROPOSED STREETSCAPE
RECONSTRUCTION PROJECT FROM STATION 136+20 TO STATION 157400 (7TH
STREET TO 3RD STREET) SHALL BE COMPLETED AS A PART OF THIS PROJECT.
THESE EXTENTS INCLUDE LIGHT POLES NUMBERED BETWEEN 65-89.

INCLUDED IN THIS ITEM IS THE COST FOR CONCRETE MATERIAL, PLACEMENT,
SAW CUTTING, LABOR AND EQUIPMENT FOR CONSTRUCTION OF CONCRETE
ISLANDS IN ACCORDANCE WITH THE DETAILS AND SPECIFICATIONS OQUTLINED
WITHIN THE PLANS.

INCLUDED IN THIS ITEM IS THE COST FOR ONE FOOT OF GUTTER, SUITABLE
AGGREGATE BASE AND COMPACTED BACKFILL MATERIAL, APPROVED BY THE
ENGINEER, AND PLACED IN ACCORDANCE WITH THE DETAILS AND
SPECIFICATIONS OUTLINED WITHIN THE PLANS.

INCLUDED WITH THIS ITEM IS THE COST OF A 1 1/2" EXPANSION JOINT FITTED
BETWEEN THE PROPOSED GUTTER LINE AND ADJACENT PAVEMENT.

INCLUDED IN THIS ITEM IS THE COST FOR ALL SAW CUTTING NECESSARY FOR
REMOVAL OF THE DETAILED AREAS OF EXISTING CONCRETE PAVEMENT.

PAY

(TL—43)

(TL—44)

6.)
7))
8.)

9.)

10.)

11.)

12)

13.)

14.)

15.)

16.)

UANTITY NOTES - TRAFFIC LI

PAY QUANTITY NOTES - STAKING

ALL REMOVED SERVICE POLES, LIGHT POLES, MAST ARMS, LUMINAIRES, 17.)
BREAKAWAY BASES AND PERTINENT EQUIPMENT SHALL BECOME THE PROPERTY

OF THE CITY OF YUKON, THE CONTRACTOR SHALL NEATLY STACK THE

REMOVED ITEMS IN AN AREA DESIGNATED BY THE ENGINEER WITHIN THE

PROJECT LIMITS. THE ITEMS THAT ARE TO BE REMOVED SHALL BE HANDLED

WITH CARE. THE CONTRACTOR SHALL BE RESPONSIBLE FOR ANY DAMAGE

OCCURRING DURING THESE OPERATIONS.

INCLUDED IN THE COST OF THIS ITEM, THE CONTRACTOR SHALL EITHER
COMPLETELY REMOVE THE EXISTING LIGHT POLE FOOTING(S) OR CUT OFF THE
TOP PORTION OF THE FOOTING(S) TO A MINIMUM OF ONE FOOT BELOW GRADE.
THE RESULTING HOLE(S) SHALL BE BACKFILLED, COMPACTED AND ALL DEBRIS
DISPOSED OF IN A MANNER APPROVED BY THE ENGINEER.

PAYMENT FOR THIS ITEM WILL BE BASED ON PLAN QUANTITY,
QUANTITY TO BE USED AS DIRECTED BY THE ENGINEER.

CONTRACTOR SHALL COORDINATE WITH OG&E BEFORE REMOVING ANY EXISTING
LIGHT POLES. LIGHT POLES ARE TO BECOME PROPERTY OF OG&E AND ALL
REMOVALS, SALVAGE, AND STORAGE SHALL BE APPROVED BY OG&E.

20 EA. DECORATIVE POLES AND MAST ARMS SHALL BE PHILIPS POLE
RS856V-26—-BK WITH CJL5.5-1-BK ARM, OR APPROVED EQUAL.

COST OF POLE ASSEMBLY SHALL INCLUDE DECORATIVE BASE. CONTRACTOR
SHALL SUBMIT MANUFACTURER'S SPECIFICATIONS FOR POLE AND BASE FOR
APPROVAL PRIOR TO INSTALLATION. COST OF NO. 4 ELECTRICAL CONDUCTOR
TO BE PLACED WITHIN THE EXTENTS OF THE POLE ASSEMBLY WILL BE
INCLUDED WITH THIS ITEM.

66 EA. DECORATIVE POLES AND TWIN MAST ARMS SHALL BE PHILIPS POLE
USSB0O50D-23-BK WITH DVE-2-BK ARMS, OR APPROVED EQUAL.

COST OF POLE ASSEMBLY SHALL INCLUDE DECORATIVE BASE. CONTRACTOR
SHALL SUBMIT MANUFACTURER'S SPECIFICATIONS FOR POLE AND BASE FOR
APPROVAL PRIOR TO INSTALLATION. COST OF NO. 4 ELECTRICAL CONDUCTOR
TO BE PLACED WITHIN THE EXTENTS OF THE POLE ASSEMBLY WILL BE
INCLUDED WITH THIS ITEM.

39 EA. DECORATIVE POLES AND TWIN MAST ARMS SHALL BE PHILIPS POLE
RS856V-26-BK WITH CJL5.5-2-BK ARMS, OR APPROVED EQUAL.

COST OF POLE ASSEMBLY SHALL INCLUDE DECORATIVE BASE. CONTRACTOR
SHALL SUBMIT MANUFACTURER'S SPECIFICATIONS FOR POLE AND BASE FOR
APPROVAL PRIOR TO INSTALLATION. COST OF NO. 4 ELECTRICAL CONDUCTOR
TO BE PLACED WITHIN THE EXTENTS OF THE POLE ASSEMBLY WILL BE
INCLUDED WITH THIS ITEM.

132 EA. ROADWAY LUMINAIRE SHALL BE PHILIPS LUMEC RQADFOCUS MEDIUM
LED COBRA HEAD, OR APPROVED EQUAL. LED=PHILIPS LUMILEDS LUXEON T,
CRI=70 MIN. 75 TYPICAL, CCT=4000K NOMINAL, 480V,
MODEL=RFM-108W4BLED4K-T—R2M-HVU-DMG-RCD-PH9-SP2-BK.

98 EA. ROADWAY LUMINAIRE SHALL BE PHILIPS LUMEC RENAISSANCE SERIES
RN30 LED, OR APPROVED EQUAL. LED=PHILIPS LUMILEDS LUXEON R, CRI=70,
CCT=4000K NOMINAL, 480V,
MODEL=RN30~-135W8B0LED4K~R~GL-LE2R-480-SMB-BK.

ELECTRIC SERVICE CONNECTION SHALL INCLUDE ALL LABOR, EQUIPMENT,
MATERIALS, AND TOOLS NEEDED TO INSTALL BREAKERS, BOXES, WIRING,
CONNECTORS, GROUNDING, AND ANY OTHER NECESSARY APPURTENANCES TO
PROVIDE POWER FOR FULL FUNCTION LIGHTING OPERATIONS. ALL WIRING
INSIDE POLE IS CONSIDERED INCIDENTAL AND SHALL BE INCLUDED IN COST OF
OTHER ITEMS.

CONTRACTOR SHALL PROVIDE OG&E WITH FULL STREET ADDRESSES FOR ALL
SERVICE LOCATIONS.

NO. 4 ELECTRICAL CONDUCTOR FUSED "Y' CONNECTORS SHALL BE APPROVED
By THE ENGINEER AND INSTALLED AT EACH POLE BASE OR BRANCH CIRCUIT
AS REQUIRED. THE COST OF THESE CONNECTORS SHALL BE INCLUDED IN
THE PRICE BID FOR THE INSULATED CABLES. THE 'HOT' CONDUCTOR SHALL
BE BLACK AND 'NEUTRAL' CONDUCTOR SHALL BE WHITE. COST FOR
GROUNDING WIRE IS CONSIDERED INCIDENTAL AND SHALL BE INCLUDED IN
COST OF OTHER ITEMS.

ESTABLISHMENT AND RE-ESTABLISHMENT OF HORIZONTAL AND VERTICAL
CONTROL, INCLUDING THE SETTING AND RE-SETTING OF BENCHMARKS AND
THE STAKING AND RE-STAKING OF RIGHT—-OF-WAY WILL BE INCLUDED IN THE
PRICE BID FOR STAKING.

SUITE 315

PHONE: (405) 384-5127

LEE ENCGINEERINC

1000 WEST WILSHIRE BLVD.

OKLAHOMA CITY, OK 73116

MAIN STREET (SH-66)
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GENERAL CONSTRUCTION NOTES

SPECIFICATIONS SHALL COMPLY WITH THE REQUIREMENTS OF THE 2009 OKLAHOMA
STANDARD SPECIFICATIONS FOR HIGHWAY CONSTRUCTION, ENGLISH, AS APPROVED BY THE
U.S. DEPARTMENT OF TRANSPORTATION, FEDERAL HIGHWAY ADMINISTRATION, JANUARY 4,
2010, EXCEPT AS MODIFIED BY THE PLANS AND SPECIAL PROVISIONS.

THE CONTRACTOR SHALL SUBMIT A SEQUENCE OF CONSTRUCTION OPERATIONS TO THE
CITY FOR APPROVAL BEFORE OPERATIONS BEGIN.

THE CONTRACTOR SHALL NOTIFY THE CITY OF YUKON AT LEAST FOURTEEN (14) DAYS
PRIOR TO STARTING WORK.

THE CONTRACTOR SHALL BE RESPONSIBLE FOR ANY DAMAGE HE MAY INFLICT TO THE
EXISTING UNDERGROUND UTILITIES WITHIN THE PROJECT AREA AS A RESULT OF HIS
DIGGING, TRENCHING, BORING, ETC.... PRIOR TO DIGGING NEAR THE UTILITIES, THE
CONTRACTOR SHALL CALL FOR A LIST OF ALL UNDERGROUND FACILITIES REGISTERED IN
THE AREA OF CONSTRUCTION LISTED WITH THE FOLLOWING AGENCIES:

THE "OKIE™ NOTIFICATION CENTER
THE LOCAL COUNTY CLERK'S OFFICE
THE CITY OF YUKON
OTHER UTILITIES TO CONTACT:
COX COMMUNICATIONS
OKLAHOMA NATURAL GAS
OG&E
AT&T

THE CONTRACTOR SHALL CONTACT OG&E 48 HOURS PRIOR TO BEGINNING ANY
CONSTRUCTION ACTIVITY FOR THE INSTALLATION ELECTRICAL SERVICE.

THE STRUCTURAL DESIGN OF ALL POLES, MAST ARMS, HIGH—MAST POLES, AND OTHER
SUPPORTS FOR SIGNS, LUMINAIRES, AND SIGNALS AS WELL AS THEIR CONNECTIONS
SHALL BE IN ACCORDANCE WITH THE LATEST EDITION OF THE AASHTO STANDARD
SPECIFICATIONS FOR STRUCTURAL SUPPORTS FOR HIGHWAY SIGNS, LUMINAIRES, AND TRAFFIC
SIGNALS. THE MANUFACTURER SHALL ENSURE THE FOLLOWING ARE APPLIED TO THE
DESIGN:

THE MINIMUM DESIGN WIND SPEED AND DESIGN LIFE AS REQUIRED IN THE AASHTO
SPECIFICATIONS; THE CALCULATED STRESSES AND FORCES FROM THE DESIGN LOADINGS
DO NOT EXCEED THOSE REQUIRED IN THE AASHTO SPECIFICATIONS;

A CATEGORY | FATIGUE IMPORTANCE FACTOR (Ir) FOR ALL STRUCTURES; NO VIBRATORY
MITIGATION SHALL BE ALLOWED.

ALL MEMBERS ARE AT LEAST THE MINIMUM THICKNESS AS REQUIRED IN THE AASHTO
SPECIFICATIONS;

LUMINAIRE MAST ARMS SHALL BE DESIGNED TO SUPPORT AT LEAST A 50 LB. (22.7 KG)
LUMINAIRE WITH AN EFFECTIVE PROJECTED AREA OF 2.5 FT? (0.23 M?);

THE ANCHOR BOLT DESIGN AND AMOUNT OF ANCHOR BOLTS TO BE USED SHALL BE AS
REQUIRED IN THE AASHTO SPECIFICATIONS.

UNLESS SITE SPECIFIC GEOTECHNICAL DATA IS AVAILABLE, FOUNDATIONS SHALL BE
DESIGNED UTILIZING THESE PARAMETERS; SHEAR STRENGTH OF COHESIVE SOIL (C) OF
500 PSF, ANGLE OF INTERNAL FRICTION (¢) OF 22 DEGREES, AND EFFECTIVE UNIT
WEIGHT OF SOIL (F) OF 120 PCF.

MINIMUM HAND HOLE SIZE OF 3 INCH WIDTH BY 5 INCH HEIGHT.

REMOVED MATERIAL TO BECOME PROPERTY OF CONTRACTOR AND IT SHALL BE
DISPOSED OF IN A MANNER APPROVED BY THE ENGINEER, UNLESS OTHERWISE
SPECIFIED.

ANY DAMAGE CAUSED BY THE CONTRACTOR TO ANY STRUCTURES, ROADWAY
SURFACES, STRIPING, RAISED PAVEMENT MARKERS, GUARDRAIL, SLOPES, AND SIGNS
SHALL BE REPAIRED AT CONTRACTOR'S EXPENSE TO THE SATISFACTION OF THE
ENGINEER.

SYMBOLS AND LEGENDS ARE DIAGRAMMATIC ONLY AND LOCATIONS SHALL BE
ADJUSTED FOR EXISTING FIELD CONDITIONS, BUT NO MAJOR ALTERATIONS OR
RELOCATIONS WILL BE MADE WITHOUT FIRST CONSULTING WITH THE ENGINEER.

THIS PROJECT SHALL BE CONSTRUCTED WITHOUT CLOSING THE EXISTING ROAD TO LOCAL
AND THROUGH TRAFFIC. SEE 0.D.0.T. STANDARDS AND DETAIL DRAWINGS FOR
MAINTENANCE OF LOCAL AND THROUGH TRAFFIC.

ALL BROKEN CONCRETE, WASTE MATERIAL, AND DEBRIS SHALL BECOME THE PROPERTY
OF THE CONTRACTOR, AND SHALL BE REMOVED FROM THE LIMITS OF THE PROJECT AND
DISPOSED OF IN AN AREA APPROVED OF BY THE ENGINEER. NO PAYMENT WILL BE MADE
FOR THE DISPOSAL OF THIS MATERIAL.

ALL MATERIALS, EQUIPMENT AND LABOR NECESSARY TO MAKE THE ELECTRICAL
CONNECTIONS TO THE EXISTING ELECTRICAL SERVICE METERS WILL BE

PAID FOR AT THE UNIT PRICE BID FOR THE REQUIRED MATERIALS USED TO MAKE THE
COMPLETED CONNECTIONS.

THE CONTRACTOR SHALL CONTACT THE ENGINEER FOR QUESTIONS CONCERNING
COMPLIANCE AND INTERPRETATIONS TO THE A.A.S.H.T.O. "STANDARD SPECIFICATIONS FOR
STRUCTURAL SUPPORTS FOR HIGHWAY SIGNS, LUMINAIRES AND TRAFFIC SIGNALS".

THE CONTRACTOR SHALL COOPERATE WITH THE ENGINEER, THE CITY AND THE LOCAL
UTILITY CO. TO KEEP THE EXISTING LIGHTING SYSTEM IN SERVICE AS MUCH AS POSSIBLE
WHILE DOING THE WORK SPECIFIED BY THIS CONTRACT. IF TEMPORARY CONNECTIONS
ARE FEASIBLE AND JUSTIFIABLE, THE ENGINEER MAY REQUIRE THAT THE CONTRACTOR
PROVIDE THESE TEMPORARY POWER CONNECTIONS. TEMPORARY CONNECTIONS WILL BE
PAID FOR AT THE UNIT BID FOR THE MATERIALS USED.

GENERAL CONSTRUCTION NOTES CONT.

THE ANCHOR BOLTS SIZE AND CONFIGURATION SHALL BE VERIFIED BY THE
CONTRACTOR SO THAT THE NEW LIGHT POLES BASE PLATES WILL BE BUILT TO FIT
ANY EXISTING POLE FOOTING. IN THE EVENT ANY EXISTING POLE FOOTING
REQUIRES MODIFICATION TO ACCOMMODATE THE NEW LIGHT POLE OR IF ANY LIGHT
POLE BASE PLATE REQUIRES MODIFICATION, THE CONTRACTOR SHALL SUBMIT
DRAWINGS OF THE MODIFICATIONS TO THE ENGINEER FOR APPROVAL BEFORE
PERFORMING THE MODIFICATIONS. ALL COST FOR THE MODIFICATIONS SHALL BE
INCLUDED IN OTHER ITEMS OF WORK.

THE CONTRACTOR SHALL PROVIDE THE ENGINEER WITH A BOLT CIRCLE
TEMPLATE(S). THE TEMPLATE(S) SHALL BE 1/4" THICK STEEL PLATE(S), AND BE
PERMANENTLY LABELED WITH THE CONTRACTOR'S COMPANY NAME, BOLT CIRCLE
DIAMETER AND THE ANCHOR BOLT DIAMETER. THE COST OF THE TEMPLATE(S)
SHALL BE PAID FOR IN OTHER ITEMS OF WORK.

PRIOR TO CONSTRUCTION OF FOOTINGS THE CONTRACTOR SHALL VISUALLY INSPECT
THE PLAN LOCATION OF ALL CONVENTIONAL LIGHT POLES FOR PROPER OVERHEAD
WIRE CLEARANCE. THESE CLEARANCES SHALL BE IN ACCORDANCE TO THE FEDERAL
OCCUPATIONAL SAFETY AND HEALTH ADMINISTRATION (OSHA) SECTION 1910. THERE
SHALL BE A MINIMUM RADII OF 10 FOOT CLEARANCE OF ANY OVERHEAD LINES
FROM THE CLOSEST POINT ON THE LIGHT POLE. ANY NEW FOOTINGS PUT IN
CLOSER THAN THIS 10 FOOT MINIMUM SHALL BE RELOCATED AT THE EXPENSE OF
THE CONTRACTOR, INCLUDING REMOVAL OF THE FOOTING AND ALL MATERIALS TO
CONSTRUCT THE NEW FOOTING.

1000 WEST WILSHIRE BLVD.
SUITE 315

OKLAHOMA CITY, OK 73116
PHONE: (405) 384-5127

LEE ENCINEEXINC

MAIN STREET (SH-66) CITY OF YUKON
CANADIAN COUNTY

NOTES SHEET

Sheet No. 3 OF_25




LIGHT POLE SCHEDULE (CONTINUED)

LOCATION POLE TYPE FOOTING LUMINAIRE
30'MHTWIN | 30 MHTWIN | 30 MH
COBRAHEAD. | TEARDROP SINGLE | STRUCTURAL | REINFORCING | RFM-108W | RN30-135W
LIGHT POLE | o et no. 4 ' ; " | TEARDROP, | CONCRETE STEEL | COBRAHEAD | TEARDROP
NO. STATION | OFFSET | SIDE | ©6'ARMS | S55°ARMS | "5oiapy
806(E) 806(E) 806(E) 804(A) 804(B) 809(A) 809(A)
EA EA EA cY LB EA EA
90 11 157+29 40.0" LT 1 0.58 33.4 1
91 11 158+04 41.0' RT 1 0.58 33.4 1
92 11 158+79 40.0" LT 1 0.58 33.4 1
93 11 165+54 41.5" RT 1 0.58 33.4 1
94 11 160+29 39.3' LT 1 0.58 33.4 1
95 11 161+04 41.5' RT 1 0.58 33.4 1
96 11 161+88 39.5' LT 1 0.58 33.4 1
97 11 162+35 42.6' RT 1 0.58 33.4 1
98 11 163+52 38.3' LT 1 0.58 33.4 1
99 11 164+47 53.2' RT 1 0.58 33.4 1
100 11 165+16 424" LT 1 0.58 33.4 1
101 11 165+99 58.5' RT 1 0.58 33.4 1
102 12 166+66 41.5' LT 1 0.58 33.4 1
103 12 167+84 59.0' RT 1 0.58 33.4 1
104 12 168+45 26.9' LT 1 0.58 33.4 1
105 12 168+95 72.1 RT 1 0.58 33.4 1
106 12 171+18 30.7" RT 1 0.58 33.4 2
107 12 172472 24.9' RT 1 0.58 33.4 2
108 12 174+31 14.3' RT 1 0.58 33.4 2
109 12 175+90 2.3' RT 1 0.58 33.4 2
110 12 176+79 0.0’ - 1 0.58 33.4 2
111 12 178+93 0.5' LT 1 0.58 33.4 2
112 12 181+07 0.6' LT 1 0.58 33.4 2
113 12 182+41 2.5' RT 1 0.58 33.4 2
114 12 184+29 3.2' RT 1 0.58 33.4 2
115 12 186+17 3.4 RT 1 0.58 33.4 2
116 12 188+06 4.1 RT 1 0.58 33.4 2
117 12 188+90 4.4 RT 1 0.58 33.4 2
118 12 191+05 4.5' RT 1 0.58 33.4 2
119 13 193+21 4.6 RT 1 0.58 33.4 2
120 13 195+36 4.7 RT 1 0.58 33.4 2
121 13 196+45 4.6' RT 1 0.58 33.4 2
122 13 198+29 4.1' RT 1 0.58 33.4 2
123 13 200+13 3.3 RT 1 0.58 33.4 2
124 13 201+97 3.3' RT 1 0.58 33.4 2
125 13 203+81 2.9' RT 1 0.58 33.4 2
126 13 205+65 2.6' RT 1 0.58 33.4 2
127 13 206+88 3.4' RT 1 0.58 33.4 2
128 13 209+04 2.2' RT 1 0.58 33.4 2
129 13 211+20 0.9' RT 1 0.58 33.4 2
130 13 213+36 0.9' RT 1 0.58 33.4 2
131 13 214+51 4.1' RT 1 0.58 33.4 2
132 13 216+54 2.8 LT 1 0.58 33.4 2
133 14 218+57 0.8' RT 1 0.58 33.4 2
134 14 220+60 0.9' LT 1 0.58 33.4 2
135 14 222+63 4.7 LT 1 0.58 33.4 2
136 14 224+15 3.2' RT 1 0.58 33.4 2
137 14 226+46 3.0 LT 1 0.58 33.4 2
138 14 228+74 4.8 LT 1 0.58 33.4 2
139 14 229+73 0.0' - 1 0.58 33.4 2
140 14 231+97 3.2' LT 1 0.58 33.4 2
141 14 234+22 3.5' LT 1 0.58 33.4 2
142 14 236+47 2.4' LT 1 0.58 33.4 2
143 14 238+72 2.4' LT 1 0.58 33.4 2
144 14 239+81 1.8' LT 1 0.58 33.4 2
145 14 241+91 1.5' LT 1 0.58 33.4 2
146 15 244+01 11" LT 1 0.58 33.4 2
147 15 246+11 1.8 LT 1 0.58 33.4 2
148 15 248+21 1.8 LT 1 0.58 33.4 2
149 15 249+17 0.4' LT 1 0.58 33.4 2
150 15 251+47 0.3' LT 1 0.58 33.4 2
SUBTOTALS] 15] 30] 16] 35.38] 2,037.40] 30] 76
TOTALS] 66] 39] 20] 72.50] 4,175.0] 132] 98

LIGHT POLE SCHEDULE
LOCATION POLE TYPE FOOTING LUMINAIRE
30'MHTWIN | 30 MHTWIN | 3O MH
SINGLE | STRUCTURAL | REINFORCING | RFM-108W | RN30-135W
LIGHT POLE | ¢t o, COBRAHEAD, | TEARDROP, | epanrop, | CONCRETE STEEL | COBRAHEAD | TEARDROP
NO. STATION | OFFSET | SIDE | O6'ARMS | 557ARMS | 5oiapw
806(E) 806(E) 806(E) 804(A) 804(B) 809(A) 809(A)
EA EA EA oY LB EA EA
1 6 13+54 0.0 B 1 0.58 33.4 2
2 6 15+69 0.0 B 1 0.58 33.4 2
3 6 17+84 0.0 B 1 0.58 33.4 2
4 6 19+99 0.0 - 1 0.58 33.4 2
5 6 22+09 0.0 B 1 0.58 33.4 2
6 6 24+29 0.0 - 1 0.58 33.4 2
7 6 26+44 0.0 B 1 0.58 33.4 2
8 6 28+34 0.0 - 1 0.58 33.4 2
9 6 30+24 0.0 - 1 0.58 33.4 2
10 6 31+54 0.0 B 1 0.58 33.4 2
11 6 33+79 0.0 B 1 0.58 33.4 2
12 7 36+04 0.0 B 1 0.58 33.4 2
13 7 38+29 0.0 - 1 0.58 33.4 2
14 7 40+54 0.0 B 1 0.58 33.4 2
15 7 42+79 0.0 - 1 0.58 33.4 2
16 7 45+04 0.0 B 1 0.58 33.4 2
17 7 47+29 0.0 B 1 0.58 33.4 2
18 7 48+57 0.0 B 1 0.58 33.4 2
19 7 50+65 0.0 B 1 0.58 33.4 2
20 7 52+73 0.0 - 1 0.58 33.4 2
21 7 54+81 0.0 B 1 0.58 33.4 2
22 7 56+89 0.0 - 1 0.58 33.4 2
23 7 58+97 0.0 B 1 0.58 33.4 2
24 7 61+05 0.0 - 1 0.58 33.4 2
25 8 63+13 0.0 - 1 0.58 33.4 2
26 3 65+21 0.0 B 1 0.58 33.4 2
27 8 66+39 0.0 B 1 0.58 33.4 2
28 3 68+57 0.0 B 1 0.58 33.4 2
29 8 70+75 0.0 - 1 0.58 33.4 2
30 8 72+93 0.0 B 1 0.58 33.4 2
31 8 75+11 0.0 - 1 0.58 33.4 2
32 8 77+29 0.0 B 1 0.58 33.4 2
33 3 79+51 0.0 B 1 0.58 33.4 2
34 8 80+48 1.0’ RT 1 0.58 33.4 2
35 3 82+72 0.6 RT 1 0.58 33.4 2
36 8 84+96 0.0 - 1 0.58 33.4 2
37 8 87+20 0.0 B 1 0.58 33.4 2
38 9 89+44 0.0 - 1 0.58 33.4 2
39 9 91+70 0.0 B 1 0.58 33.4 2
40 9 92+67 1.9 RT 1 0.58 33.4 2
41 9 94+69 1.8 RT 1 0.58 33.4 2
2 9 96+70 0.0 B 1 0.58 33.4 2
43 9 98+72 0.0 - 1 0.58 33.4 2
44 9 100+73 0.0 B 1 0.58 33.4 2
45 9 101+63 0.0 - 1 0.58 33.4 2
46 9 103+93 0.0 - 1 0.58 33.4 2
47 9 106+23 0.0 B 1 0.58 33.4 2
48 9 108+53 0.0 - 1 0.58 33.4 2
49 9 110+83 0.0 B 1 0.58 33.4 2
50 9 113+13 0.1 RT 1 0.58 33.4 2
51 10 115+42 0.6 T 1 0.58 33.4 2
52 10 118+17 40.7 T 1 0.58 33.4 1
53 10 119+48 403 RT 1 0.58 33.4 1
54 10 120+83 41.1" T 1 0.58 33.4 1
55 10 121+45 43.4' RT 1 0.58 33.4 1
56 10 122+69 0.4 T 1 0.58 33.4 2
57 10 124+59 0.1 RT 1 0.58 33.4 2
58 10 126+50 0.7 RT 1 0.58 33.4 2
59 10 127473 0.1" RT 1 0.58 33.4 2
60 10 129+54 0.9 RT 1 0.58 33.4 2
61 10 131+35 0.5 RT 1 0.58 33.4 2
62 10 132+84 L0’ RT 1 0.58 33.4 2
63 10 134+38 1.4 RT 1 0.58 33.4 2
64 10 136+10 1.0’ RT 1 0.58 33.4 2
SUBTOTALS] 51] 9 4] 37.12] 2,137.6] 102] 22
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SUMMARY OF REMOVALS

15' ARM
REMOVAL LIGHT POLE | LIGHT POLE | MOUNTED %%’;SLGE \/L\/If:'iVTVIlI)\IOII_SE
NOVAL | SHEET NO. | W/ 10" ARM | W/ 15' ARM TOPPOOLV[;IER v e
805(A)
EA.

RL 20 1
R2 20 1
R3 20 1
R4 20 1
RS 20 1
R6 20 1
R7 20 1
R8 20 1
R9 20 1
R31 21 1
R32 21 1
R33 21 1
R34 21 1
R35 21 1
R36 21 1
R37 21 1
R38 21 1
R39 2 1
R40 2 1
Ra1 2 1
R42 2 1
R43 2 1
R44 2 1
R45 2 1
R46 2 1
R47 2 1
R48 2 1
R49 2 1
R50 2 1
RS1 2 1
R52 2 1
R53 2 1
R54 2 1
R55 2 1
R56 2 1
R57 2 1
R58 2 1
R59 3 1
R60 23 1
R61 3 1
R62 3 1
R63 3 1
R64 23 1
R65 23 1
R66 23 1
R67 23 1
R68 23 1
R69 3 1
R70 23 1
R71 23 1
R72 24 1
R73 24 1
R74 24 1
R75 24 1
R76 2 1
R77 24 1
R78 24 1
R79 24 1
R80 24 1
R81 24 1
R82 24 1
R83 25 1
R84 25 1
R85 25 1
R86 25 1

TOTALS | 16 [ 11 [ 3 [ 7 28

1000 WEST WILSHIRE BLVD.
SUITE 315

OKLAHOMA CITY, OK 73116
PHONE: (405) 384-5127

LEE ENCINEEXINC

MAIN STREET (SH-66) CITY OF YUKON
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BM 41
APPROX.\ R/W - APPROX. R/W
PULL BOX \— 2 CONDUITS
(TYPE Iy 2" (LIGHTING)
TYP. 2" (EMPTY)
TYP.

o (=] (=
o (=] o
T ¥ *
o wn (=]
-~ - ~N
. _APPROX. R/W APPROX. R/W
SHE—Tu6 5 =T Fig————— & - * QHE : —— — =T = C—r— OHE
2 CONDUITS
PT‘#'-F';;OX 2" (LIGHTING) w
(TYP ) 2" (EMPTY) ]
: TYP.
MAIN ST.
CRL . NB9°48'23"E PUG PUG . PUG
T T
— e -
w w w
5 5 3
s APPROX_R/W_ o APPROX. R/W ’_
w w w
) k3 3
BM #1: "BRASS CAP" IN HEADWALL
g" STA. 26+30, 46.0' RT. ELEV. = 1285.6+
(=] (=] (=]
g JUNCT. BOX g g
« (8"x8"X6") b o
APPROX. R/W
TL%"E © TUG QHE
s - e — e
o
o MAIN ST.
Sl———— === — = — — — =
G PUG
Q T -
<F—————— - - 1
|_
N — —

STA. 23+00.00

STA. 36+00.00

LEGEND

o @ o 30" MH LIGHT POLE W/ TWIN
6' ARMS & RFM-—108W
COBRAHEAD LUMINAIRES

6-© ¢ 30" MH LIGHT POLE W/ TWIN 5.5
ARMS & RN30-135W TEARDROP
LUMINAIRES

o Q© 30" MH LIGHT POLE W/ SINGLE

5.5 ARM & RN30-135W
TEARDROP LUMINAIRE

—PUG— PROPOSED CONDUIT(S)
------------ EXPOSED CONDUIT
[ ] PuLL BOX

Il suncToN BOX

1000 WEST WILSHIRE BLVD.
SUITE 315

OKLAHOMA CITY, OK 73116
PHONE: (405) 384-5127

LEE ENCINEEXINC

MAIN STREET (SH-66) CITY OF YUKON

CANADIAN COUNTY!
LIGHTING PLANS

STA. 10+00.00 TO STA. 36+00.00
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STA. 36+00.00

STA. 49+00.00

480V SERVICE LOCATION #
Station=38+29.72]
Offset=97.88 LT

OrE ]
J

TYP. /

(=] o
o (=]
o F 3
o n o
S <
APPROX. R/W APPROX. R/W
= : S 55 OHTTT—— o Ty e UG m—e +m— TUC uG DHE : gL HE——T
JUNCT. BOX (TYPEI) N )
v TP, 2" (EMPTY)
: . TYP.
_______________________________________ .
MAIN ST.
PUG PUG PUG =BG >
CRL TN8g48 23 E f — t t NBO48'2
(-}
APPROX. R/W APPROX. R/W
o
2]
o
-
-
-3
X
o
/ .
S | =
T T
0n (=]
0 | | o
APPROX. R/W Ly APPROX. R/W
706 (o113 T0G TUGUHE — T0G - OHE = T.UG' T QUE = ﬁ:mc‘— =
2 CONDUITS |
(PTL\J(LPLEBI?X 2" (LIGHTING) l
44 2" (EMPTY) ]\

PUG

APPROX. R/W

APPROX. R/W

STA. 49+00.00

STA. 62+00.00

LEGEND

o @ ¢ 30" MH LIGHT POLE W/ TWIN
6' ARMS & RFM—-108W
COBRAHEAD LUMINAIRES

6-© ¢ 30" MH LIGHT POLE W/ TWIN 5.5
ARMS & RN30-135W TEARDROP
LUMINAIRES

©-© 30" MH LIGHT POLE W/ SINGLE

5.5 ARM & RN30-135W
TEARDROP LUMINAIRE

—PUG — PROPOSED CONDUIT(S)
------------ EXPOSED CONDUIT

PULL BOX

L]
Il suncToN BOX

1000 WEST WILSHIRE BLVD.
SUITE 315

OKLAHOMA CITY, OK 73116
PHONE: (405) 384-5127

LEE ENCINEEXINC

MAIN STREET (SH-66) CITY OF YUKON

CANADIAN COUNTY!
LIGHTING PLANS

STA. 36+00.00 TO STA. 62+00.00
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STA. 62+00.00

STA. 75+00.00

OHET

LEGEND

— — - D o @ o 30° MH LIGHT POLE W/ TWIN
6' ARMS & RFM—108W
\ COBRAHEAD LUMINAIRES

\
l

FRISCO RD.

6-© ¢ 30" MH LIGHT POLE W/ TWIN 5.5
ARMS & RN30-135W TEARDROP
LUMINAIRES

(
2=
AN
N
\
|
/
//
I
70+00

65+00

o Q© 30" MH LIGHT POLE W/ SINGLE
5.5 ARM & RN30-135W
TEARDROP LUMINAIRE

APPROX. R/W
= ORETOG — = TOC T

|
‘ 1
l . . . . ] . .
I s = N TOG
2 CONDUITS 2 CONDUITS
2" (LIGHTING) ?Tli(LFI’-EBI)OX 2" (LIGHTING) l
\-l-/ 2" (EMPTY) Y. Y, 2" (EMPTY) |
TYP. TYP.
j_ MAIN ST.

T G T PUG . ) T ,
‘|> ' T N89'48723°E / ! !

APPROX. R/W

—PUG — PROPOSED CONDUIT(S)

------------ EXPOSED CONDUIT

[ ] PuLL BOX

STA. 75+00.00

Il suncToN BOX

APPROX. R/W

APPROX. R/W

1 CONDUIT
2" (EMPTY)
TYP.

30

80+00

85+00
—
-
-

APPROX. R/W
FIG & - e—oTE— * T —=———THE= TOG =

T —OHE : T —GFE — /.//Tudit— : =6 - E

2 CONDUITS
2" (LIGHTING)

2" (EMPTY)

PULL BOX
(TYPE Iy
TYP.

STA. 88+00.00

» L}
T ss '—"\
-_ — — - = s :;F—Sh:

APPROX R W . —] 1000 WEST WILSHIRE BLVD.

7L SS —— S5 ——ss —— S5 ; SS ——ss —¢— > ’ l s = ORLAHOM
r | OKLAHOMA CITY, OK 73116
| PHONE: (405) 384-5127

LEE ENCINEEXINC

APPROX. R/W

— ST

SS —

MAIN STREET (SH-66) CITY OF YUKON
CANADIAN COUNTY

LIGHTING PLANS

STA. 62+00.00 TO STA. 88+00.00

SS
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STA. 88+00.00

STA. 101+00.00

BM #2: "ROD" ALONG FENCELINE — —
STA. 90+50, 99.6'LT. ELEV. = 1303.9+ N\ l_:l —
AN
380V SERVICE LOCATION 72 — —
Station=90+97.54 [ |
Offset=98.49 LT \ _
/ g g
/ 8 8
~ o -~
/
APPROX. R/W APPROX. R/W
o6 = : DHE —=T = = — §
2 CONDUITS "
JUNCT. BOX 2" (LIGHTING)
vy 2" (EMPTY)
________________ e SN —
MAIN ST.
___________ o . L CRL _ NB9'48'23E | _
CRL < T NB9'48 23 E UG Fpue
e e e — e e e === e e S == =2
n L) L) L} L) L} L) L) L} L} L}
APPROX-—RAW. APPBOX. R/W .
Fs5 -t <5 S —x € 55 + S5 \_‘;.—55‘3-5 SG. o — ccc SC'S SS SS= SST—; = 55— S5 55 SS i e = S5 = A —
_ A
| —
-~
] ~ AN A
/
= ¢ — /*r? !
I S R || N | Tk
l %—_::—‘ G iy K o B ol N o7 |
== _ _ _ _ _ _ _ _ - ___ \ il
| " [ ]
| i
I - A
\
hy
\ | —
AN 8 \ ! g I D
| 8 e
II = I - \ r R
l | APPROX. R/W | | . APPROX. R/W I /
il — . MU . G p—— . — e —:E—'—é#/'#_
| 2 CONDUITS \\ /
| PULL BOX 2" (LIGHTING) (
(TYPE I) 2" (EMPTY)
TYP. TYP. \
_________________________________ N
MAIN ST.
PUG PUG t iy p— __r-gg_j
—— — — S ——_— - —_——_————— — ————— — ——— = — — = — — T = = = = = = ]
X 7 o
L) L) J—
L L) \AL L} L} L} L) L} L} L) L} L} L) L} L} L}
4 ! . - 66— — ¢ ———6c — ¢
\ | APPROX. R/W___ G g————¢———¢ e ¢ ¢ APPROX. R/W
. o o _ . . ! . :
|
b
N
| | e
h
h
l \ 1
|

STA. 101+00.00

STA. 114+00.00

* @ o

0O ¢

LS

—PUG —

LEGEND

30" MH LIGHT POLE W/ TWIN

6' ARMS & RFM-108W
COBRAHEAD LUMINAIRES

30" MH LIGHT POLE W/ TWIN 5.5’
ARMS & RN30-135W TEARDROP
LUMINAIRES

30" MH LIGHT POLE W/ SINGLE

5.5 ARM & RN30-135W
TEARDROP LUMINAIRE

PROPOSED CONDUIT(S)
EXPOSED CONDUIT
PULL BOX

JUNCTION BOX

100

1000 WEST WILSHIRE BLVD.
SUITE 315

OKLAHOMA CITY, OK 73116
PHONE: (405) 384-5127

LEE ENCINEEXINC

MAIN STREET (SH-66)

CITY OF YUKON
CANADIAN COUNTY

LIGHTING PLANS

STA. 88+00.00 TO STA. 114+00.00
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STA. 114+00.00

STA. 127+00.00

"
J [_"I [. / N LEGEND
BHO &— IHO u & H | P IHO D = 3HO = & © © A
I
. — - _|_ B R e B | — —— —_— - v
[] D 1 3 | : / — || [FBOV SERWICE LOCATION 73 = | |7 B | L 29 Agﬂs Lf”FIF;‘jﬁEOB"\j{ TWIN
| = [~ / Station=121+95.65 l,\. | | |
1 CONDUIT N ‘! N - — Offset=91.64 LT A JUNCT. BOX COBRAHEAD LUMINAIRES
1 2" (EMPTY) | = 2 S ln: I | TYP. | g |
z TYP. / x _ o N [ | & | | 6 O ¢ 30' MH LIGHT POLE W/ TWIN 5.5'
< f 2 CONDUITS « K & IS I | N ARMS & RN30-135W TEARDROP
- ° 2" (LIGHTING) - (“(\' l I 2 CONDUITS — | LUMINAIRES
| 2" (EMPTY) N 2'(LIGHTING) -~ N l
APPROX. R/W TYP. (& , 2" (EMPTY) | | ll o © 30" MH LIGHT POLE W/ SINGLE
- g A et i I {\3‘{‘ N 00\\@ | o >, TYP. | | | || | 5.5" ARM & RN30-135W
’ % TEARDROP LUMINAIRE
fTL\J(L;‘EBI())X | ) / CONSTRUCT CURBED , , — — || I
TVP. /’@ I | apprOX. R/W s o bETaL) / a n \ _._\ n(“_ SEY A APPROX. R/W _J | o | —Pue— ProposeD conpur(s)
— [— [3 G G e —
PUG PUG - @ 1 PUG PUG IS S
____________ — v = Y v v v 38 wenneenneee- EXPOSED CONDUIT
MAIN ST. - ’ NS
el _CRL ,N89'48'23"E | . . | ~
p———— T~ — — T < [z T T T - [ ] PuLL BOX
0 <
l_
- ~—— ) —— . B, R (%) Il suncToN BOX
< (- N P\ _|_| - —— —aBPROX R o= e
e — = — — — = L) T A yay7
r = ‘ ’ \ M y / / 1 CONDUIT J\l
| \ /- 2'(LIGHTING) |
APPHOX. R/W ‘ ‘ ' // TYP. [
| , o o N == = = = = l |
| | 1 \
2 CONDUITS .
| 2 (LIGHTING) , | | | ~__ _
2" (EMPTY) ,: | o % | _ _
| TYPR. 1 , B N B ]
| | i | %’ | P . |
- — — —+— S5 — =85 —— 5§ — — 55 —— $5 ~— 55 =Sy =—o="7 =f‘__;__=‘£'55_—__!5_5’_ — S
| . Qj} ol g s?‘ == =T _s_sA ~ss As_s_ S ST ss - s ssA - " — " " l
JJ = , v —&-
= — — L Q-
| R
................. O AR e —me—ee __ LIMITS OF
% : EXCEPTION AREA
A & A & = 1
M v ¥ M 'E T © — ¢ . L (NOT TO BE CONSTRUCTED
e e s — w! [ S==SsFSFEs=——% S — AS PART OF THIS PROJECT)
| — | T Oo === S 21 r K | |
I | o . L | l | d
= ! 2 z T == 1R = |
3 8 ot 5] | | =S
p—— | ° N 2rx | el = )
| ] gt & | e
| | a1 , | 2" (EMPTY)
\ 2 CONDUITS =1 1.5" (POWER)
| l ;(lélh(/l;PHTT\l(NG) PULL BOX o : | | s
N | ( ) (TYPEI) Wy [ 7 L J —
0 APPROX- ‘ . |~ [\ |lAPOXJR/JIVl [ ‘ do
~ i [y I Nl I Nt Bl ! s
w w w w ¥ N y r . " o
,, WA ST, 6 o s z
s ——F — j;gég:"'&ﬂ — 56 } LQE,L—_.N&S 48 23:E A
je— ] * L~ —— —— LN A~ e—— ——— |~ SN — I ________ \_.
@ : g
- _ _ ey T — L (7))
= RO RN [ i = = — - = ] [ 7, S 15 74
T al ' I 7T\ i N 7
[ \ \ |t I | | / 0 0w w
| l [ — ! R I 1CONDUIT o ,
l | \ L | | . L I I 1.5 (POWER) | @ | 2coNDUTS |
l | | = _ CoT G | T5 POWER) |
— 1 5"
A 1 | | | | |1 “ ' l JUNGT. BOX v | 13(39r\ENsE185T WILSHIRE BLVD.
| —1/ | | _ ) | I_ 1 \ . ' | gl TYP. OKLAHOMA CITY, OK 73116
|_, | = - ] 1 | | | / \ I o =11 O | PHONE: (405) 384-5127
B . o o [ Hy—— 1 ]
SETR l P ‘ LJ _ | 3 '_ L (/ || |l I LEE| ENGINEEIING
2 [ l - | = A Q | s L —»4:,:$| | MAIN STREET (SH-66) CITY OF YUKON
| § l\L’ | I| _ | \ - 1 < 1 | == \ 4 L N o J ~ CANADIAN COUNTY!
- oo = _ _ _ — <l . . ===\
A,_ L _ e e A A o — = §5_ ——$#— S5 —— Sl:js ——SS - SS ——SS_—— < 4—ss —— g B — 8§ ——SS — 88 __——:S_S__‘;__SJS__—: LIGHTING PLANS
© —— & ¢ = © © % o = Rizov s— LOCAT% = 3HO & STA. 114+00.00 TO STA. 140+00.00
D1 Stotion=136+20.08 #
1 Offset=209.14 RT
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STA. 140+00.00

STA. 153+00.00

EXCEPTION AREA

__________________________________________________________________________________________________________________________ e LEGEND
e e e ss—-———:ss¢ ST — s — — — | — — — — — B —— M M VCE TOCATION 7
e STS__r_;ssTT._ =S =St e S =S = =S = S ml = S ey Sttsmmson0o 1 L | o @ o 30 MH LIGHT POLE W/ TWIN
| ( —_———— [ |1 | ™ Ts | 6' ARMS & RFM—108W
b \ D | S N s ! l 8 l c COBRAHEAD LUMINAIRES
, 51| | 2 S | 2 I
P | Il = | < ||| RS | © | > — o © ¢ 30 MH LIGHT POLE W/ TWIN 5.5'
F g 2 ll\ - ps ve |3 | | | l| m""El = ﬂ}m&s& E§N3O—135W TEARDROP
[ \ 3 CONDUITS |
’l | R \ 2" (LIGHTING) | | l l o @® 30" MH LIGHT POLE W/ SINGLE
| — 2 (EMPTY) | | / | 1 CONDUIT l 5.5 ARM & RN30-135W
| | | PULL BOX 1.5" (POWER) I/ | 1.5" (POWER) l| @ TEARDROP LUMINAIRE
(TYPEI) TYP. U
| E VP, l TYP.
. APPRDX. H/W . —Puc— PROPOSED CONDUIT(S)
e il e
DA 2 N N A S - U Ny | I N o e FTT/aWES  B N S7 /o N S s I — S (IS EXPOSED CONDUIT

PULL BOX

STA. 153+00.00

L]
Il suncToN BOX

PPROX.

. / .
\— 2 CONDUITS | |

2" (LIGHTING) | |
1.5" (POWER)

CONSTRUCT CURBED
ISLAND NO. 2
(SEE GEOMETRIC DETAIL)

w

— — L—

e —se — =< e—+—ss =—I =SS == S5 — — X S =—=SS ——SS ——=S5 =4 _ I+——rv' — — — —

b4 >’/vf 4 b d

J{ v\e\*l—__\
\ BM #3: "BRASS CAP" ON STORAGE BIN FOUNDATION
\ EXCEPTION AREA s B0V SERVICE TOCATION 7 STA. 160+60, 215.1'LT. ELEV. = 1298.5¢ —m e LIMITS OF
[omm=mNsmSsmssssssees \e Statlon=162+ 18,65 EXCEPTION AREA
\ __________ —————————— - (NOT TO BE CONSTRUCTED
‘ r AS PART OF THIS PROJECT)
N I < R s R
- _l é -
3 CONDUITS =

2" (LIGHTING)

2" (EMPTY) 2 CONDUITS
1.5" (POWER) 2" (LIGHTING)
TYP. 2" (EMPTY)

PULL BOX |

1 CONDUIT (TYPE I TYP. | /
N zEwery P I F———— = -
bPROX. Ry/W e — e — g aHo —
ey <» = e .
: — S
— S
= v Te " w, i w w @ o
(86)—" MAIN ST, Ak I~ 3 - ; : : : z
CRL ' N89'48'23"E ! o e
mss — @ g o _ T @ @ N @ <
Bk, U LT B _ o iy :
\ @ _— S e b r _— ® — z Z o
. . . .o y T . c—— = — — N \ - — — = = © ‘ ‘ k=
0 APPR}X. e \ \ I apPROX. R/W ! | Comsmeuct cunsep /
D ‘ o5} l L J [ ISLAND NO. 4 !
2 CONDUITS | N RS . | | (sEE GEOMETRIC DETAIL) 0 5 1g0
2" (LIGHTING) _ __ ?\} @ | 1 CONDUIT | »/5 ) =
1.5" (POWER) j > N | ¢ | /
TYP. ) \consmucr. : | o\ ) 1000 WEST WILSHIRE BLVD.
I X - | Q\ Q / w
(SEE GEOMETRIC DETAIL) 3] QA l o SUITE 315
| \39?\’ | 4 N | Vs 0\\(" Jp—— “ OKLAHOMA CITY, OK 73116
S & - / PHONE: (405) 384-5127
I | S | [T~ =77 ., LEE| ENGINEERING
| S G _ - &
, S ° | | -7 - /’ / MAIN STREET (SH-66) CITY OF YUKON
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g'.:'-‘

STA. 166+00.0

STA. 179+00.00

2 CONDUITS \ \

1'54'35"

2" (LIGHTING)
2" (EMPTY)

__5\-—-—-nTYP.

PIEDMONT RD.
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2" (LIGHTING) \
TYP. \

B
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TYP.
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- T e ——+
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o —

® P
A

S I
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| —
- T/ | ’T i \ N
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I | | (
L | i S — | \ —_ \
Ly T ] T 0 _ I
y 7 l\ , | NP N \ \l | |
| —————— 1 | | - — — 1
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| s ’ B
| e 12 ] l I [
| o S | ] lll | 2 CONDUITS [ ]
o 1 CONDUIT o 2 (LIGHTING
S [~ 2CONDUITS ||§ | ,l = 2" (LIGHTING) — % 2"EEMPTY) i -
/ &/ 2rUGHTING) RS | l.l S r | [ 0 P
| ®/ 2 EMPTY) I'$ | gL/ ™ — o <
H < OHE
O e e A == — —r—‘“———'“Lw P —
. = E = =

f—_—
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