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Process Operations Information
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Yukon Wastewater Treatment Plant

MONTHLY MONITORING REPORT-PERMIT #0K0028584

AIR TEMP CLOUD INF SCREENING INF SETTLED
DEGREE RAINFALL CONDITION FLOW REMOVED WATER SOLIDS
DAY Date AF  INCHES S.CU MGD Cu.Ft. TEMPC MLUL
Mon 06/01/09 70 0.00 1 3.042 40 22.0 3
Tue 06/02/09 68 0.10 3 3.042 40 22.0 4
Wed 06/03/09 61 0.20 3 2.955 40 21.0 4
Thu 06/04/09 58 0.00 1 2.883 45 21.0 0
Fri  06/05/09 61 0.00 1 2.974 50 22.0 9
Sat  06/06/09 70 0.00 3 2.929 75 23.0 8
Sun  06/07/09 70 0.10 1 3.097 45 23.0 7
Mon 06/08/09 74 0.00 3 2.895 40 23.0 6
Tue 06/09/09 73 0.00 2 2.948 50 230 4
Wed 06/10/09 72 0.00 2 3.086 45 23.0 3
Thu 06/11/09 67 0.40 2 2.974 40 23.0 6
Fri  06/12/09 67 0.00 2 2.933 45 22.0 2
Sat  06/13/09 73 0.00 2 3.022 40 23.0 3
Sun  06/14/09 72 0.00 1 2.980 45 23.0 4
Mon 06/15/09 68 0.30 3 3.192 45 24.0 5
Tue 06/16/09 78 0.00 1 3.096 45 24.0 3
Wed 06/17/09 75 0.00 1 3.025 45 24.0 8
Thu 06/18/09 82 0.00 1 2.941 45 22.0 6
Fri  06/19/09 80 0.00 1 2.960 50 240 8
Sat  06/20/09 79 0.00 1 2.850 35 23.0 7
Sun  06/21/09 83 0.00 1 2.798 40 23.0 3
Mon 06/22/09 75 0.00 1 2.891 45 23.0 10
Tue 06/23/09 80 0.00 1 2.792 50 23.0 8
Wed 06/24/09 74 0.00 1 2.714 45 25.0 10
Thu 06/25/09 80 0.00 1 2.606 40 23.0 4
Fri  06/26/09 79 0.00 1 2.641 50 24.0 7
Sat  06/27/09 79 0.00 1 2.934 35 24.0 6
Sun  06/28/09 73 0.50 3 2,651 40 23.0 8
Mon 06/29/09 75 0.00 1 2.495 45 23.0 3
Tue 06/30/09 69 0.00 2 2.527 50 24.0 3
Wed 07/01/09 70 0.00 1 2.561 50 23.0 6
Minimum 58 0.00 2.495 35 21.0
Maximum 83 0.50 3.192 75 25.0
Total 1.60 89.434 1,395
Average 73 0.05 2.885 45 23.0 5
LEGEND
@ = NON REPORTABLE DID NOT MEET DEPLETION RULES
* = NO TEST RESULTS of my knowledge.
| = AIR BUBBLES

Reporting Period For June 2009

& = DID NOT MEET GGA ACCURACY

INF
pH-1
SU

7.43
7.43
7.38
7.43
7.34
7.40
7.38
7.36
7.54
7.58
7.13
7.42
7.40
7.40
7.66
7.75
7.55
7.45
7.49
7.57
7.44
7.28
7.31
7.48
7.32
7.52
7.16
7.44
7.33
7.35
7.48

7413
7.75

INF
pH-2
S.u

7.44
7.44
7.39
7.44
7.35
7.41
7.39
7.37
7.55
7.59
7.14
7.43
7.41
7.41
7.67
7.76
7.56
7.46
7.50
7.58
7.45
7.29
7.32
7.49
7.33
7.53
A7
7.45
7.34
7.36
7.49

7.14
7.76

INF
TSS
MG/L
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INF
BOD
MG/L

116.0

162.0

116.0
162.0
278.0
139.0

| hereby certify the above to be correct to the best

Signed Matthew Maly )

Title Utility Maint Manager

164.0

184.0

164.0

184.0
348.0
174.0



Day

Mon
Tue
Wed
Thu
Fri
Sat
Sun
Mon
Tue
Wed
Thu
Fri
Sat
Sun
Mon
Tue
Wed
Thu
Fri
Sat
Sun
Mon
Tue
Wed
Thu
Fri
Sat
Sun
Mon
Tue
Wed

Date )

06/01/09
06/02/09
06/03/09
06/04/09
06/05/09
06/06/09
06/07/09
06/08/09
06/09/09
06/10/09
06/11/09
06/12/09
06/13/09
06/14/09
06/15/09
06/16/09
06/17/09
06/18/09
06/19/09
06/20/09
06/21/09
06/22/09
06/23/09
06/24/09
06/25/09
06/26/09
06/27/09
06/28/09
06/29/09
06/30/09
07/01/09

LEGEND

EFF
FLOW
MGD

3.042
3.042
2.955
2.883
2974
2.929
3.097
2.895
2.948
3.086
2.974
2.933
3.022
2.980
3.192
3.096
3.025
2941
2.960
2.850
2.798
2.891
2.792
2.714
2606
2.641
2934
2.651
2.495
2527
2.561

3.192
89.434
2.885

Yukon Wastewater Treatment Plant

MONTHLY MONITORING REPORT-PERMIT #0K0028584

EFF SETTLED EFF EFF
WATER SOLIDS pH-1 pH-1

2.495

TEMPC MUL
21.0 0.1
21.0 0.2
20.0 0.2
21.0 0.1
23.0 0.8
23.0 1.0
23.0 1.0
23.0 1.0
23.0 0.2
23.0 0.1
22.0 1.0
21.0 0.3
220 0.4
22.0 0.2
22.0 0.1
24.0 0.1
23.0 0.1
22.0 0.1
23.0 0.1
23.0 0.3
23.0 0.1
24.0 0.1
24.0 0.1
24.0 0.1
25.0 0.1
23.0 0.1
23.0 0.1
22.0 0.1
23.0 0.1
24.0 0.1
23.0 0.1
200 01
25.0 1.0
227

Reporting Period For June 2009
EFF EFF EFF EFF
CHLORIDES TSS BOD

SuU. su. mg/l  MGL MGL MGL
7.22 7.23 66 46
7.28 7.29 66 2.0 20 24
7.14 7.15 76 3.8
7.16 A7 66 3.7
7.46 7.47 54 3.9
7.50 7.51 52 42
7.55 7.56 56 3.8
7.58 7.59 54 34
7.34 7.35 66 33
7.33 7.34 64 38
7.26 7.27 70 4.0
7.36 7.37 68 3.8
7.33 7.34 64 4.0
715 7.16 74 3.8
7.33 7.34 54 4.5
7.49 7.50 62 42
7.37 7.38 60 4.0
7.1 712 66 35
7.24 7.25 60 4.4
7.30 7.31 68 4.0
7.14 7.15 64 4.2
7.13 7.14 60 4.0
7.20 7.21 60 41
7.20 7.21 56 3.0 3.2 4.0
7.02 7.03 66 37
7.27 7.28 56 35
7.25 7.26 74 4.0
7.22 7.23 68 45
7.27 7.28 54 4.6
7.28 7.29 54 4.0
7.24 7.25 52 4.3
7.02 703 52 20 2.0 24
7.58 7.59 76 3.0 3.2 46

62 25 26 39

CL2

FECAL

Page 20

EFF

D.O. RESIDUALCOLIFORM ALK

MG/L CO/100ML MGIL

0.05
0.03
0.06
0.02
0.03
0.06
0.07
0.05
0.07
0.05
0.06
0.07
0.06
0.08
0.04
0.05
0.08
0.05
0.03
0.04
0.02
0.08
0.02
0.07
0.06
0.05
0.06
0.05
0.05
0.05
0.06

0.02

0.08

0.05

@ = NON REPORTABLE DID NOT MEET DEPLETION RULES | hereby certify the above to be correct to the best
* = NO TEST RESULTS
! = AIR BUBBLES

& = DID NOT MEET GGA ACCURACY

of my knowledge.
Signed Matthew Maly
Title Utility Maint Manager

268
256
240
272
240
246
250
246
256
232
232
220
222
250
234
236
238
224
216
214
210
236
230
238
250
224
236
270
220
236
222

210
272

238



f4

Day Date

Mon
Tue
Wed
Thu
Fri
Sat
Sun
Mon
Tue
Wed
Thu
Fri
Sat
Sun
Mon
Tue
Wed
Thu
Fri
Sat
Sun
Mon
Tue
Wed
Thu
Fri
Sat
Sun
Mon
Tue
Wed

06/01/09
06/02/09
06/03/09
06/04/09
06/05/09
06/06/09
06/07/09
06/08/09
06/09/09
06/10/09
06/11/09
06/12/09
06/13/09
06/14/09
06/15/09
06/16/09
06/17/09
06/18/09
06/19/09
06/20/09
06/21/09
06/22/09
06/23/09
06/24/09
06/25/09
06/26/09
06/27/09
06/28/09
06/29/09
06/30/09
07/01/09

Minimum
Maximum
Total
Average

LEGEND

SV
AER
MUG

193
274
247
252
181

195
183
182
214

190
171
176
228
195

218
169
160
234
133

175
169
170

133
274

196

Yukon Wastewater Treatment Plant

MONTHLY MONITORING REPORT-PERMIT #0K0028584

Reporting Period For

June

2009

DIGEST DIGEST EFFLUENTEFFLUENT ALKALINITY pH |.

Ph TEMP COPPER CYANIDE ABOVE BELOW ABOVEBELOW ABOVE BELOW ABOVE

su. *C

UGIL

UG/L

@ = NON REPORTABLE DID NOT MEET DEPLETION RULES

*=NO TEST RESULTS

! = AIR BUBBLES
& = DID NOT MEET GGA ACCURACY

MGL  MGL | SU.

232 226
232 226
232 226
232 226

| hereby certify the above to be correct to the best

of my knowledge.

Signed  Matthew Maly

7.99

7.99
7.99

Page 3 of 4

CHLORIDES | FECAL COLIFORM

BELOW

SU. | MGL  MG/L |CO/100ML CO/100ML |

8.16

8.16
8.16

Title Utility Maint Manager

178

178
178

178

164

164

164



Yukon Wastewater Treatment Plant

MONTHLY MONITORING REPORT-PERMIT #0K0028584
Reporting Period For June 2009

DO-ABOVEDO-BELOW TEMP-A TEMP-B  Selenium

188 189 190 191
Day Date MG/L MG/L c C UGIL
Mon 06/01/09
Tue 06/02/09
Wed 08/03/09
Thu  06/04/09
Fri 06/05/09
Sat  06/06/09
Sun  06/07/09
Mon  06/08/09
Tue  06/09/09
Wed 06/10/09
Thu  06/11/09
Fri 06/12/09
Sat 06/13/09
Sun  06/14/09
Mon 06/15/09
Tue 06/16/09 7.5 8.2 26 27
Wed 06/17/09
Thu  06/18/09
Fri 06/19/09
Sat  06/20/09
Sun  06/21/09
Mon  06/22/09
Tue 06/23/09
Wed 06/24/09
Thu  06/25/09
Fri 06/26/09
Sat 06/27/09
Sun  06/28/09
Mon  06/29/09
Tue  06/30/09
Wed 07/01/09
75 82 26 o7 - -
7.5 8.2 26 27
7.5 8.2 26 27
LEGEND
@ = NON REPORTABLE DID NOT MEET DEPLETION RULES | hereby certify the above to be correct to the best
* = NO TEST RESULTS of my knowledge.
! = AIR BUBBLES

& = DID NOT MEET GGA ACCURACY

Signed Matthew Maly

Page 4 of 4

Title Utility Maint Manager



Yukon Wastewater Treatment Plant

MONTHLY MONITORING REPORT-PERMIT #0K0028584

INF
TSS
MG/L

124.0

89.0

- 89.0

124.0
213.0
106.5

Reporting Period For July 2009
AIR TEMP CLOUD INF SCREENING  INF  SETTLED INF INF
DEGREE RAINFALL CONDITION FLOW REMOVED WATER SOLIDS pH-1 pH-2

DAY Date il INCHES ScCuU MGD Cu. Ft. TEMPC  MUL S.U. S.U.
Wed 07/01/09 70 0.00 1 2.561 50 23.0 6 7.48 7.49
Thu 07/02/09 79 0.00 1 2674 45 23.0 6 7.47 7.48
Fri  07/03/09 79 0.00 1 2,695 45 23.0 6 7.49 7.50
Sat  07/04/09 82 4.00 2 4.829 50 24.0 10 7.48 7.49
Sun 07/05/09 78 0.00 2 2.878 85 23.0 10 7.52 7.53
Mon 07/06/09 72 0.00 1 2,676 55 23.0 10 7.22 7.23
Tue 07/07/09 67 0.00 1 2853 45 240 15 7.44 7.45
Wed 07/08/09 76 0.00 1 2.729 40 240 10 7.55 7.56
Thu 07/09/09 76 0.00 1 2.702 50 25.0 10 7.36 7.37
Fri ~ 07/10/09 80 0.00 1 2,678 40 25.0 2 7.39 7.40
Sat  07/11/09 83 0.00 1 2617 55 25.0 7 7.27 7.28
Sun 07/12/09 85 0.00 1 2.619 40 240 4 7.36 7.37
Mon 07/13/09 84 0.00 1 2.630 45 25.0 7 7.34 7.35
Tue 07/14/09 86 0.00 1 2439 40 25.0 6 7.27 7.28
Wed 07/15/09 82 0.00 1 2426 45 25.0 4 7.24 7.25
Thu 07/16/09 78 0.10 2 2.632 45 24.0 9 7.14 7.15
Fri ~ 07/17/09 70 0.00 1 2.449 50 240 4 7.45 7.46
Sat  07/18/09 70 0.00 1 2.402 60 24.0 4 7.50 7.51
Sun 07/19/09 71 0.00 1 2.456 60 25.0 4 7.46 7.47
Mon 07/20/09 74 0.01 1 2.621 40 25.0 3 7.03 7.04
Tue 07/21/09 73 0.00 1 2448 50 240 2 7.43 7.44
Wed 07/22/09 66 0.00 1 2435 45 24.0 3 7.43 7.44
Thu 07/23/09 68 0.00 1 2237 45 24.0 3 717 7.18
Fri ~ 07/24/09 73 0.00 1 2.809 45 24.0 5 7.37 7.38
Sat 07/25/09 73 0.00 1 2725 50 24.0 3 7.03 7.04
Sun 07/26/09 75 0.01 3 2.566 45 24.0 2 7.43 7.44
Mon 07/27/09 73 0.20 3 2.638 55 25.0 5 7.50 7.51
Tue 07/28/09 71 0.60 3 2.751 50 250 6 7.67 7.68
Wed 07/29/09 68 1.00 3 3.076 55 24.0 5 7.32 7.33
Thu 07/30/09 68 0.00 3 2.828 40 240 3 7.37 7.38
Fri  07/31/09 0.00 1 2.426 45 24.0 3 7.30 7.31

Minimum 66 000 2237 40 230 7.03 7.04

Maximum 86 4,00 4829 85 25.0 7.67 7.68

Total 592 83.503 1,510

Average 75 0.19 2.694 49 242 6

LEGEND

@ = NON REPORTABLE DID NOT MEET DEPLETION RULES | hereby certify the above to be correct to the best
* = NO TEST RESULTS of my knowledge.
| = AIR BUBBLES

& = DID NOT MEET GGA ACCURACY

Signed Matthew Maly

Title Utility Maint Manager

Page 10of 4

INF
BOD
MG/L

145.0

165.0

1450

165.0
310.0
155.0



EFF

Yukon Wastewater Treatment Plant

MONTHLY MONITORING REPORT-PERMIT #0K0028584

Reporting Period For

EFF SETTLED EFF EFF
FLOW WATER SOLIDS pH-1 pH-1

Day Date MGD TEMPC MLUL
Wed 07/01/09 2561 23.0 0.1
Thu 07/02/09 2674 240 0.1
Fri 07/03/09 2695 23.0 0.1
Sat 07/04/09 4241 230 0.1
Sun 07/05/09 2878 230 0.1
Mon 07/06/09 2676 23.0 0.1
Tue 07/07/09 2.853 240 0.1
Wed 07/08/09 2729 240 0.1
Thu 07/09/09 2702 250 0.1
Fri 07/10/09 2678 250 0.1
Sat 07/11/09 2617 250 0.2
Sun 07/12/09 2619 240 0.1
Mon 07/13/09 2630 25.0 0.2
Tue 07/14/09 2439 250 0.3
Wed 07/15/09 2426 25.0 0.1
Thu 07/16/09 2632 25.0 0.2
Fri 07/17/09 2449 240 1.0
Sat 07/18/09 2402 240 1.0
Sun 07/19/09 2456 240 1.0
Mon 07/20/09 2621  25.0 1.0
Tue 07/21/09 2446 240 10
Wed 07/22/09 2435 240 1.0
Thu 07/23/09 2237 240 0.2
Fri 07/24/09 2809 24.0 0.1
Sat 07/25/09 2725 240 0.1
Sun 07/26/09 2566 24.0 0.1
Mon 07/27/09 2638 240 0.1
Tue 07/28/09 2751 250 0.3
Wed 07/29/09 3.076 250 0.1
Thu 07/30/09 2828 240 0.2
Fri 07/31/09 2426 23.0 0.1
2237 230 0.1
4241 250 1.0
82.915
2675 241
LEGEND

EFF

July 2009

EFF  EFF

CHLORIDES TSS BOD

mg/l

52
52
52

50
56
66
50
52
52
56
66
60
50
62
56
74
56
52
58
54
52
54
52
56
64
52
54
60

56
52

SU. Su.

724 725
730 7.31
725 726
727 728
730 7.31
695 69
724 725
729 730
740 741
745 746
714 745
711 742
731 732
714 715
705  7.06
703 7.04
737 738
740 741
736 7.37
693 694
744 745
731 732
744 745
731 7.32
693 694
744 745
745 746
756  7.57
740 741
737 738
708 7.09
693 694
756 757

EFF

CL2

FECAL

Page 20

EFF

D.O. RESIDUALCOLIFORM ALK

MGIL MG/L MGIL MG/ CO/MOOML MGIL
43 0.06
43 0.05
4.0 0.06
43 0.05
45 0.06
39 0.03
145 29 4.1 0.06 24
45 0.05
43 0.05
4.1 0.02
48 0.04
1.8 0.02
46 0.06
46 0.07
53 0.05
43 0.04
47 0.05
42 0.03
4.0 0.02
42 0.06
55 24 44 0.07
4.1 0.07
43 0.03
46 0.06
42 0.06
44 0.07
48 0.07
4.1 0.08
44 0.02
47 0.02
5.1 0.06
55 24 18 0.02 24
14.5 2.9 5.3 0.08 24
10.0 2.7 43 0.05 24

@ = NON REPORTABLE DID NOT MEET DEPLETION RULES | hereby certify the above to be correct to the best

*=NO TEST RESULTS

& =DID NOT MEET GGA ACCURACY

! = AIR BUBBLES

of my knowledge.
Signed Matthew Maly
Title Utility Maint Manager

180

222
236
224
230
252
224
226
250
212
218
212
218
196
216
198
208
222
212
210
210
224
210
234
216
210
224
242
216
220
216
180

252

219



fa

Day

Wed
Thu
Fri
Sat
Sun
Mon
Tue
Wed

Fri
Sat
Sun
Mon
Tue
Wed
Thu
Fri
Sat
Sun
Mon
Tue
Wed
Thu
Fri
Sat
Sun
Mon
Tue
Wed
Thu
Fri

Yukon Wastewater Treatment Plant

MONTHLY MONITORING REPORT-PERMIT #0K0028584 Page 3 of 4
Reporting Period For July 2009

SVI  DIGEST DIGEST EFFLUENTEFFLUENT ALKALINITY | pH ‘ CHLORIDES | FECAL COLIFORM
AER  Ph  TEMP COPPER CYANIDE ABOVE BELOWP\BOVEBELOW‘ ABOVE BELOW | ABOVE BELOW |

Date ~ MUG SU  *C  UGL UGL | MGL MGL | SU. SU. | MGIL  MG/L |CO/100ML CO/100ML
07/01/09 170
07/02/09 165
07/03/09 153
07/04/09
07/05/09
07/06/09 208
07/07/09 164
07/08/09 130
07/09/09
07/10/09
07/11/09
07/12/09 176
07/13/09 182
07/14/09 175
07/15/09 160
07/16/09 240
07/17/09 156
07/18/09
07/19/09
07/20/09 124
07/21/09 149 238 234 820 824 186 182 160
07/22/09 136
07/23/09 151
07/24/09 151
07/25/09
07/26/09
07/27/09 148
07/28/09 138
07/29/09 139
07/30/09 143
07/31/09 130
Minimum 124 238 234 820 824 186 182 160
Maximum 240 238 234 820 824 186 182 160
Total
Average 159 238 234 186 182
LEGEND
@ = NON REPORTABLE DID NOT MEET DEPLETION RULES | hereby certify the above to be correct to the best
* = NO TEST RESULTS of my knowledge.
! = AIR BUBBLES

& = DID NOT MEET GGA ACCURACY

Signed  Matthew Maly

Title Utility Maint Manager



Yukon Wastewater Treatment Plant

MONTHLY MONITORING REPORT-PERMIT #0K0028584
Reporting Period For July 2009

DO-ABOVEDO-BELOW TEMP-A TEMP-B  Selenium

188 189 190 191
Day Date MGI/L MG/L C Cc UG/L
Wed 07/01/09
Thu  07/02/09
Fri 07/03/09
Sat 07/04/09
Sun  07/05/09
Mon  07/06/09
Tue 07/07/09
Wed 07/08/09
Thu  07/09/09
Fri 07/10/09
Sat 07/11/09
Sun  07/12/08
Mon 07/13/09
Tue 07/14/09
Wed 07/15/09
Thu  07/16/09
Fri 07/17/09
Sat 07/18/09
Sun  07/19/09
Mon 07/20/09
Tue 07/21/09 96 1.4 26 26
Wed 07/22/09
Thu  07/23/09
Fri 07/24/09
Sat 07/25/09
Sun  07/26/09
Mon 07/27/09
Tue 07/28/09
Wed 07/29/09
Thu  07/30/09
Fri 07/31/09
96 14 26 26 o -
96 114 26 26
96 1.4 26 26
LEGEND
@ = NON REPORTABLE DID NOT MEET DEPLETION RULES | hereby certify the above to be correct to the best
* = NO TEST RESULTS of my knowledge.
| = AIR BUBBLES

& =DID NOT MEET GGA ACCURACY

Signed Mattllew Maly

Title Utility Maint Manager

Page 4 of 4



DAY

Sat
Sun
Mon
Tue
Wed
Thu
Fri
Sat
Sun
Mon
Tue
Wed
Thu
Fri
Sat
Sun
Mon
Tue
Wed
Thu
Fri
Sat
Sun
Mon
Tue
Wed
Thu
Fri
Sat
Sun
Mon

Yukon Wastewater Treatment Plant

MONTHLY MONITORING REPORT-PERMIT #0OK0028584
Reporting Period For August 2009

AIR TEMP CLOUD INF SCREENING  I[NF  SETTLED INF
DEGREE RAINFALL CONDITION FLOW REMOVED WATER SOLIDS pH-1

INF
pH-2
S.U.

7.46
7.33
7.14
7.39
7.26
7.39
7.49
7.52
7.49
7.55
7.34
7.43
7.41
7.44
7.46
7.48
7.46
7.16
7.25
7.47
7.07
7.22
7147
7.27
7.19
7.34
7.34
7.36
7.31
7.29
7.22

707

7.55

INF
TSS
MG/L

124.0

99.0

99.0
124.0
223.0
111.5

Date AF INCHES S.CU MGD Cu.Ft. TEMPC MLL S.U.
08/01/09 73 0.00 1 2.479 50 240 2 7.45
08/02/09 70 0.80 1 1.432 40 25.0 5 7.32
08/03/09 73 1.00 3 2.959 45 25.0 7 7.13
08/04/09 77 0.00 1 2.580 50 25.0 2 7.38
08/05/09 80 0.05 1 1.445 35 24.0 6 7.25
08/06/09 73 0.10 3 1.435 45 24.0 8 7.38
08/07/09 76 0.00 1 1.450 45 25.0 5 7.48
08/08/09 70 0.00 2 1.541 50 25.0 5 7.51
08/09/09 72 0.00 2 1.541 45 25.0 6 7.48
08/10/09 79 1.00 2 2.296 50 25.0 5 7.54
08/11/09 69 0.30 3 1.898 60 240 2 7.33
08/12/09 70 0.00 2 1.443 50 24.0 5 7.42
08/13/09 66 0.00 2 2411 50 25.0 5 7.40
08/14/09 70 0.00 2 2.761 45 25.0 4 7.43
08/15/09 75 0.00 2 2638 55 25.0 5 7.45
08/16/09 77 0.00 1 2.897 50 25.0 5 7.47
08/17/09 79 1.00 2 2748 55 25.0 8 7.45
08/18/09 66 1.25 3 5.588 65 23.0 10 7.15
08/19/09 66 0.00 2 1.436 55 240 1 7.24
08/20/09 70 0.00 3 1.436 55 240 7 7.46
08/21/09 67 0.00 2 1.436 50 23.0 3 7.06
08/22/09 68 0.00 1 1.436 45 240 6 7.21
08/23/09 66 0.00 1 1.410 50 240 6 7.16
08/24/09 70 0.00 2 1.431 40 240 7 7.26
08/25/09 72 0.00 1 1.434 40 25.0 9 7.18
08/26/09 70 0.50 1 1.445 40 25.0 5 7.33
08/27/09 72 0.00 3 1.462 45 24.0 11 7.33
08/28/09 69 0.00 3 1.558 50 24.0 5 7.35
08/29/09 65 0.00 2 1.368 50 240 5 7.30
08/30/09 64 0.00 2 1.375 60 240 8 7.28
08/31/09 64 0.00 1 1.443 35 23.0 5 7.21
Minimum 0.00 1368 35 23.0 7.06
Maximum 80 1.25 5.588 65 25.0 7.54
Total 6.00 60.210 1,500
Average 71 0.19 1.942 48 244 6
LEGEND
@ = NON REPORTABLE DID NOT MEET DEPLETION RULES | hereby certify the above to be correct to the best
* = NO TEST RESULTS of my knowledge.
! = AIR BUBBLES

& =DID NOT MEET GGA ACCURACY

Signed Matthew Maly

Title Utility Maint Manager

Page 1 of 4

INF

MGI/L

180.0

107.0

107.0
180.0
287.0
143.5



Day

Sat
Sun
Mon
Tue
Wed
Thu
Fri
Sat
Sun
Mon
Tue
Wed
Thu
Fri
Sat
Sun
Mon
Tue
Wed
Thu
Fri
Sat
Sun
Mon
Tue
Wed
Thu
Fri
Sat
Sun
Mon

Yukon Wastewater Treatment Plant

MONTHLY MONITORING REPORT-PERMIT #0K0028584

Page 20

EFF

176
202
206
206
190
186
188
184
176
202
200
200
192
188
188
186
190
180
166
170
172
180
194
210
214
222
200
150
208
212
212

150
222

192

Reporting Period For August 2009

EFF  EFF SETTLED EFF EFF EFF EFF  EFF EFF cL2 FECAL

FLOW WATER SOLIDS pH-1 pH-1  CHLORIDES TSS BOD  D.O. RESIDUALCOLIFORM ALK
Date MGD TEMPC MUL SU. SU. mg/l MGL MG/L MG/L  MGL CO/100ML MGL
08/01/09 2479 240 0.1 7.10 7.11 52 438 0.04
08/02/09 1432 250 0.2 7.46 7.47 68 47 0.03
08/03/09 2959 240 0.1 7.21 7.22 60 33 0.05
08/04/09 2580 24.0 0.1 7.21 7.22 60 53 56 56 0.03 34
08/05/09 2667 25.0 0.1 7.27 7.28 60 46 0.06
08/06/09 2542 250 0.2 7.08 7.09 64 40 0.02
08/07/09 2454 250 0.1 7.31 7.32 60 40 0.03
08/08/09 2684 250 0.1 7.35 7.36 60 43 0.03
08/09/09 2.863 250 0.1 7.32 7.33 64 4.1 0.03
08/10/09  4.509 25.0 0.1 7.48 7.49 54 4.1 0.02
08/11/09  3.842 240 0.1 7.39 7.40 46 43 0.02
08/12/09 2579  24.0 0.1 7.37 7.38 52 4.1 0.02
08/13/09 2411 240 0.1 7.36 7.37 54 44 0.02
08/14/09 2761 250 0.1 7.39 7.40 56 42 0.02
08/15/09 2638 250 0.1 7.37 7.38 54 41 0.02
08/16/09  2.897  25.0 0.1 7.38 7.39 54 40 0.02
08/17/09 2.746 250 0.1 7.51 7.52 52 43 0.02
08/18/09 5100 24.0 0.1 7.39 7.40 50 7.0 5.2 48 0.02
08/19/09  3.143  24.0 0.1 7.20 7.21 50 43 0.02
08/20/09 2731 240 0.2 7.32 7.33 60 48 0.02
08/21/09 2657 23.0 1.0 714 715 60 4.0 0.04
08/22/09 2668 24.0 0.2 7.29 7.30 44 46 0.05
08/23/09 2775 240 0.1 7.14 7.5 60 38 0.02
08/24/09 2715 23.0 0.1 7.16 717 60 4.1 0.02
08/25/09 2715 240 0.2 7.30 7.31 56 45 0.03
08/26/09 2707 240 0.2 7.23 7.24 66 3.9 0.05
08/27/09 2742 240 0.3 7.21 7.22 58 2.8 0.06
08/28/09 2727 240 0.1 7.23 7.24 58 3.0 0.05
08/29/09 2.568  24.0 0.1 7.25 7.26 56 3.2 0.02
08/30/09 2660 24.0 0.1 7.20 7.21 62 33 0.03
08/31/09 2090 23.0 0.1 7.08 7.09 72 46 0.04

1432 230 01 708  7.09 44 53 52 28 0.02 34

5100 25.0 1.0 7.51 7.52 72 7.0 56 56 0.06 34

87.041

2808 243 57 6.2 5.4 41 0.03 34
LEGEND

@ = NON REPORTABLE DID NOT MEET DEPLETION RULES | hereby certify the above to be correct to the best
* = NO TEST RESULTS

! = AIR BUBBLES

& = DID NOT MEET GGA ACCURACY

of my knowledge.
Signed Matthew Maly
Title Utility Maint Manager



Yukon Wastewater Treatment Plant

f4 MONTHLY MONITORING REPORT-PERMIT #OK0028584 Page 3 of 4
Reporting Period For August 2009

SVI DIGEST DIGEST EFFLUENTEFFLUENT ALKALINITY | pH || CHLORIDES | FECAL COLIFORM |

AER Ph  TEMP COPPER CYANIDE ABOVE BELOW ABOVEBELOW ABOVE BELOW | ABOVE BELOW |

Day Date MUG SU.  *C UGL  UGL MGL MG/L | SU. SU. | MGL MG/L |COMOOML CO/100ML

Sat  08/01/09

Sun 08/02/09
Mon 08/03/09 156
Tue 08/04/09 145 180 178 834 828 70 66 330
Wed 08/05/09 130
Thu 08/06/09
Fri  08/07/09 136 278 270 8.08 8.20 146 150
Sat 08/08/09
Sun 08/09/09
Mon 08/10/09 130
Tue 08/11/09 123
Wed 08/12/09 135
Thu 08/13/09 126
Fri 08/14/09 132
Sat 08/15/09
Sun 08/16/09
Mon 08/17/09 137
Tue 08/18/09 143
Wed 08/19/09 125
Thu 08/20/09 121
Fri ~ 08/21/09 62
Sat 08/22/09
Sun 08/23/09
Mon 08/24/09 126
Tue 08/25/09 134
Wed 08/26/09 123
Thu 08/27/09 155
Fri  08/28/09 124
Sat 08/29/09
Sun 08/30/09
Mon 08/31/09 149
Minimum 62 o o 180 178 808 820 70 66 330
Maximum 156 278 270 834 8.28 146 150 330
Total
Average 131 229 224 108 108
LEGEND
@ = NON REPORTABLE DID NOT MEET DEPLETION RULES | hereby certify the above to be correct to the best
*=NO TEST RESULTS of my knowledge.
! = AIR BUBBLES

& = DID NOT MEET GGA ACCURACY
Signed  Matthew Maly

Title Utility Maint Manager



Yukon Wastewater Treatment Plant

MONTHLY MONITORING REPORT-PERMIT #0K0028584
Reporting Period For August 2009

DO-ABOVEDO-BELOW TEMP-A TEMP-B  Selenium

188 189 190 191
Day Date MG/L MG/L Cc C UG/L

Sat 08/01/09

Sun  08/02/09

Mon  08/03/09

Tue  08/04/09 9.2 93 30 31

Wed 08/05/09

Thu  08/06/09

Fri 08/07/09 5.1 8.7 25 26

Sat 08/08/09

Sun  08/09/09

Mon 08/10/09

Tue 08/11/09

Wed 08/12/09

Thu  08/13/09

Fri 08/14/09

Sat 08/15/09

Sun 08/16/09

Mon 08/17/09

Tue 08/18/09

Wed 08/19/09

Thu  08/20/09

Fri 08/21/09

Sat 08/22/09

Sun  08/23/09

Mon  08/24/09

Tue 08/25/09

Wed 08/26/09

Thu  08/27/09

Fri 08/28/09

Sat  08/29/09

Sun  08/30/09

Mon 08/31/09
5.1 8.7 25 26 - -
9.2 9.3 30 31
7.2 9.0 28 29

LEGEND
@ = NON REPORTABLE DID NOT MEET DEPLETION RULES | hereby certify the above to be correct to the best
* = NO TEST RESULTS of my knowledge.
! = AIR BUBBLES

& = DID NOT MEET GGA ACCURACY

Signed Matthew Maly

Title Utility Maint Manager

Page 4 of 4



Yukon Wastewater Treatment Plant

MONTHLY MONITORING REPORT-PERMIT #0K0028584

AIR TEMP
DEGREE RAINFALL CONDITION

DAY Date AF INCHES
Tue 09/01/09 61 0.00
Wed 09/02/09 67 0.00
Thu 09/03/09 63 0.00
Fri 09/04/09 68 0.00
Sat  09/05/09 68 0.00
Sun 09/06/09 66 0.00
Mon 09/07/09 70 0.00
Tue 09/08/09 70 0.00
Wed 09/09/09 70 0.00
Thu 09/10/09 71 0.00
Fri 09/11/09 72 0.00
Sat  09/12/09 73 0.50
Sun 09/13/09 68 0.25
Mon 09/14/09 64 0.00
Tue 09/15/09 68 0.00
Wed 09/16/09 69 1.00
Thu 09/17/09 66 0.10
Fri 09/18/09 67 0.00
Sat  09/19/09 60 0.50
Sun 09/20/09 60 0.20
Mon 09/21/09 68 0.00
Tue 09/22/09 58 0.00
Wed 09/23/09 54 0.00
Thu 09/24/09 53 0.00
Fri  09/25/09 56 0.00
Sat  09/26/09 60 0.00
Sun 09/27/09 66 0.00
Mon 09/28/09 57 0.00
Tue 09/29/09 52 0.00
Wed 09/30/09 61 0.00
Thu 10/01/09 65 0.00

Minimum 52 0.00

Maximum 73 1.00

Total 2.55

Average 64 0.08

LEGEND

@

! = AIR BUBBLES

CLOUD

S.CU

=N = a2 o A NN W W W W WNWWWWN =S NS W NN W

& = DID NOT MEET GGA ACCURACY

Reporting Period For Septembe!2009

INF SCREENING INF SETTLED INF
FLOW REMOVED WATER SOLIDS pH-1
MGD Cu.Ft. TEMPC ML/L S.u.
1.436 50 23.0 6 7.19
1.440 45 240 3 7.32
1.441 50 24.0 5 7.44
1.443 45 240 3 7.47
1.440 55 24.0 4 7.21
1.445 50 240 3 7.46
1.429 60 240 4 7.47
1.442 70 25.0 4 7.38
1.463 55 250 3 7.59
1.427 50 24.0 8 7.33
1.440 45 25.0 i 7.20
1.465 40 25.0 8 7.18
2.329 55 240 8 7.44
1.437 45 23.0 8 716
1.434 40 240 7 7.30
1.455 40 240 1 7.24
5.938 65 23.0 9 7.24
2.935 55 240 2 7.39
4.823 60 24.0 3 7.36
2.962 50 240 2 7.30
2.775 55 25.0 0 7.50
2695 50 23.0 10 7.49
2.710 55 240 10 7.46
3.794 50 23.0 7 7.45
1.480 45 23.0 4 8.29
1.385 50 23.0 3 8.20
2.941 35 24.0 2 7.31
2.541 40 23.0 2 7.46
2.694 40 23.0 T 7.23
2.760 40 23.0 0 711
2618 50 24.0 ! 7.42
1385 35 23.0 - AT

5.938 70 25.0 8.29
69.017 1,535
2.226 50 23.8 5

= NON REPORTABLE DID NOT MEET DEPLETION RULES
*=NO TEST RESULTS

Signed Matthew Maly

Title Utility Maint Manager

INF
pH-2
S.U.

7.20
7.33
7.45
7.48
T2
7.47
7.48
7.39
7.60
7.34
7.21
7.19
7.45
717
7.31
7.25
7.25
7.40
7.37
7.31
7.51
7.50
7.47
7.46
8.30
8.21
7.32
7.47
7.24
712
7.43

7.12
8.30

INF
TSS
MG/L

216.0

86.0

86.0
216.0
302.0
151.0

| hereby certify the above to be correct to the best
of my knowledge.

Page 1 of 4

INF
BOD
MG/L

211.0

115.0

115.0
211.0
326.0
163.0



Day

Tue
Wed
Thu
Fri
Sat
Sun
Mon
Tue
Wed
Thu
Fri
Sat
Sun
Mon
Tue
Wed
Thu
Fri
Sat
Sun
Mon
Tue
Wed
Thu
Fri
Sat
Sun
Mon
Tue
Wed
Thu

Date

09/01/09
09/02/09
09/03/09
09/04/09
09/05/09
09/06/09
09/07/09
09/08/09
09/09/09
09/10/09
09/11/09
09/12/09
09/13/09
09/14/09
09/15/09
09/16/09
09/17/09
09/18/09
09/19/09
09/20/09
09/21/09
09/22/09
09/23/09
09/24/09
09/25/09
09/26/09
09/27/09
09/28/09
09/29/09
09/30/09
10/01/09

LEGEND

EFF

MGD

2.536
2.531
2425
2454
2.493
2.403
2.601
2.562
2527
2.632
2.525
4739
4197
4.232
2.644
3.041
5.938
2.935
4.655
2.962
2775
2.695
2.710
3.794
3.418
2.820
2941
2.541
2694
2.760
2618

 2.403

5.938
94.798
3.058

Yukon Wastewater Treatment Plant

MONTHLY MONITORING REPORT-PERMIT #0K0028584

EFF SETTLED EFF
FLOW WATER SOLIDS pH-1

TEMPC MUL
23.0 0.1
24.0 2.0
24.0 0.1
24.0 0.1
24.0 0.1
24.0 0.1
24.0 0.1
25.0 0.1
24.0 0.1
24.0 0.3
25.0 0.1
25.0 0.1
25.0 0.3
24.0 0.4
24.0 0.2
24.0 0.2
23.0 0.2
24.0 0.2
24.0 0.1
24.0 0.1
24.0 0.1
24.0 0.1
24.0 0.2
24.0 0.1
22.0 0.1
23.0 0.1
24.0 0.1
23.0 0.2
23.0 0.2
23.0 0.2
24.0 0.1
220 01
25.0 2.0
239

Su.

7.00
7.35
7.53
7.55
7.04
7556
7.57
7.39
7.33
7.34
7.02
7.02
7.55
717
710
7.05
7.18
7.30
7.28
7.29
7.32
7.40
741
7.32
7.33
7.27
7.03
7.23
7.02
7.03
7.21

7.00
7.57

Reporting Period For

EFF
pH -1
S.u.

7.00
7.36
7.54
7.56
7.05
7.56
7.58
7.40
7.34
7.35
7.03
7.03
7.56
7.18
714
7.06
7.19
7.31
7.29
7.30
7.33
7.41
742
7.33
7.34
7.28
7.04
7.24
7.03
7.04
7.22

7.00
7.58

EFF

September 2009

EFF  EFF

CHLORIDES TSS BOD

_man

62

58

MGIL  MG/L MGI/L

75 2.0
5.0 2.4
5.0 2.0
75 24
6.3 22

EFF

CL2

FECAL

Page2o0

EFF

D.O. RESIDUALCOLIFORM ALK

42
37
41
40
42
4.0
4.1
4.1
4.4
42
47
42
41
2.8
38
3.8
34
39
39
3.7
3.7
4.0
39
37
43
38
3.1
23
28
L5
31

2.3
47

3.8

MG/L

0.05
0.02
0.02
0.02
0.02
0.02
0.02
0.02
0.02
0.02
0.06
0.04
0.03
0.05
0.04
0.03
0.03
0.02
0.02
0.02
0.02
0.02
0.05
0.02
0.05
0.04
0.07
0.07
0.07
0.07
0.06

0.02
0.07

0.04

@ = NON REPORTABLE DID NOT MEET DEPLETION RULES | hereby certify the above to be correct to the best
*=NO TEST RESULTS
! = AIR BUBBLES

& = DID NOT MEET GGA ACCURACY

of my knowledge.
Signed Matthew Maly
Title Utility Maint Manager

1

CO/M0OML  MG/L

208
202
220
218
210
222
230
212
320
200
194
208
220
176
182
200
194
226
220
210
216
222
214
230
216
214
224
230
240
220
222

176
320

217



Yukon Wastewater Treatment Plant

fa MONTHLY MONITORING REPORT-PERMIT #0K0028584 Page 3 of 4
Reporting Period For Septem 2009
SVI  DIGEST DIGEST EFFLUENTEFFLUENT ALKALINITY | pH [ CHLORIDES | FECAL COLIFORM
AER  Ph  TEMP COPPER CYANIDE ABOVE BELOW ABOVEBELOW ABOVE BELOW  ABOVE BELOW
Day Date MUG SU. *C  UGL UGL | MGL MGL  SU. SU | MGL MG/ CO/100ML CO/100ML
Tue 09/01/09 131 240 250 812 827 106 114 100
Wed 09/02/09 149
Thu  09/03/09 136

Fri  09/04/09 147
Sat  09/05/09

Sun 09/06/09
Mon 09/07/09
Tue 09/08/09 145
Wed 09/09/09 148
Thu 09/10/09 145
Fri ~ 09/11/09 200

Sat 09/12/09
Sun 09/13/09

Mon 09/14/09 235
Tue 09/15/09 191
Wed 09/16/09 148
Thu 09/17/09 190
Fri  09/18/09 156
Sat  09/19/09
Sun  09/20/09
Mon 09/21/09 158
Tue 09/22/09 154
Wed 09/23/09 152
Thu 09/24/09 156
Fri  09/25/09 168
Sat  09/26/09
Sun  09/27/09
Mon 09/28/09 190
Tue 09/29/09
Wed 09/30/09 150
Thu 10/01/09 169
Minimum 131 - o 240 250 812 827 106 114 100
Maximum 235 240 250 812 827 106 114 100
Total
Average 163 240 250 106 114
LEGEND
@ = NON REPORTABLE DID NOT MEET DEPLETION RULES | hereby certify the above to be correct to the best
*=NO TEST RESULTS of my knowledge.
| = AIR BUBBLES

& = DID NOT MEET GGA ACCURACY
Signed  Matthew Maly

Title Utility Maint Manager




Yukon Wastewater Treatment Plant

MONTHLY MONITORING REPORT-PERMIT #0K0028584
Reporting Period For Septembe 2009

DO-ABOVEDO-BELOW TEMP-A TEMP-B  Selenium

188 189 190 191
Day Date MGI/L MGI/L C c UG/L

Tue  09/01/09 5.1 5.2 21 21
Wed 09/02/09
Thu  09/03/09
Fri 09/04/09
Sat 09/05/09
Sun  09/06/09
Mon  09/07/09
Tue  09/08/09
Wed 09/09/09
Thu  09/10/09
Fri 09/11/09
Sat 09/12/09
Sun  09/13/09
Mon  09/14/09
Tue  09/15/09
Wed 09/16/09
Thu  09/17/09
Fri 09/18/09
Sat 09/19/09
Sun  09/20/09
Mon  09/21/09
Tue 09/22/09
Wed 09/23/09
Thu  09/24/09
Fri 09/25/09
Sat 09/26/09
Sun  09/27/09
Mon 09/28/09
Tue  09/29/09
Wed 09/30/09
Thu  10/01/09

51 52 21 21

5.1 5.2 21 21

51 52 21 21
LEGEND

@ = NON REPORTABLE DID NOT MEET DEPLETION RULES | hereby certify the above to be correct to the best
* = NO TEST RESULTS of my knowledge.
! = AIR BUBBLES

& = DID NOT MEET GGA ACCURACY

Signed Matthew Maly

Title Utility Maint Manager
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Yukon Wastewater Treatment Plant

MONTHLY MONITORING REPORT-PERMIT #0K0028584

0.00
0.00
0.25
0.10
0.00
0.00
0.10
2.00
0.00
0.00
0.00
0.00
0.10
0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.50
0.00
0.00
0.00
0.00
0.00
0.00
1.25
0.00
0.00
1.00

0.00
2.00
5.30
0.17

AIR TEMP

DAY Date __2F
Thu 10/01/09 65
Fri ~ 10/02/09 48
Sat  10/03/09 52
Sun 10/04/09 55
Mon 10/05/09 55
Tue 10/06/09 65
Wed 10/07/09 50
Thu 10/08/09 62
Fri ~ 10/09/09 48
Sat  10/10/09 46
Sun 10/11/09 42
Mon 10/12/09 51
Tue 10/13/09 60
Wed 10/14/09 50
Thu 10/15/09 48
Fri  10/16/09 48
Sat  10/17/09 49
Sun 10/18/09 50
Mon 10/19/09 60
Tue 10/20/09 58
Wed 10/21/09 67
Thu 10/22/09 51
Fri  10/23/09 42
Sat  10/24/09 48
Sun 10/25/09 54
Mon 10/26/09 46
Tue 10/27/09 35
Wed 10/28/09 46
Thu 10/29/09 55
Fri  10/30/09 43
Sat  10/31/09 58

Minimum 35

Maximum 67

Total

Average 52

LEGEND

@
* = NO TEST RESULTS
! = AIR BUBBLES

CLOUD
DEGREE RAINFALL CONDITION
_INCHES  SCU_

NN WGNRNNNMMRNMNRNGWRN=S DN =S WWWWWWoWwWwowowowow = =

& =DID NOT MEET GGA ACCURACY

Reporting Period For October 2009

INF SCREENING  INF  SETTLED INF
FLOW REMOVED WATER SOLIDS pH-1
MGD Cu.Ft. TEMPC MUL Su.
2618 50 24.0 7 7.42
3.124 45 23.0 2 7.32
2.704 55 240 4 7.41
3.808 45 21.0 9 7.41
2.910 60 21.0 6 7.25
2,695 45 22.0 6 7.40
2.900 55 22.0 8 7.31
9.906 65 23.0 6 7.44
3.026 75 20.0 4 7.24
2.499 60 20.0 5 7.28
2.931 70 18.0 2 7.25
3.185 55 19.0 2 7.24
3.052 60 19.0 3 713
4.828 45 19.0 - 7.16
2812 35 21.0 5 7.38
5.103 40 18.0 3 7.34
3177 30 20.0 5 7.32
1.764 0 20.0 1 7.30
2229 60 21.0 4 7.25
4.358 55 20.0 2 7.28
10.586 65 220 5 7.57
3.452 55 20.0 1 7.34
2670 40 20.0 2 7.33
2.937 60 20.0 2 7.36
3.560 60 20.0 2 7.33
1.415 50 20.0 4 7.25
1.439 40 19.0 1 7.40
7.229 60 20.0 2 7.42
7.754 60 19.0 4 7.25
3.034 65 19.0 1 7.43
2.963 55 21.0 - 7.42
1.415 0 18.0 713
10.586 75 240 7.57

116.668 1,615
3.763 52 20.5 4

= NON REPORTABLE DID NOT MEET DEPLETION RULES

Signed Matthew Maly

Tile Utillty Maint Manager

INF

pH-2

S.uU.

7.43
7.33
7.42
7.42
7.26
7.41
7.32
7.45
7.25
7.29
7.26
7.25
7.14
717
7.39
7.35
7.33
7.3
7.26
7.29
7.58
7.35
7.34
7.37
7.34
7.26
7.41
7.43
7.26
7.44
7.43

7.14
7.58

INF
TSS

MGIL

68.0

52.0

69.0

520

69.0
255.0
63.8

| hereby certify the above to be correct to the best
of my knowledge.

Page 1 of 4

INF
BOD
oL

93.0

120.0

104.0

930
120.0
4130
103.3




Day

Thu
Fri
Sat
Sun
Mon
Tue
Wed
Thu
Fri
Sat
Sun
Mon
Tue
Wed
Thu
Fri
Sat
Sun
Mon
Tue
Wed

Fri
Sat
Sun
Mon
Tue
Wed
Thu
Fri
Sat

Date

10/01/09
10/02/09
10/03/09
10/04/09
10/05/09
10/06/09
10/07/09
10/08/09
10/09/09
10/10/08
10/11/09
10/12/09
10/13/09
10/14/09
10/15/09
10/16/09
10/17/09
10/18/09
10/19/09
10/20/09
10/21/09
10/22/08
10/23/09
10/24/09
10/25/09
10/26/09
10/27/09
10/28/09
10/29/09
10/30/09
10/31/08

LEGEND

EFF
MGD

2618
3.124
2.704
2.716
2910
2.695
2.900
8.562
3.026
2.499
2931
3.185
3.052
4.828
2812
2.583
1.413
0.000
0.000
4.358
10.586
3.452
2670
2937
3.560
1.415
1.439
7.229
6.242
3.034
2.963

0.000
10.586

104.443

3.369

Yukon Wastewater Treatment Plant

MONTHLY MONITORING REPORT-PERMIT #0K0028584

Reporting Period For

EFF SETTLED EFF EFF
FLOW WATER SOLIDS pH-1 pH-1

TEMPC MUL
240 0.1
23.0 0.2
240 0.2
21.0 0.2
20.0 0.1
20.0 0.1
21.0 0.2
220 0.2
20.0 1.5
20.0 1.0
20.0 0.1
20.0 0.1
20.0 1.0
200 1.0
19.0 1.0
20.0 0.1
20.0 0.2
20.0 1.0

0.0
22.0 0.1
22.0 0.1
21.0 0.2
19.0 0.1
19.0 0.1
19.0 0.1
19.0 0.5
200 0.1
18.0 0.1
21.0 0.5
18.0 0.5
20.0 0.1
18.0 0.0
24.0 1.5
20.4

SU. su.
7.21 7.22
7.23 7.24
7.20 7.2
7.33 7.34
7.21 7.22
7.06 7.07
7.06 7.07
7.09 7.10
7.04 7.05
7.11 7.12
7.15 7.16
6.95 6.96
7.01 7.02
7.04 7.05
7.01 7.02
7.05 7.06
7.05 7.06
7.06 7.07
7.16 717
7.26 7.27
7.29 7.30
7.47 7.48
7.50 7.51
7.47 7.48
7.09 7.10
7.14 7.15
7.28 7.29
6.89 6.90
7.28 7.29
7.28 7.29

689 690
7.50 7.51

EFF

October 2009

EFF  EFF

CHLORIDES TSS BOD

mg/l

64
80
80

76
66
64
68
72

70
72

R

2R3V

70
66
68
68
68
68
70

68
74
60
68

60
80

68

MG/L  MGIL MGIL

8.0 29
16.0 10.7
2.0 43
5.0 1.0
20 1.0
16.0 10.7
7.8 4.7

EFF

CL2

FECAL

Page 20

EFF

D.O. RESIDUALCOLIFORM ALK

31
36
38
34
3.5
32
2.7
36
3.3
34
35
3.5
34
34
31
3.8
3.0

42
38
31
6.3
58
5.4
6.0
59
59
6.0
4.7
58

2.7
6.3

41

- MGIL

0.06
0.04
0.02
0.05
0.06
0.03
0.05
0.06
0.03
0.02
0.04
0.07
0.02
0.06
0.06
0.06
0.07
0.02

0.06
0.04
0.06
0.02
0.04
0.05
0.06
0.02
0.03
0.02
0.02
0.06

0.02
0.07

0.04

@ = NON REPORTABLE DID NOT MEET DEPLETION RULES | hereby certify the above to be correct to the best
*=NO TEST RESULTS
! = AIR BUBBLES

& = DID NOT MEET GGA ACCURACY

of my knowledge.
Signed Matthew Maly
Title Utility Maint Manager

CO/100ML  MG/L

222
228
210
206
224
214
244
210
180
190
180
192
188
180
250
188
176
170

216
180
184
196
190
198
216
188
212
220
220
210

170
250

203



Yukon Wastewater Treatment Plant

fa MONTHLY MONITORING REPORT-PERMIT #0K0028584 Page 3 of 4
Reporting Period For Qctobei 2009
SVI DIGEST DIGEST EFFLUENTEFFLUENT ALKALINITY - pH | CHLORIDES | FECAL COLIFORM |
AER Ph TEMP COPPER CYANIDE ABOVE BELOW ABOVEBELOW ABOVE BELOW | ABOVE BELOW
Day Date MLU/G S.U. AC UG/L UGI/L MGI/L MG/L | S.u. SU MG/L MG£ @HOOML CO.-‘1_00_M_L
Thu 10/01/09 169
Fri 10/02/09 190
Sat  10/03/09

Sun 10/04/09
Mon 10/05/09 201

Tue 10/06/09 206 274 270 829 8.26 154 150 35
Wed 10/07/09 216
Thu 10/08/09 222

Fri ~ 10/09/09
Sat  10/10/09
Sun 10/11/09
Mon 10/12/09 21
Tue 10/13/09
Wed 10/14/08
Thu 10/15/09
Fri  10/16/09
Sat  10/17/09
Sun 10/18/09
Mon 10/19/09
Tue 10/20/09 138
Wed 10/21/09 191
Thu 10/22/09 201
Fri ~ 10/23/09 232
Sat  10/24/09
Sun 10/25/09

Mon 10/26/09 160
Tue 10/27/09 153
Wed 10/28/09 155
Thu 10/29/09 175
Fri ~ 10/30/09 186

Sat 10/31/09

Minimum 138 ' 274 270 829 826 154 150 35
Maximum 232 274 270 829 826 154 150 35
Total
Average 188 274 270 154 150
LEGEND
@ = NON REPORTABLE DID NOT MEET DEPLETION RULES | hereby certify the above to be correct to the best
* = NO TEST RESULTS of my knowledge.
! = AIR BUBBLES

& = DID NOT MEET GGA ACCURACY
Signed  Matthew Maly

Title Utility Maint Manager



Yukon Wastewater Treatment Plant

MONTHLY MONITORING REPORT-PERMIT #0K0028584
Reporting Period For October 2009

DO-ABOVEDO-BELOW TEMP-A TEMP-B  Selenium

188 189 190 191
Day Date MG/L MG/L C C UG/L

Thu  10/01/09

Fri 10/02/09

Sat 10/03/09

Sun  10/04/09

Mon  10/05/09

Tue  10/06/09 8.2 8.4 20 21

Wed 10/07/09

Thu  10/08/09

Fri 10/09/09

Sat 10/10/09

Sun  10/11/09

Mon 10/12/09

Tue 10/13/09

Wed 10/14/09

Thu  10/15/09

Fri 10/16/09

Sat 10/17/09

Sun  10/18/09

Mon  10/19/09

Tue  10/20/09

Wed 10/21/09

Thu  10/22/09

Fri 10/23/09

Sat 10/24/09

Sun  10/25/09

Mon  10/26/09

Tue 10/27/09

Wed 10/28/09

Thu  10/29/09

Fri 10/30/09

Sat 10/31/09

' 82 = 84 20 21 S
8.2 8.4 20 21
8.2 8.4 20 21

LEGEND
@ = NON REPORTABLE DID NOT MEET DEPLETION RULES | hereby certify the above to be correct to the best
* = NO TEST RESULTS of my knowledge.
! = AIR BUBBLES

& = DID NOT MEET GGA ACCURACY

Signed Matthew Maly

Title Utility Maint Manager
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Yukon Wastewater Treatment Plant

MONTHLY MONITORING REPORT-PERMIT #0OK0028584

Reporting Period For November 2009

AIR TEMP CLOUD INF SCREENING |NF SETTLED  INF INF INF
DEGREE RAINFALL CONDITION FLOW REMOVED WATER SOLIDS pH-1  pH-2 TSS
DAY Date AF  INCHES S.C.U MGD Cu.Ft. TEMPC MUL S.U. S.U. MGIL
Sun  11/01/09 58 0.00 1 2.963 55 21.0 6 7.42 7.43
Mon 11/02/09 49 0.00 1 2.932 50 21.0 7 7.64 7.65
Tue 11/03/09 46 0.00 1 1.526 45 21.0 0 7.64 7.65
Wed 11/04/09 51 0.00 1 2.735 50 21.0 7 7.57 7.58
Thu 11/05/09 50 0.00 1 2.703 50 21.0 3 7.43 7.44 41.0
Fri  11/06/09 55 0.00 1 3.560 45 21.0 8 7.52 7.53
Sat  11/07/09 54 0.00 1 2.892 50 20.0 6 7.64 7.65
Sun  11/08/09 52 0.00 1 3.087 55 21.0 5 7.31 7.32
Mon 11/09/09 60 0.00 2 1.438 60 20.0 6 7.50 7.51
Tue 11/10/09 58 0.00 3 1.388 50 220 4 7.40 7.41 160.0
Wed 11/11/09 56 0.00 3 2.642 40 22.0 4 7.56 7.57
Thu 11/12/09 52 0.00 2 2.743 50 21.0 8 7.21 7.22
Fri  11/13/09 55 0.00 2 2.985 40 21.0 8 7.01 7.02
Sat  11/14/09 59 0.00 3 2.811 40 21.0 4 7.05 7.06
Sun  11/15/09 52 0.05 3 2.783 35 21.0 2 7.08 7.09
Mon 11/16/09 44 0.00 3 2.682 60 19.0 5 7.38 7.39
Tue 11/17/09 41 0.00 3 2.750 55 16.0 8 7.48 7.49 87.5
Wed 11/18/09 34 0.00 1 1.425 55 20.0 9 7.40 7.41
Thu 11/19/09 45 0.00 1 2.779 50 20.0 7 7.42 7.43
Fri  11/20/09 46 0.00 3 2.567 50 20.0 9 7.43 7.44
Sat  11/21/09 52 0.00 3 2.900 50 19.0 9 7.64 7.65
Sun  11/22/09 49 0.00 1 2.530 55 19.0 6 7.33 7.34
Mon 11/23/09 42 0.00 3 2.677 50 19.0 9 7.40 7.41
Tue 11/24/09 39 0.00 1 1.428 60 19.0 7 7.26 7.27
Wed 11/25/09 36 0.00 1 2.928 40 20.0 1 7.31 7.32 69.0
Thu 11/26/09 26 0.00 2 1.498 50 20.0 3 7.35 7.36
Fri  11/27/09 40 0.00 2 2.652 75 21.0 4 7.32 7.33
Sat  11/28/09 43 0.00 1 2.664 50 21.0 6 7.29 7.30
Sun  11/29/09 43 0.20 3 2.901 60 19.0 4 7.35 7.36
Mon  11/30/09 28 0.00 2 2.635 45 19.0 10 7.32 7.33
Tue 12/01/09 32 2 2.687 45 19.0 5 7.28 7.29
Minimum 26 000 1388 35 16.0 7.01 7.02 410
Maximum 60 0.20 3.560 75 22.0 7.64 7.65 160.0
Total 0.25 78.891 1,565 357.5
Average 47 0.01 2.545 50 20.2 6 89.4
LEGEND
@ = NON REPORTABLE DID NOT MEET DEPLETION RULES I hereby certify the above to be correct to the best
* = NO TEST RESULTS of my knowledge.
| = AIR BUBBLES

& = DID NOT MEET GGA ACCURACY
Signed Matthew Maly

Title Utility Maint Manager
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INF
BOD
MGI/L

113.0

187.0

129.0

141.0

113.0
187.0
570.0
142.5



Day

Sun
Mon
Tue
Wed
Thu
Fri
Sat
Sun
Mon
Tue
Wed
Thu
Fri
Sat
Sun
Mon
Tue
Wed
Thu
Fri
Sat
Sun
Mon
Tue
Wed
Thu
Fri
Sat
Sun
Mon
Tue

Date

11/01/09
11/02/09
11/03/09
11/04/09
11/05/09
11/06/09
11/07/09
11/08/09
11/09/09
11/10/09
11/11/09
11/12/09
11/13/09
11/14/09
11/15/09
11/16/09
11/17/09
11/18/09
11/19/09
11/20/09
11/21/09
11/22/09
11/23/09
11/24/09
11/25/09
11/26/09
11/27109
11/28/09
11/29/09
11/30/08
12/01/09

LEGEND

EFF

FLOW WATER SOLIDS pH-1

MGD

2.963
2.932
1.626
2.735
2.703
3.560
2892
3.087
1.438
1.388
2642
2.743
2.985
2811
2.783
2682
2.750
1.425
2.779
2.567
2.900
2.530
2677
1.428
2928
1.498
2652
2664
2.901
2.635
2.687

1.388
3.560
78.891
2.545

Yukon Wastewater Treatment Plant

MONTHLY MONITORING REPORT-PERMIT #0K0028584

EFF SETTLED EFF

TEMPC MUL
20.0 0.1
20.0 0.1
21.0 0.1
21.0 0.2
21.0 0.1
21.0 03
20.0 0.2
20.0 0.2
21.0 0.1
220 0.1
21.0 0.1
20.0 0.1
21.0 0.1
21.0 0.1
20.0 0.1
17.0 0.1
20.0 0.1
18.0 0.3
18.0 0.1
20.0 0.3
19.0 0.1
19.0 0.2
19.0 0.2
19.0 0.1
18.0 05
18.0 1.0
19.0 0.1
20.0 1.0
20.0 1.0
19.0 0.5
18.0 0.5
17.0 0.1
22.0 1.0
19.7

S.u.

7.28
7.16
2T
7.36
7.08
7.23
7.27
713
7.15
7.33
713
7.24
i
7.1
7.15
7.40
7.27
7.03
7.23
7.05
7.16
712
7.06
7.06
7.03
7.08
712
7.16
710
7.46
7.18

7.03
7.46

Reporting Period For

EFF
pH-1
S.u.

7.29
i
7.28
7.37
7.09
7.24
7.28
7.14
7.16
7.34
7.14
7.25
12
712
7.16
7.41
7.28
7.04
7.24
7.06
A7
7.13
7.07
7.07
7.04
7.09
713
AT
711
7.47
719

7.04
7.47

EFF

November 2009

EFF EFF

CHLORIDES TSS BOD

mg/l

68
66
74
66
66
74

68
64
72
76
72
70
60

62
64
60
74
66

72
68

66
62
64
66
62

60
64
68
68
64
72

60
76

67

MGL  MG/L

0.5 5.1

0.5 28

0.5 5.1

215 10.5

05 28
215 105

58 59

FECAL

Page 20

EFF

D.O. RESIDUALCOLIFORM ALK
CO/MOOML  MGIL

EFF cL2
MGIL MG
5.8 0.06
38 0.05
38 0.02
42 0.06
3.7 0.03
43 0.02
4.1 0.06
43 0.04
43 0.05
48 0.04
48 0.05
4.1 0.06
49 0.02
49 0.03
52 0.02
5.3 0.06
52 0.06
5.4 0.03
54 0.06
40 0.07
38 0.05
4.1 0.02
4.2 0.04
5.1 0.02
43 0.04
45 0.04
46 0.03
48 0.02
4.4 0.02
46 0.04
49 0.02
37 002
5.8 0.07
46 0.04

@ = NON REPORTABLE DID NOT MEET DEPLETION RULES | hereby certify the above to be correct to the best
* = NO TEST RESULTS
! = AIR BUBBLES

& = DID NOT MEET GGA ACCURACY

of my knowledge.
Signed Matthew Maly
Title Utility Maint Manager

210
252
220
214
244
234
216
218
246
218
230
220
230
234
240
208
210
212
220
184
252
254
222
202
224
220
224
218
220
198
220

184
254

223



Yukon Wastewater Treatment Plant

fa4 MONTHLY MONITORING REPORT-PERMIT #OK0028584 Page 3 of 4
Reporting Period For Novem! 2009

SVI DIGEST DIGEST EFFLUENTEFFLUENT ALKALINITY | pH |.  CHLORIDES | FECAL COLIFORM

AER Ph  TEMP COPPER CYANIDE ABOVE BELOW ABOVEBELOW ABOVE BELOW | ABOVE BELOW

Day Date MUG  S.U. AC UGL  UGL | MGL MGL | SU. SU.  MGL MG/L CO/100ML CO/100ML

Sun 11/01/09

Mon 11/02/09 187
Tue 11/03/09 171
Wed 11/04/09 196
Thu 11/05/09 162 230 234 786 7.91 76 74 100
Fri  11/06/09 184

Sat  11/07/09
Sun 11/08/09

Mon 11/09/09 189
Tue 11/10/09 218
Wed 11/11/09 200
Thu 11/12/09
Fri  11/13/09

Sat  11/14/09
Sun 11/15/09
Mon 11/16/09

Tue 11/17/09 154
Wed 11/18/09 151
Thu 11/19/09 164
Fri  11/20/08 201

Sat  11/21/09
Sun 11/22/09

Mon 11/23/09 145
Tue 11/24/09 172
Wed 11/25/09 207

Thu 11/26/09
Fri  11/27/09
Sat  11/28/09
Sun  11/29/09

Mon 11/30/09 155
Tue 12/01/09 170
Minimum 145 230 234 786 7.91 76 74 100
Maximum 218 230 234 786 7.91 76 74 100
Total
Average 178 230 234 76 74
LEGEND
@ = NON REPORTABLE DID NOT MEET DEPLETION RULES | hereby certify the above to be correct to the best
* = NO TEST RESULTS of my knowledge.
| = AIR BUBBLES

& = DID NOT MEET GGA ACCURACY
Signed  Matthew Maly

Title Utility Maint Manager



188 189 190 191
Day Date MGI/L MGI/L Cc C UGI/L
Sun  11/01/09
Mon  11/02/09
Tue  11/03/09
Wed 11/04/09
Thu  11/05/09 8.1 8.4 19 19
Fri 11/06/09
Sat 11/07/09
Sun  11/08/09
Mon  11/09/09
Tue 11/10/09
Wed 11/11/09
Thu  11/12/09
Fri 11/13/09
Sat 11/14/09
Sun  11/15/09
Mon 11/16/09
Tue 11/17/09
Wed 11/18/09
Thu  11/19/09
Fri 11/20/09
Sat 11/21/09
Sun  11/22/09
Mon  11/23/09
Tue  11/24/09
Wed 11/25/09
Thu  11/26/09
Fri 11/27/09
Sat 11/28/09
Sun  11/29/09
Mon  11/30/09
Tue 12/01/09
- 8.1 84 19 19 . - -
8.1 8.4 19 19
8.1 8.4 19 19
LEGEND
@ = NON REPORTABLE DID NOT MEET DEPLETION RULES | hereby certify the above to be correct to the best
*=NO TEST RESULTS of my knowledge.
! = AIR BUBBLES

Yukon Wastewater Treatment Plant

MONTHLY MONITORING REPORT-PERMIT #0OK0028584
Reporting Period For November2009

DO-ABOVEDO-BELOW TEMP-A TEMP-B  Selenium

& = DID NOT MEET GGA ACCURACY

Signed Matthew Maly

Title Utility Maint Manager

Page 4 of 4



Yukon Wastewater Treatment Plant

MONTHLY MONITORING REPORT-PERMIT #0K0028584

Reporting Period For December 2009

INF
pH-2
S.U.

7.29
7.25
7.43
7.34
7.29
7.26
7.34
7.32
7.21
7.64
7.39
7.41
7.36
7.24
7.42
7.35
7.54
7.55
7.43
7.32
7.48
7.62
7.46
7.38
7.45
7.47
7.37
7.53
7.44
7.48
7.34

7.21
7.64

INF
TSS
MGI/L

104.0

178.0

820

118.0

120.0

820
178.0
602.0
120.4

AIR TEMP CLOUD INF SCREENING INF SETTLED INF
DEGREE RAINFALL CONDITION ~FLOW REMOVED WATER SOLIDS pH-1

DAY Date AF  INCHES S.C.U MGD Cu.Ft. TEMPC MUL S.U.
Tue 12/01/09 32 2 2.687 45 19.0 5 7.28
Wed 12/02/09 40 3 2.586 48 19.0 10 7.25
Thu 12/03/09 24 2 2.516 45 17.0 6 7.42
Fri  12/04/09 19 2 2617 40 17.0 8 7.33
Sat  12/05/09 25 1 2.621 45 18.0 6 7.28
Sun  12/06/09 36 2 2.658 50 18.0 7 7.25
Mon 12/07/09 27 0.15 3 2.511 55 15.0 8 7.33
Tue 12/08/09 29 3 2.594 40 17.0 9 7.31
Wed 12/09/09 14 1 3.192 55 16.0 1 7.20
Thu 12/10/09 10 1 3.139 45 17.0 5 7.63
Fri  12/11/09 20 2 2.851 30 17.0 6 7.38
Sat  12/12/09 36 3 1.452 55 17.0 8 7.40
Sun  12/13/09 34 2 2.666 60 17.0 4 7.35
Mon 12/14/09 50 3 2.347 45 18.0 8 7.23
Tue 12/15/09 16 2 2.339 55 15.0 6 7.41
Wed 12/16/09 13 2 2.538 40 17.0 4 7.34
Thu 12/17/09 28 2 2.408 65 17.0 4 7.53
Fri  12/18/09 34 0.00 1 2.642 55 18.0 8 7.54
Sat  12/19/09 34 0.00 3 2.472 60 18.0 6 7.42
Sun  12/20/09 34 0.00 1 2.477 55 18.0 8 7.31
Mon 12/21/09 37 0.00 1 2.434 50 18.0 9 7.47
Tue 12/22/09 52 0.00 3 2.969 50 18.0 7 7.61
Wed 12/23/09 41 0.00 3 2.527 60 18.0 5 7.45
Thu 12/24/09 38 1.00 3 2.932 60 16.0 9 7.37
Fri  12/25/09 16 1 2.688 40 17.0 8 7.44
Sat  12/26/09 24 1 3.407 45 16.0 7 7.46
Sun  12/27/09 26 3 2.592 45 15.0 4 7.36
Mon 12/28/09 24 1 2.637 40 16.0 6 7.54
Tue 12/29/09 28 2 2.704 50 16.0 3 7.43
Wed 12/30/09 34 3 2.892 45 15.0 3 7.47
Thu 12/31/09 32 2 2.892 50 16.0 2 7.33

Minimum 10 0.00 1.452 30 150 - 7.20

Maximum 52 1.00 3.407 65 19.0 7.63

Total 1.15 81.987 1,523

Average 29 0.14 2.645 49 17.0 6

LEGEND

@ = NON REPORTABLE DID NOT MEET DEPLETION RULES | hereby certify the above to be correct to the best
* = NO TEST RESULTS of my knowledge.
| = AIR BUBBLES

& = DID NOT MEET GGA ACCURACY

Signed Matthew Maly

Title Utility Maint Manager
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INF
BOD
MG/L

138.0

161.0

169.0

204.0

175.0

138.0
204.0
847.0
169.4



Day

Tue
Wed
Thu
Fri
Sat
Sun
Mon
Tue
Wed
Thu
Fri
Sat
Sun
Mon
Tue
Wed
Thu
Fri
Sat
Sun
Mon
Tue
Wed
Thu
Fri
Sat
Sun
Mon
Tue
Wed
Thu

EFF

FLOW WATER SOLIDS pH-1

Yukon Wastewater Treatment Plant

MONTHLY MONITORING REPORT-PERMIT #0K0028584

EFF SETTLED EFF

Date MGD TEMPC MUL  S.U.
12/01/09 2687 180 0.5 7.18
12/02/09 2586  17.0 0.1 7.21
12/03/09 2516  17.0 0.1 7.12
12/04/09 2617 180 0.1 7.20
12/05/09 2621 180 0.3 7.14
12/06/09 2658  18.0 0.4 7.16
12/07/09 2511  17.0 0.1 7.19
12/08/09 2594  18.0 05 717
12/09/09 3192  15.0 0.5 7.26
12/10/09 3139  16.0 0.5 7.22
12/11/09 2851  15.0 0.5 7.24
12112109 1.452  15.0 0.5 7.21
12/13/09 2666 16.0 0.5 7.18
12/14/09  2.347 150 0.1 7.26
12/15/09 2339  14.0 0.5 7.34
12/16/09 2538  15.0 05 7.18
12/17/09 2408  15.0 0.5 7.54
12/18/09 2642  16.0 0.3 7.29
12/19/09 2472 18.0 0.2 7.16
12/20/09 2477 17.0 0.2 7.11
12/21/09 2434 180 0.5 7.32
12/22/09 2549  18.0 04 7.47
12/23/09 2275 180 0.1 7.32
12/24/09 2092  17.0 0.1 7.23
12/25/09 2352  16.0 0.1 7.24
12/26/09 2.315 150 0.3 7.21
12/27/09 1920 15.0 0.1 7.19
12/28/09 2637 140 0.1 7.31
12/29/09 2704  17.0 0.1 7.22
12/30/09 2892 150 0.1 7.19
12/31/09 2892  16.0 0.1 7.16
1452 140 01 711
3192  18.0 0.5 7.54
78.375
2528 164
LEGEND

Reporting Period For

EFF
pH-1
S.u.

719
7.22
7.13
7.21
7.15
717
7.20
7.18
7.27
7.23
7.25
722
7.19
7.27
7.35
7.19
7.55
7.30
717
12
7.33
7.48
7.33
7.24
7.25
7.22
7.20
7.30
7.23
7.20
A7

7.12
755

EFF

mg/l

72
70
72
76
64
72
70
78
78
78
68
64
68
46
66
58
76
68
72
72
68
64
62

R

46
82

69

EFF

CHLORIDES TSS

MG/L

5.0

6.5

5.0

5.0

5.0

5.0
6.5

5.3

Page 20

EFF

D.O. RESIDUALCOLIFORM ALK
MG/L CO/M00ML MGIL

December 2009
EFF EFF cL2
BOD
MG/L MGI/L
4.9 0.02
3.2 0.07
2.0 4.7 0.01
49 0.04
4.8 0.06
4.2 0.04
4.5 0.02
5.0 4.3 0.01
59 0.01
5.7 0.02
5.5 0.03
56 0.04
5.3 0.03
24 54 0.02
56 0.05
56 0.06
5.7 0.06
5.2 0.05
4.7 0.02
53 0.06
3.8 0.02
55 46 0.02
38 0.03
6.2 0.06
5.8 0.07
45 0.05
5.1 0.06
6.8 0.02
3.2 53 0.04
49 0.02
5.1 0.07
2.0 32 0.01
55 6.8 0.07
36 5.1 0.04

@ = NON REPORTABLE DID NOT MEET DEPLETION RULES | hereby certify the above to be correct to the best
*=NO TEST RESULTS
| = AIR BUBBLES

& = DID NOT MEET GGA ACCURACY

of my knowledge.
Signed Matthew Maly
Title

220
218
210
200
220
220
192
192
194
196
200
190
210
172
180
160
200
228
210
182
254
246
266
230
240
156
154
204
198
192
196

154
266

204

Utility Maint Manager



Yukon Wastewater Treatment Plant

fa MONTHLY MONITORING REPORT-PERMIT #0K0028584 Page 3 of 4
Reporting Period For Decem! 2009
SVI DIGEST DIGEST EFFLUENTEFFLUEN'I1 ALKALINITY | pH .  CHLORIDES | FECAL COLIFORM

AER Ph TEMP COPPER CYANIDE‘ ABOVE BELOW !ABOVEBELOW ABOVE BELOW | ABOVE BELOW

Day Date MUG S.uU. AC UG/L UG/L MG/L MG/L | SU. SU. | MGL MG/L | CO/100ML CO/100ML
Tue 12/01/09 170

Wed 12/02/09 184

Thu 12/03/09 203 320 340 822 805 128 134 12
Fri ~ 12/04/09 149

Sat  12/05/09

Sun 12/06/08

Mon 12/07/09 148

Tue 12/08/09 147

Wed 12/09/09 119

Thu 12/10/09 177

Fri  12/11/09 168

Sat  12/12/09

Sun 12/13/09

Mon 12/14/09 170

Tue 12/15/09 163

Wed 12/16/09 151

Thu 12/17/09 178

Fri  12/18/09 195

Sat  12/19/09
Sun 12/20/09

Mon 12/21/09 165
Tue 12/22/09
Wed 12/23/09 220
Thu 12/24/09 180
Fri  12/25/09
Sat  12/26/09
Sun  12/27/09
Mon 12/28/09 166
Tue 12/29/09 170
Wed 12/30/09 173
Thu 12/31/09 168
Minimum 119 o o 320 340 822 805 128 134 - 12
Maximum 220 320 340 822 805 128 134 12
Total
Average 170 320 340 128 134
LEGEND
@ = NON REPORTABLE DID NOT MEET DEPLETION RULES | hereby certify the above to be correct to the best
* = NO TEST RESULTS of my knowledge.
| = AIR BUBBLES

& = DID NOT MEET GGA ACCURACY
Signed  Matthew Maly

Title Utility Maint Manager



Yukon Wastewater Treatment Plant

MONTHLY MONITORING REPORT-PERMIT #0OK0028584

Reporting Period For December2009

DO-ABOVEDO-BELOW TEMP-A TEMP-B  Selenium
188 189 190 191
Day Date MGI/L MG/L B C_: B C UG/L

Tue  12/01/09

Wed 12/02/09

Thu  12/03/09 83 85 10 10

Fri 12/04/09

Sat 12/05/09

Sun  12/06/09

Mon  12/07/09

Tue 12/08/09

Wed 12/09/09

Thu  12/10/09

Fri 12/11/09

Sat 12/12/09

Sun  12/13/09

Mon  12/14/09

Tue 12/15/09

Wed 12/16/09

Thu  12/17/09

Fri 12/18/09

Sat  12/19/09

Sun  12/20/09

Mon  12/21/09

Tue 12/22/09

Wed 12/23/09

Thu  12/24/09

Fri 12/25/09

Sat 12/26/09

Sun  12/27/09

Mon  12/28/09

Tue  12/29/09

Wed 12/30/09

Thu  12/31/09
83 85 10 10 -
8.3 8.5 10 10
8.3 8.5 10 10

LEGEND

@ = NON REPORTABLE DID NOT MEET DEPLETION RULES
=NO TEST RESULTS

| = AIR BUBBLES
& = DID NOT MEET GGA ACCURACY

*

| hereby certify the above to be correct to the best
of my knowledge.

Signed Matthew Maly

Title Utility Maint Manager
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Yukon Wastewater Treatment Plant

MONTHLY MONITORING REPORT-PERMIT #0OK0028584

Reporting Period For January 2010

AIR TEMP CLOUD INF SCREENING  INF  SETTLED INF INF INF
DEGREE RAINFALL CONDITION FLOW REMOVED WATER SOLIDS pH-1 pH-2 TSS
DAY Date N INCHES SC.U MGD Cu.Ft. TEMPC MLL S.U. ~ S.uU. MGL
Fri ~ 01/01/10 21 2 2692 60 16.0 2 7.37 7.38
Sat  01/02/10 17 3 2527 60 16.0 3 7.40 7.41
Sun 01/03/10 23 3 6.853 45 16.0 3 7.38 7.39
Mon 01/04/10 19 3 2.471 50 17.0 6 7.44 7.45
Tue 01/05/10 27 3 2.828 50 17.0 4 7.33 7.34
Wed 01/06/10 24 2 2782 65 15.0 4 7.62 7.63 39.0
Thu 01/07/10 10 3 2.523 55 14.0 2 7.68 7.69
Fri ~ 01/08/10 6 2 2770 50 16.0 3 7.54 7.55
Sat  01/09/10 9 1 2.795 50 16.0 5 7.25 7.26
Sun 01/10/10 10 1 2.886 55 16.0 4 7.28 7.29
Mon 01/11/10 27 0.00 2 2477 65 15.0 2 7.52 7.53
Tue 01/12/10 26 0.00 1 2.545 55 16.0 7 7.50 7.51
Wed 01/13/10 34 0.00 2 2.764 65 16.0 7 7.42 7.43 64.0
Thu 01/14/10 45 3 2.824 50 17.0 4 7.43 7.44
Fri ~ 01/15/10 45 0.10 3 2.495 55 16.0 7 7.58 7.59
Sat  01/16/10 46 0.10 3 2677 50 17.0 5 7.52 7.53
Sun 01/17/10 42 3 2.909 65 16.0 7 7.36 7.37
Mon 01/18/10 39 2 2.659 100 17.0 6 7.47 7.48
Tue 01/19/10 37 3 4.926 55 17.0 8 7.56 7.57
Wed 01/20/10 38 0.50 1 4610 45 19.0 5 7.86 7.87 83.8
Thu 01/21/10 40 8 3.610 40 17.0 3 7.49 7.50
Fri 01/22/10 40 2 3.581 40 17.0 3 7.53 7.54
Sat  01/23/10 46 0.10 3 3.407 40 17.0 2 7.56 7.57
Sun 01/24/10 2 3.235 75 17.0 3 7.49 7.50
Mon 01/25/10 36 0.00 1 3113 50 15.0 2 7.60 7.61
Tue 01/26/10 2 3.267 55 15.0 2 7.55 7.56
Wed 01/27/10 41 3 3.465 45 16.0 2 7.70 7.71 50.0
Thu 01/28/10 32 0.10 3 4109 45 15.0 4 7.63 7.64
Fri ~ 01/29/10 23 3 3.993 30 14.0 T 7.62 7.63
Sat  01/30/10 19 3 3.985 40 15.0 2 7.41 7.42
Sun 01/31/10 19 3 3.282 40 15.0 1 7.43 7.44
Minimum 6 0.00 2.471 30 14.0 7.25 7.26 39.0
Maximum 46 0.50 6.853 100 19.0 7.86 7.87 83.8
Total 0.90 101.060 1,645 236.8
Average 29 0.10 3.260 53 16.1 4 59.2
LEGEND
@ = NON REPORTABLE DID NOT MEET DEPLETION RULES | hereby certify the above to be correct to the best
* = NO TEST RESULTS of my knowledge.
! = AIR BUBBLES

& = DID NOT MEET GGA ACCURACY
Signed Matthew Maly

Title Utility Maint Manager
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59.6

97.5

142.0

69.2

59.6
142.0
368.3

92.1



Day

Fri
Sat
Sun
Mon
Tue
Wed
Thu
Fri
Sat
Sun
Mon
Tue
Wed
Thu
Fri
Sat
Sun
Mon
Tue
Wed
Thu
Fri
Sat
Sun
Mon
Tue
Wed
Thu
Fri
Sat
Sun

Date

01/01/10
01/02/10
01/03/10
01/04/10
01/05/10
01/06/10
01/07110
01/08/10
01/09/10
01/10/10
01/11/10
01/12/10
01/13/10
01/14/10
01/15/10
01/16/10
01/17/110
01/18/10
01/19/10
01/20/10
01/21/10
01/22/10
01/23/10
01/24/10
01/25/10
01/26/10
01/27/10
01/28/10
01/29/10
01/30/10
01/31/10

LEGEND

EFF

MGD TEMPC MUL

2.962
2.527
2.653
2471
2.828
2698
2.523
2.770
2.795
2.886
2477
2.545
2.764
2.824
2.495
2677
2.909
2.659
1.802
2.090
1.846
2.069
2.063
2.059
1.769
1.839
1.953
1.925
1.809
1.801
1.854

Yukon Wastewater Treatment Plant

MONTHLY MONITORING REPORT-PERMIT #0K0028584

Reporting Period For

EFF SETTLED EFF EFF
FLOW WATER SOLIDS pH-1 pH-1

15.0
15.0
14.0
16.0
17.0
15.0
13.0
8.0

14.0
15.0
14.0
15.0
15.0
16.0
16.0
17.0
16.0
17.0
17.0
19.0
17.0
17.0
17.0
16.0
7.0

15.0
15.0
14.0
13.0
13.0
13.0

1.769
2.962
73.442
2.369

7.0
19.0

14.9

0.1
0.1
0.1
0.1
0.1
0.1
0.1
0.1
0.1
1.0
0.5
0.5
0.5
0.5
0.2
0.2
0.1
0.1
0.2
0.1
0.1
0.1
0.1
0.1
0.5
0.1
0.1
0.5
0.5
05
0.5

0.1
10

S.u.

7.20
7.18
7.20
7.19
7.30
7.37
7.24
7.30
7.16
7.19
7.26
7.25
7.22
7.20
7.32
7.24
7.19
7.26
7.30
7.52
7.24
747
7.20
7.18
7.76
7.51
7.61
7.37
7.24
7.30
7.24

7.16

7.76

sU.

7.21
719
7.21
7.20
7.31
7.38
7.25
7.31
74T
7.20
7.27
7.26
7.23
7.21
7.33
7.25
7.20
7.27
7.31
7.53
7.25
7.18
7.21
7.19
7.77
7.52
7.62
7.38
7:25
7.31
7.25

717
7.77

EFF

EFF

CHLORIDES TSS

mg/l

78
78
72

B8B83 EIB883388383

62
72

70
106
80

76

52

106

68

MGI/L

5.0

6.0

5.0

50

5.0
6.0

53

January

EFF
BOD
MGIL

6.3

56

20

31

20
6.3

4.3

2010
EFF cL2 FECAL
D.O. RESIDUALCOLIFORM
MG/IL MG/ CO/100ML
5.2 0.04
5.4 0.06
5.3 0.06
5.5 0.04
3.4 0.02
4.1 0.02
4.0 0.02
48 0.04
40 0.02
4.1 0.04
5.9 0.02
5.0 0.02
47 0.05
40 0.04
5.0 0.06
5.2 0.04
54 0.06
46 0.05
5.1 0.06
5.1 0.03
6.0 0.05
5.8 0.05
56 0.02
57 0.02
5.1 0.04
53 0.02
5.7 0.02
54 0.02
55 0.05
5.7 0.03
53 0.02
34 002
6.0 0.06
5.1 0.04

@ = NON REPORTABLE DID NOT MEET DEPLETION RULES [ hereby certify the above to be correct to the best

* = NO TEST RESULTS

& = DID NOT MEET GGA ACCURACY

! = AIR BUBBLES

of my knowledge.
Signed Matthew Maly
Title

Utity Maint Manager
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EFF
ALK
MG/L
190
194
200
204
204
220
220
206
218
200
250
244
240
230
220
204
248
238
240
240
220
236
230
198
252
220
220
220
210
204
204

180
252

220



Yukon Wastewater Treatment Plant

fa MONTHLY MONITORING REPORT-PERMIT #0OK0028584 Page 3 of 4
Reporting Period For Januan 2010
SVI DIGEST DIGEST EFFLUENTEFFLUENT ALKALINITY |  pH |. CHLORIDES | FECAL COLIFORM
AER Ph  TEMP COPPER CYANIDE ABOVE BELOW ABOVEBELOW ABOVE BELOW BELOW
Day Date  MUG SU. AC UGIL UGL | MGL MGL | SU. SU | MGL MG/ |CO/100ML CO/100ML
Fri  01/01/10
Sat  01/02/10
Sun 01/03/10
Mon 01/04/10 210
Tue 01/05/10 241
Wed 01/06/10
Thu 01/07/10
Fri  01/08/10 133
Sat  01/09/10
Sun 01/10/10
Mon 01/11/10 182
Tue 01/12/10 185
Wed 01/13/10 136 344 360 816 817 144 134 110
Thu 01/14/10 167
Fri  01/15/10 193
Sat  01/16/10
Sun 01M17/10
Mon 01/18/10 169
Tue 01/19/10
Wed 01/20/10 193
Thu 01/21/10 192
Fri = 01/22/10
Sat  01/23/10
Sun 01/24/10
Mon 01/25/10 152
Tue 01/26/10 164
Wed 01/27/10 171
Thu 01/28/10 157
Fri  01/29/10 170
Sat  01/30/10
Sun 01/31/10
Minimum 133 o ' 344 360 816 817 144 134 110
Maximum 241 344 360 816 817 144 134 110
Total
Average 176 344 360 144 134
LEGEND
@ = NON REPORTABLE DID NOT MEET DEPLETION RULES | hereby certify the above to be correct to the best
* = NO TEST RESULTS of my knowledge.
| = AIR BUBBLES

& = DID NOT MEET GGA ACCURACY
Signed  Matthew Maly

Title Utility Maint Manager



Yukon Wastewater Treatment Plant

MONTHLY MONITORING REPORT-PERMIT #0K0028584
Reporting Period For January 2010

DO-ABOVEDO-BELOW TEMP-A TEMP-B  Selenium

188 189 190 191
Day Date MG/L MG/L Cc C UG/L
Fri 01/01/10
Sat  01/02/10
Sun  01/03/10
Mon  01/04/10
Tue 01/05/10
Wed 01/06/10
Thu  01/07/10
Fri 01/08/10
Sat  01/09/10
Sun  01/10/10
Mon  01/11/10
Tue 01/12/10
Wed 01/13/10 14.6 153 9 9
Thu  01/14/10
Fri 01/15/10
Sat  01/16/10
Sun 0117110
Mon  01/18/10
Tue 01/19/10
Wed 01/20/10
Thu  01/21/10
Fri 01/22/10
Sat  01/23/10
Sun  01/24/10
Mon 01/25/10
Tue 01/26/10
Wed 01/27/10
Thu  01/28/10
Fri 01/29/10
Sat  01/30/10
Sun  01/31/10
146 153 9 9
146 153 9 9
146 15.3 9 9
LEGEND
@ = NON REPORTABLE DID NOT MEET DEPLETION RULES | hereby certify the above to be correct to the best
* = NO TEST RESULTS of my knowledge.
| = AIR BUBBLES

& = DID NOT MEET GGA ACCURACY

Signed Matthew Maly

Title Utility Maint Manager

Page 4 of 4



DAY

Mon
Tue
Wed
Thu
Fri
Sat
Sun
Mon
Tue
Wed
Thu
Fri
Sat
Sun
Mon
Tue
Wed
Thu
Fri
Sat
Sun
Mon
Tue
Wed
Thu
Fri
Sat
Sun
Mon
Tue
Wed

DEGREE RAINFALL CONDITION
INCHES S.C.U

AIR TEMP
Date al;
02/01/10 30
02/02/10 33
02/03/10 28
02/04/10 36
02/05/10 36
02/06/10 32
02/07/10 34
02/08/10 36
02/09/10 20
02/10/10 25
02/11/10 32
02/12/10 30
02/13/10 32
02/14/10 30
02/15/10 25
02/16/10 25
02/17/10 23
02/18/10 37
02/19/10 46
02/20/10 36
02/21/10 36
02/22/10 29
02/23/10 25
02/24/10 21
02/25/10 37
02/26/10 33
02/27/10 31
02/28/10 38
03/01/10 37
03/02/10 29
03/03/10 33
Minimum 20
Maximum 46
Total
Average 31
LEGEND

Yukon Wastewater Treatment Plant

0.05
0.05

0.10
0.05

0.00

0.40

0.10
0.10
0.00

0.00
0.40
0.85
0.09

MONTHLY MONITORING REPORT-PERMIT #0K0028584

CLOUD

NN WRN = WWNWWWWN = =S W W W Wwoww = W W= W W ww

Reporting Period For February 2010

INF
FLOW
_meD

3.388
3.334
3.518
1.624
6.834
5.641
4.541
3.940
3.589
3.744
3.704
4.701
5.321
6.108
4.493
3.990
4.581
4117
3.943
4614
5.789
3.808
3.591
3.934
3.654
3.549
3.500
3.558
6.268
5.776
5811

1.624
6.834
134.963
4354

SCREENING  |[NF  SETTLED
REMOVED WATER SOLIDS
Cu. Ft. TEMPC ML/L
45 16.0 3
50 14.0 3
55 16.0 8
40 15.0 10
55 16.0 8
45 14.0 3
50 15.0 a
50 15.0 6
55 14.0 9
65 15.0 3
55 15.0 B
55 15.0 80
75 15.0 20
55 15.0 10
55 11.0 6
55 13.0 4
75 14.0 6
55 14.0 4
45 14.0 10
55 14.0 60
100 14.0 40
65 15.0 3
80 15.0 2
65 14.0 10
60 14.0 20
70 14.0 25
55 15.0 9
60 16.0 5
50 14.0 25
60 16.0 40
60 18.0 10

40 11.0
100 18.0
1,815
59 14.7 15

@ = NON REPORTABLE DID NOT MEET DEPLETION RULES

* = NO TEST RESULTS

! = AIR BUBBLES

& = DID NOT MEET GGA ACCURACY

INF
pH-1
S.uU.

7.46
7.40
7.55
7.40
7.38
7.47
7.45
7.49
7.54
7.46
7.49
7.35
7.39
7.42
7.37
7.29
7.32
7.37
7.41
7.31
7.28
7.52
7.56
7.50
7.45
7.35
7.48
7.58
7.34
7.37
7.50

7.28
7.58

INF
pH-2
S.U.

7.47
7.41
7.56
7.41
7.39
7.48
7.46
7.50
7.55
7.47
7.50
7.36
7.40
7.43
7.38
7.30
7.33
7.38
7.42
7.32
7.29
7.53
7.57
7.51
7.46
7.36
7.49
7.59
7.35
7.38
7.51

7.29
7.59

INF
TSS
MG/L

62.0

101.0

68.0

77.0

62.0
101.0
394.0

78.8

| hereby certify the above to be correct to the best
of my knowledge.

Signed Matthew Maly

Title Utility Maint Manager

Page 1 of 4

INF
BOD
MG/L

115.0

83.0

95.5

105.0

83.0
115.0
483.3

96.7



Day

Mon
Tue
Wed
Thu
Fri
Sat
Sun
Mon
Tue
Wed
Thu
Fri
Sat
Sun
Mon
Tue
Wed
Thu
Fri
Sat
Sun
Mon
Tue
Wed
Thu
Fri
Sat
Sun
Mon
Tue
Wed

Date

02/01/10
02/02/10
02/03/10
02/04/10
02/05/10
02/06/10
02/07/110
02/08/10
02/09/10
02/10/110
02/11/10
02/12/10
02/13/10
02/14/10
02/15/10
02/16/10
02/17110
02/18/10
02/19/10
02/20/10
02721110
02/22/10
02/23/10
02/24/10
02/25/10
02/26/10
02/27110
02/28/10
03/01/10
03/02/10
03/03/10

LEGEND

EFF

MGD TEMPC MUL

1.960
1.906
2.762
1.456
6.666
5.557
4.541
3.940
3.589
3.744
3.704
4.701
5.321
5.184
4.493
3.990
4.581
4117
3.943
4614
5.789
3.808
3.591
3.934
3.654
3.549
3.500
3.558
2572
1.744
1.947

1.456
6.666

118.415

Yukon Wastewater Treatment Plant

MONTHLY MONITORING REPORT-PERMIT #0K0028584

Reporting Period For

February 2010

EFF
BOD
MGIL

EFF SETTLED EFF EFF EFF EFF
FLOW WATER SOLIDS pH-1 pH-1 CHLORIDES TSS
S.U. su. mg/l MGIL
14.0 0.5 747 7.18 86
14.0 0.1 7.20 7.21 60
15.0 0.2 7.02 7.03 84 5.0
14.0 0.2 7.06 7.07 62
15.0 0.1 7.05 7.06 70
14.0 0.2 717 7.18 60
14.0 0.1 7.16 7.17 60
15.0 0.1 7.33 7.34 66
14.0 0.3 7.30 7.31 64
15.0 0.1 7.18 7.19 62 5.0
15.0 0.1 7.05 7.06 70
14.0 0.1 6.96 6.97 72
14.0 0.5 7.10 7.11 70
14.0 0.1 7.15 7.16 74
13.0 0.1 7.10 7.11 60
13.0 0.1 7.03 7.04 56
13.0 0.1 7.02 7.03 64 5.0
14.0 0.1 7.01 7.02 86
14.0 0.1 7.09 7.10 68
14.0 0.1 712 713 74
14.0 0.1 7.18 7.19 78
15.0 0.1 7.12 7.13 62
13.0 0.1 7.18 7.19 72
15.0 0.1 7.25 7.26 70 5.0
13.0 0.5 7.04 7.05 68
15.0 0.1 7.09 7.10 66
15.0 0.1 7.16 747 68
16.0 0.1 7.26 7.27 76
14.0 0.1 7.10 7.11 52 5.0
16.0 0.1 7.15 7.16 70
16.0 0.1 7.33 7.34 70
13.0 0.1 6.96 6.97 52 5.0
16.0 05 7.33 7.34 86 5.0
14.3 68 5.0

3.820

2.5

52

2.7

6.4

21

21
6.4

38

EFF

CL2 FECAL

Page2o0

EFF

D.O. RESIDUALCOLIFORM ALK
MG/L CO/M00ML MGIL

MG/L

5.1
53
4.8
3.7
52
6.0
59
57
6.0
5.8
4.1
33
4.0
4.2
4.8
4.5
4.5
33
3.7
3.8
5.2
3.7
36
5.1
4.1
3.5
39
3.7
38
3.7
4.0

33
6.0

45

0.04
0.05
0.02
0.05
0.06
0.03
0.05
0.06
0.05
0.06
0.02
0.08
0.04
0.02
0.08
0.04
0.05
0.04
0.03
0.07
0.04
0.04
0.03
0.03
0.02
0.02
0.06
0.06
0.06
0.03
0.07

0.02
0.08

0.05

@ = NON REPORTABLE DID NOT MEET DEPLETION RULES | hereby certify the above to be correct to the best

* = NO TEST RESULTS

! = AIR BUBBLES
& = DID NOT MEET GGA ACCURACY

of my knowledge.
Signed Matthew Maly
Title Utility Maint Manager

204
180
198
206
206
208
220
268
246
372
244
248
242
240
220
230
234
238
238
230
236
224
242
240
230
226
184
250
240
270
290

180
372

236




Yukon Wastewater Treatment Plant

f4 MONTHLY MONITORING REPORT-PERMIT #0K0028584 Page 3 of 4
Reporting Period For Februai 2010

SVI  DIGEST DIGEST EFFLUENTEFFLUENT ALKALINITY | pH . CHLORIDES | FECAL COLIFORM |
AER  Ph  TEMP COPPER CYANIDE ABOVE BELOW ABOVEBELOW ABOVE BELOW ABOVE ~BELOW
|

Day Date MLUG  S.U. AC UGIL UGIL | MG MG/ | SU. SU. & MGL MG/L COMOOML CO/MOOML
Mon 02/01/10 154
Tue 02/02/10 167
Wed 02/03/10 140
Thu 02/04/10 140
Fri ~ 02/05/10 175
Sat  02/06/10
Sun  02/07/10
Mon 02/08/10 194
Tue 02/09/10 175
Wed 02/10/10 175 220 272 834 832 106 100 33 23
Thu 02/11/10 169
Fri 0212110 182
Sat  02/13/10
Sun  02/14/10
Mon 02/15/10 169
Tue 02/16/10 166
Wed 02/17/10 191
Thu 02/18/10 189
Fri  02/19/10 204
Sat  02/20/10
Sun 02/21/10
Mon 02/22/10 200
Tue 02/23/10 193
Wed 02/24/10 152
Thu 02/25/10 138
Fri  02/26/10 117
Sat  02/27/10
Sun  02/28/10
Mon 03/01/10 129
Tue 03/02/10
Wed 03/03/10 220 214 790 805 174 174 1
Minimum 117 ) . 220 214 790 805 106 100 33 1
Maximum 204 220 272 834 832 174 174 33 23
Total
Average 167 220 243 140 137 33 33
LEGEND
@ = NON REPORTABLE DID NOT MEET DEPLETION RULES | hereby certify the above to be correct to the best
* = NO TEST RESULTS of my knowledge.
| = AIR BUBBLES

& = DID NOT MEET GGA ACCURACY
Signed  Matthew Maly

Title Utility Maint Manager




_Day_

Mon
Tue
Wed
Thu
Fri
Sat
Sun
Mon
Tue
Wed
Thu
Fri
Sat
Sun
Mon
Tue
Wed
Thu
Fri
Sat
Sun
Mon
Tue
Wed
Thu
Fri
Sat
Sun
Mon
Tue
Wed

@

Date

02/01/10
02/02/10
02/03/10
02/04/10
02/05/10
02/06/10
02/07/10
02/08/10
02/09/10
02/10/10
02/11/10
02/12/10
02/13/10
02/14/10
02/15/10
02/16/10
02/17110
02/18/10
02/19/110
02/20/10
02/21/10
02/22/110
02/23110
02/24/10
02/25/10
02/26/10
02/27/10
02/28/10
03/01/10
03/02/10
03/03/10

LEGEND

Yukon Wastewater Treatment Plant

MONTHLY MONITORING REPORT-PERMIT #0OK0028584
Reporting Period For February 2010

DO-ABOVEDO-BELOW TEMP-A TEMP-B  Selenium
188 189 190 191
MG/L MGI/L c C uG/L

14.9 14.4 10 10

111 11.5 12 13

11.1 115 10 10
14.9 144 12 13

13.0 13.0 1 12

= NON REPORTABLE DID NOT MEET DEPLETION RULES | hereby certify the above to be correct to the best
= NO TEST RESULTS of my knowledge.

! = AIR BUBBLES

& = DID NOT MEET GGA ACCURACY

Signed Matthew Maly

Title Utility Maint Manager

Page 4 of 4



Yukon Wastewater Treatment Plant

MONTHLY MONITORING REPORT-PERMIT #0K0028584
Reporting Period For March 2010

AIR TEMP CLOUD INF SCREENING  INF  SETTLED INF
DEGREE RAINFALL CONDITION  FLOW REMOVED WATER SOLIDS pH-1

INF
pH-2
Sl

7.35
7.38
7.51
7.70
7.36
7.38
7.40
7.53
7.39
7.36
7.46
7.39
7.30
7.35
7.53
7.45
7.53
7.49
7.45
7.47
7.45
7.44
7.67
7.65
7.35
7.45
7.30
7.31
7.33
7.36
7.32

7.30
7.70

INF
TSS
MG/L

77.0

102.0

158.0

67.0

67.0

158.0
404.0
101.0

DAY Date AF  INCHES S.C.U MGD Cu.Ft. TEMPC MUL S.U.
Mon 03/01/10 37 3 6.268 50 14.0 25 7.34
Tue 03/02/10 29 2 5.776 60 16.0 40 7.37
Wed 03/03/10 33 2 5.811 60 18.0 10 7.50
Thu 03/04/10 38 2 5.195 40 17.0 10 7.69
Fri  03/05/10 45 2 5.759 50 17.0 30 7.35
Sat  03/06/10 48 3 5.662 35 17.0 20 7.37
Sun  03/07/10 48 0.50 3 4.847 50 17.0 10 7.39
Mon 03/08/10 48 0.20 3 4.465 50 17.0 15 7.52
Tue 03/09/10 46 1 3.210 60 16.0 3 7.38
Wed 03/10/10 39 1 3.299 55 16.0 60 7.35
Thu 03/11/10 37 3 3.304 50 17.0 8 7.45
Fri  03/12/10 39 1 2.997 50 16.0 4 7.38
Sat  03/13/10 43 3 3.120 50 16.0 80 7.29
Sun 03/14/10 36 3 3.116 50 16.0 10 7.34
Mon 03/15/10 40 3 3.847 60 16.0 6 7.52
Tue 03/16/10 42 3 4.077 65 18.0 8 7.44
Wed 03/17/10 37 3 3.927 75 16.0 3 7.52
Thu 03/18/10 36 3 3.835 70 16.0 4 7.48
Fri  03/19/10 42 3 3.833 60 16.0 6 7.44
Sat  03/20/10 28 3 3.732 60 15.0 3 7.46
Sun 03/21/10 34 3 4531 65 15.0 5 7.44
Mon 03/22/10 30 1 3.747 75 14.0 2 7.43
Tue 03/23/10 43 1 3.530 75 15.0 4 7.66
Wed 03/24/10 53 0.30 3 3.474 65 18.0 ' 7.64
Thu 03/25/10 45 0.50 3 3.166 60 17.0 8 7.34
Fri  03/26/10 43 1 3.216 40 16.0 5 7.44
Sat  03/27/10 55 0.10 3 3.246 60 16.0 8 7.29
Sun 03/28/10 43 2 3.237 50 16.0 7 7.30
Mon 03/29/10 35 1 3.081 30 15.0 10 7.32
Tue 03/30/10 50 2 3.056 60 16.0 10 7.35
Wed 03/31/10 61 2 61 17.0 12 7.31
Minimum 28 010 2.997 30 14.0 7.29
Maximum 61 0.50 6.268 75 18.0 7.69
Total 1.60 120.364 1,741
Average 41 0.32 4,012 56 16.2 14
LEGEND
@ = NON REPORTABLE DID NOT MEET DEPLETION RULES | hereby certify the above to be correct to the best
* = NO TEST RESULTS of my knowledge.
| = AIR BUBBLES

& = DID NOT MEET GGA ACCURACY

Signed Matthew Maly

Title Utility Maint Manager

Page 1of 4

INF
BOD
MGI/L

105.0

154.0

190.0

70.2

702
190.0
519.2
129.8



Day Date

Mon
Tue
Wed
Thu
Fri
Sat
Sun
Mon
Tue
Wed
Thu
Fri
Sat
Sun
Mon
Tue
Wed
Thu
Fri
Sat
Sun
Mon
Tue
Wed
Thu
Fri
Sat
Sun
Mon
Tue
Wed

03/01/10
03/02/10
03/03/10
03/04/10
03/05/10
03/06/10
03/07/10
03/08/10
03/09/10
03/10/10
03/11/10
03/12/10
03/13/10
03/14/10
03/15/10
03/16/10
03/17/110
03/18/10
03/19/10
03/20/10
03/21/10
03/22/10
03/23/10
03/24/10
03/25110
03/26/10
03/27110
03/28/10
03/29/10
03/30/10
03/31/10

LEGEND

EFF

MGD TEMPC MUL

2.572
1.744
1.947
1.415
1.895
1.966
3.419
4.465
3.210
3.299
3.304
2.997
3.120
3.116
3.847
4.077
3.927
3.835
3.833
3.732
3.691
3.747
3.530
3.474
2.998
3.216
3.246
3.153
3.081
3.056
2953

1.415
4.465
97.865
3.157

Yukon Wastewater Treatment Plant

MONTHLY MONITORING REPORT-PERMIT #0OK0028584

EFF SETTLED EFF EFF
FLOW WATER SOLIDS pH-1 pH-1

14.0
16.0
16.0
14.0
17.0
170
17.0
17.0
16.0
16.0
17.0
16.0
16.0
16.0
16.0
18.0
16.0
16.0
16.0
15.0
15.0
14.0
15.0
18.0
17.0
16.0
16.0
16.0
15.0
15.0
17.0

14.0
18.0

16.0

0.1
0.1
0.1
0.1
0.1
0.1
0.0
0.1
0.1
0.1
0.1
0.1
0.1
0.1
0.1
0.2
0.1
0.1
0.1
0.1
0.1
0.1
0.1
0.1
01
0.1
0.1
0.1
05
0.1
0.1

0.5

EFF
CHLORIDES TSS  BOD
mg/l  MGL MGL  MGL

Reporting Period For

SuU. S.u.

7.10 7.11
7.15 7.16
7.33 7.34
7.23 7.24
7.27 7.28
7.33 7.34
7.20 7.21
7.23 7.24
7.18 7.19
7.17 7.18
7.43 7.44
7.28 7.29
7.20 7.21
7.23 7.24
7.23 7.24
7.00 7.01
7.03 7.04
712 713
7.21 7.22
7.16 717
7.11 7.12
7.15 7.16
7.18 7.19
7.16 717
7.10 7.1
7.12 7.13
7.15 7.16
7.35 7.36
7.22 7.23
7.21 7.22
7.28 7.29
7.00 7.01
7.43 7.44

52
70
70
72
70
68
64
66
74

52
80

69

March 2010

EFF  EFF

5.0 21
5.0 20
13.0 6.9
55 7.9
50 20
13.0 7.9
7.1 47

EFF
D.O. RESIDUALCOLIFORM ALK

3.8
3.7
4.0
51
6.0
6.2
59
41
56
52
5.0
5.8
55
5.6
45
42
38
58
4.4
42
41
43
5.0
36
3.2
3.7
39
3.7
4.1
6.1
57

3.2
6.2

47

CL2

MG/L

0.06
0.03
0.07
0.02
0.06
0.05
0.04
0.06
0.1
0.09
0.04
0.06
0.05
0.05
0.04
0.03
0.05
0.04
0.06
0.05
0.04
0.04
0.02
0.03
0.04
0.04
0.06
0.02
0.07
0.03
0.05

0.02
0.11

0.05

@ = NON REPORTABLE DID NOT MEET DEPLETION RULES | hereby certify the above to be correct to the best

* = NO TEST RESULTS

& = DID NOT MEET GGA ACCURACY

! = AIR BUBBLES

of my knowledge.
Signed Matthew Maly
Title Utility Maint Manager

Page 20

FECAL EFF
CO/100ML  MG/L

240
270
290
280
230
236
240
216
228
234
230
228
234
230
226
240
244
234
252
248
244
230
252
238
248
242
238
238
250
246
240

216
290

242



Yukon Wastewater Treatment Plant

f4 MONTHLY MONITORING REPORT-PERMIT #OK0028584 Page 3 of 4
Reporting Period For March 2010
SVI  DIGEST DIGEST EFFLUENTEFFLUENT ALKALINITY | pH . CHLORIDES | FECAL COLIFORM
AER  Ph  TEMP COPPER CYANIDE ABOVE BELOW ABOVEBELOW ABOVE BELOW | ABOVE BELOW
Day Date MUG SU. AC UGL  UGL | MGL MGL  SU. SU. | MGL MGL COM0OML CO/100ML
Mon 03/01/10 129
Tue 03/02/10
Wed 03/03/10 220 214 790 805 174 174 1 1
Thu 03/04/10 178
Fri  03/05/10 126
Sat  03/06/10
Sun  03/07/10
Mon 03/08/10 185
Tue 03/09/10 108
Wed 03/10/10 112
Thu 03/11/10
Fri  03/12/10 116

Sat  03/13/10
Sun 03/14/10

Mon 03/15/10 119
Tue 03/16/10 111
Wed 03/17/10 134
Thu 03/18/10 103
Fri ~ 03/19/10 120
Sat  03/20/10

Sun 03/21/10

Mon 03/22/10 121
Tue 03/23/10 149
Wed 03/24/10 109
Thu 03/25/10 108
Fri ~ 03/26/10 99

Sat  03/27/10
Sun 03/28/10

Mon 03/29/10 144
Tue 03/30/10 134
Wed 03/31/10 117
Minimum 99 220 214 790 805 174 174 1 1
Maximum 185 220 214 790 805 174 174 1 1
Total
Average 126 220 214 174 174 1 1
LEGEND
@ = NON REPORTABLE DID NOT MEET DEPLETION RULES | hereby certify the above to be correct to the best
* = NO TEST RESULTS of my knowledge.
| = AIR BUBBLES

& = DID NOT MEET GGA ACCURACY
Sighed.  Matihew Maly

Title Utility Maint Manager



~ Day

Mon
Tue
Wed
Thu
Fri
Sat
Sun
Mon
Tue
Wed
Thu
Fri
Sat
Sun
Mon
Tue
Wed
Thu
Fri
Sat
Sun
Mon
Tue
Wed
Thu
Fri
Sat
Sun
Mon
Tue
Wed

Yukon Wastewater Treatment Plant

MONTHLY MONITORING REPORT-PERMIT #0OK0028584

DO-ABOVEDO-BELOW TEMP-A
188 189 190 191
MG/L MGIL Cc Cc

Date
03/01/10
03/02/10
03/03/10
03/04/10
03/05/10
03/06/10
03/07/10
03/08/10
03/09/10
03/10/10
03/11/10
03/12/10
03/13/10
03/14/10
03/15/10
03/16/10
03/17/10
03/18/10
03/19/10
03/20/10
03/21/10
03/22/10
03/23/10
03/24/10
03/25/10
03/26/10
03/27110
03/28/10
03/29/10
03/30/10
03/31/10

11

114
111

11.5 12 13
11.5 12 13

11.5 12 13

LEGEND

@ = NON REPORTABLE DID NOT MEET DEPLETION RULES

*

=NO TEST RESULTS
! = AIR BUBBLES

& = DID NOT MEET GGA ACCURACY

Reporting Period For March

2010

TEMP-B  Selenium

UG/L

| hereby certify the above to be correct to the best
of my knowledge.

Signed Matthew Maly

Title Utility Maint Manager

Page 4 of 4



Yukon Wastewater Treatment Plant

MONTHLY MONITORING REPORT-PERMIT #0K0028584 Page 1 of 4
Reporting Period For April 2010
AIR TEMP CLOUD INF SCREENING  INF  SETTLED INF INF INF INF
DEGREE RAINFALL CONDITION FLOW REMOVED WATER SOLIDS pH-1 pH-2 TSS BOD

DAY Date AR INCHES S.CU MGD Cu.Ft. TEMPC ML/L S.u. S.u. MG/L MG/L
Thu 04/01/10 61 1.10 3 3.244 65 16.0 20 7.40 7.41
Fri  04/02/10 46 0.50 3 4.501 100 17.0 15 7.35 7.36
Sat  04/03/10 40 1 3.434 50 17.0 2 7.27 7.28
Sun 04/04/10 61 2 3.226 65 18.0 5 7.38 7.39
Mon 04/05/10 66 3 3.317 80 18.0 6 7.27 7.28
Tue 04/06/10 68 3 3.206 60 18.0 3 7.37 7.38
Wed 04/07/10 46 1 2.986 65 18.0 3 7.25 7.26 404.0 260.0
Thu 04/08/10 37 3 3.027 60 17.0 10 751 7.52
Fri ~ 04/09/10 41 2 2.938 70 17.0 10 7.54 7.55
Sat  04/10/10 53 1 3.145 65 18.0 6 7.31 7.32
Sun 04/11/10 54 2 3.239 70 18.0 4 7.47 7.48
Mon 04/12/10 58 2 3.200 65 18.0 2 7.15 7.16
Tue 04/13/10 57 2 3.079 65 18.0 3 7.20 7.21
Wed 04/14/10 57 1 2.942 75 19.0 10 7.31 7.32 41.0 134.0
Thu 04/15/10 55 0.03 2 3.027 70 19.0 4 7.43 7.44
Fri ~ 04/16/10 52 0.70 3 3.320 70 18.0 8 i i d 7.18
Sat 04/17/10 50 0.95 3 4.349 70 18.0 10 7.21 7.22
Sun 04/18/10 51 0.15 3 5.321 75 17.0 20 7.41 742
Mon 04/19/10 48 3 3.448 75 17.0 15 7.48 7.49
Tue 04/20/10 50 3 3.345 70 18.0 9 7.50 7.51
Wed 04/21/10 57 3 3.437 65 18.0 3 7.26 7.27 28.0 719
Thu 04/22/10 62 0.20 2 3.499 55 20.0 8 7.37 7.38
Fri  04/23/10 63 3 4231 65 20.0 4 7.48 7.49
Sat  04/24/10 57 2 3.280 60 18.0 5 7.36 737
Sun 04/25/10 54 2 3.297 65 18.0 2 7.22 7.23
Mon 04/26/10 53 2 3.178 70 19.0 6 7.26 7.27
Tue 04/27/10 45 2 3.149 65 18.0 15 7.51 7.52
Wed 04/28/10 50 2 3.247 65 19.0 15 7.44 7.45
Thu 04/29/10 64 1 3.383 65 20.0 5 7.43 7.44 448.0 118.0
Fri ~ 04/30/10 54 0.10 3 3.037 80 20.0 10 7.46 7.47
Sat 05/01/10 54 0.00 3 3.014 55 18.0 6 7.36 7.37

Minimum 37 000 2.938 50 16.0 715 7.16 28.0 719

Maximum 68 1.10 5.321 100 20.0 7.54 7.55 448.0 260.0

Total 3.73 105.046 2,095 921.0 583.9

Average 54 0.41 3.389 68 18.1 8 230.3 146.0

LEGEND

@ = NON REPORTABLE DID NOT MEET DEPLETION RULES | hereby certify the above to be correct to the best
* =NO TEST RESULTS of my knowledge.
! = AIR BUBBLES

& = DID NOT MEET GGA ACCURACY
Signed Matthew Maly

Title Utility Maint Manager



Day

Fri
Sat
Sun
Mon
Tue
Wed
Thu
Fri
Sat
Sun
Mon
Tue
Wed
Thu
Fri
Sat
Sun
Mon
Tue
Wed
Thu
Fri
Sat
Sun
Mon
Tue
Wed
Thu
Fri
Sat

@

Date
04/01/10 3.244
04/02/10 3.157
04/03/10 3434
04/04/10 3.226
04/05/10 3.317
04/06/10 3.206
04/07/10  2.986
04/08/10 3.027
04/09/10  2.938
04/10/10 3.145
04/11/10 3.239
04/12/10 3.200
04/13/10 3.079
04/14/10 2.606
04/15/10 3.027
04/16/10 3.320
04/17/10 4.349
04/18/10  4.985
04/19/10 3.448
04/20/10 3.345
04/21/10 3.437
04/22/10 3.499
04/23/10  4.231
04/24/10 3.280
04/25/10 3.297
04/26/10 3.178
04/27/10 3.149
04/28/10 3.247
04/29/10 3.383
04/30/10 3.037
05/01/10 3.014
2.606
4.985
103.030
3.324
LEGEND
= NO TEST RESULTS
! = AIR BUBBLES

& = DID NOT MEET GGA ACCURACY

EFF

MGD TEMPC MUL

Yukon Wastewater Treatment Plant

MONTHLY MONITORING REPORT-PERMIT #OK0028584

Reporting Period For

EFF SETTLED EFF EFF
FLOW WATER SOLIDS pH-1 pH-1

18.0
18.0
17.0
18.0
18.0
19.0
18.0
17.0
16.0
18.0
18.0
18.0
18.0
19.0
19.0
18.0
18.0
16.0
17.0
19.0
18.0
20.0
20.0
18.0
18.0
18.0
18.0
18.0
20.0
20.0
19.0

16.0
20.0

18.2

0.1
0.1
0.1
0.1
0.1
0.1
0.1
0.1
0.1
0.1
0.1
0.1
0.1
0.1
0.1
0.1
0.1
0.1
0.1
0.7
0.1
0.2
0.1
0.1
0.1
0.1
1.0
0.1
0.2
0.1
0.1

0.1
1.0

SU. suU.

7.34 7.35
7.25 7.26
7.22 7.23
7.24 7.25
7.20 7.21
7.33 7.34
7.21 7.22
7.23 7.24
7.01 7.02
7.08 7.09
712 7.13
7.05 7.06
7.08 7.09
7.07 7.08
7.02 7.03
7.01 7.02
7.07 7.08
7.35 7.36
7.22 7.23
7.37 7.38
7.15 7.16
7.15 7.16
7.24 7.25
7.16 7A7
7.07 7.08
7.15 7.16
7.13 7.14
6.93 6.94
7.05 7.06
7.28 7.29
7.19 7.20
693 694
7.37 7.38

EFF

April 2010

EFF  EFF

CHLORIDES TSS BOD

mg/l

70
70
62
68
70
74

38
64
66
68
70
62
60
64
66
70
74
76
70
76
82
80
76
78
76
70
80
80
80

68
72

38
82

70

MG/L MG/L MGI/L

7.5 28
50 43
5.0 4.0
10.0 73
5.0 2.8
10.0 73
6.9 46

EFF

CL2

Page 20

EFF

D.O. RESIDUALCOLIFORM ALK

59
46
6.8
6.2
4.4
5.3
6.0
5.7
42
40
43
4.8
46
47
7.4
59
4.0
38
43
4.4
5.1
5.1
5.1
59
47
6.4
51
32
43
38
4.1

3.2
7.4

5.0

MG/L

0.05
0.01
0.07
0.06
0.08
0.01
0.06
0.03
0.05
0.06
0.02
0.05
0.02
0.04
0.02
0.07
0.03
0.06
0.08
0.05
0.04
0.03
0.07
0.03
0.03
0.03
0.04
0.05
0.04
0.05
0.03

0.01
0.08

0.04

= NON REPORTABLE DID NOT MEET DEPLETION RULES | hereby certify the above to be correct to the best

of my knowledge.
Signed Matthew Maly
Title Utility Maint Manager

CO/M00ML  MGIL

290
264
226
230
270
260
262
230
230
240
256
220
228
222
200
190
186
194
220
290
250
252
260
252
244
240
236
172
210
236
264

172
290

236



Yukon Wastewater Treatment Plant

f4 MONTHLY MONITORING REPORT-PERMIT #OK0028584 Page 3 of 4
Reporting Period For April 2010
SVI  DIGEST DIGEST EFFLUENTEFFLUENT ALKALINITY | pH | CHLORIDES | FECAL COLIFORM
AER  Ph  TEMP COPPER CYANIDE| ABOVE BELOW ABOVEBELOW ABOVE BELOW | ABOVE  BELOW
Day Date MUG  SU.  AC  UGL  UGL | MGL MGL  SU. SU | MGL MGL |CO/100ML CO/100ML
Thu 04/01/10 112 30 202 815 825 132 132 9 5
Fri  04/02/10 82
Sat  04/03/10 104
Sun 04/04/10
Mon 04/05/10 116
Tue 04/06/10 102
Wed 04/07/10 114
Thu  04/08/10 107
Fri  04/09/10

Sat  04/10/10
Sun 04/11/10

Mon 04/12/10 111
Tue 04/13/10 123
Wed 04/14/10 103
Thu 04/15/10 122
Fri  04/16/10
Sat  04/17/10
Sun 04/18/10
Mon 04/19/10 114
Tue 04/20/10 107
Wed 04/21/10 105
Thu 04/22/10
Fri  04/23/10 109

Sat 04/24/10
Sun 04/25/10

Mon 04/26/10 95
Tue 04/27/10 96
Wed 04/28/10 95
Thu 04/29/10 100
Fri ~ 04/30/10 102

Sat  05/01/10

Minimum 82 300 292 815 825 132 132 9 5
Maximum 123 300 292 815 825 132 132 9 5
Total
Average 106 300 292 132 132 9 9
LEGEND
@ = NON REPORTABLE DID NOT MEET DEPLETION RULES | hereby certify the above to be correct to the best
* = NO TEST RESULTS of my knowledge.
! = AIR BUBBLES

& = DID NOT MEET GGA ACCURACY
Signed  Matthew Maly

Title Utility Maint Manager



Day

Thu
Fri
Sat
Sun
Mon
Tue
Wed
Thu
Fri
Sat
Sun
Mon
Tue
Wed
Thu
Fri
Sat
Sun
Mon
Tue
Wed
Thu
Fri
Sat
Sun
Mon
Tue
Wed
Thu
Fri
Sat

@

*

Date

04/01/10
04/02/10
04/03/10
04/04/10
04/05/10
04/06/10
04/07/10
04/08/10
04/09/10
04/10/10
04/11/10
04/12/10
04/13/10
04/14/10
04/15/10
04/16/10
04/17/10
04/18/10
04/19/10
04/20/10
04/21/10
04/22/10
04/23/10
04/24/10
04/25/10
04/26/10
04/27/10
04/28/10
04/29/10
04/30/10
05/01/10

LEGEND
= NON REPORTABLE DID NOT MEET DEPLETION RULES

Yukon Wastewater Treatment Plant

MONTHLY MONITORING REPORT-PERMIT #0K0028584
Reporting Period For April 2010

DO-ABOVEDO-BELOW TEMP-A TEMP-B  Selenium
188 189 190 191
MG/L - MGIL c Cc UGIL

11.3 11.4 20 19

113 11.4 20 19
11.3 1.4 20 19

=NO TEST RESULTS of my knowledge.

! = AIR BUBBLES

& =DID NOT MEET GGA ACCURACY

Signed Matthew Maly -

Title Utility Maint Manager

1 hereby certify the above to be correct to the best

Page 4 of 4



AIR TEMP

DAY Date L
Sat  05/01/10 54
Sun 05/02/10 59
Mon 05/03/10 46
Tue 05/04/10 58
Wed 05/05/10 54
Thu 05/06/10 59
Fri 05/07/10 61
Sat 05/08/10 45
Sun 05/09/10 <15
Mon 05/10/10 54
Tue 05/11/10 62
Wed 05/12/10 64
Thu 05/13/10 60
Fri 05/14/10 54
Sat 05/15/10 59
Sun 05/16/10 61
Mon 05/17/10 55
Tue 05/18/10 59
Wed 05/19/10 66
Thu 05/20/10 63
Fri 05/21/10 55
Sat 05/22/10 74
Sun 05/23/10 72
Mon 05/24/10 72
Tue 05/25/10 66
Wed 05/26/10 58
Thu 05/27/10 62
Fri 05/28/10 66
Sat  05/29/10 70
Sun 05/30/10 70
Mon 05/31/10 66

Minimum 45

Maximum 74

Total

Average 61

LEGEND

@
*=NO TEST RESULTS
! = AIR BUBBLES

DEGREE RAINFALL CONDITION

Yukon Wastewater Treatment Plant

INCHES

0.00
0.00
0.00
0.00
0.00
0.00
0.00
0.00

0.20

0.55
0.52

0.05

0.50

0.02

0.50

0.00
0.55
2.34
0.16

MONTHLY MONITORING REPORT-PERMIT #0OK0028584

CLOUD

SCu

W = o A W= = ad DWW =W WWWWNWWNN =S =S aaaa W

& = DID NOT MEET GGA ACCURACY

= NON REPORTABLE DID NOT MEET DEPLETION RULES

S.U.

Reporting Period For May 2010
INF SCREENING  INF SETTLED  INF
FLOW REMOVED WATER SOLIDS pH-1
MGD Cu.Ft. TEMPC  MUL
3.014 55 18.0 6 7.36
3.228 65 19.0 = 7.32
3.035 60 200 7 7.51
3.427 75 18.0 10 7.38
3.209 80 18.0 10 7.28
5.159 70 19.0 2 731
2992 60 18.0 3 7.25
2.980 75 18.0 8 7.29
3.237 75 18.0 8 7.35
3.228 50 19.0 5 7.53
4.228 65 20.0 7 7.34
6.910 60 21.0 6 7.43
3.262 75 20.0 10 7.24
5.829 60 19.0 11 7.31
3.436 60 19.0 12 6.87
3.462 80 19.0 4 7.23
3.080 65 19.0 5 712
3.114 85 19.0 4 7.23
4,758 90 19.0 8 7.14
3.266 75 19.0 4 7.19
3.812 60 21.0 4 7.51
3.203 70 21.0 5 7.53
3.279 80 20.0 4 7.37
3.936 75 21.0 18 7.51
297 75 21.0 30 7.44
4.154 75 21.0 2 7.48
2.982 65 21.0 3 7.40
2.783 70 21.0 2 7.42
3.036 60 21.0 8 7.40
2.820 50 21.0 8 7.38
3.230 85 21.0 12 7.16
2783 50 18.0 6.87
6.910 90 21.0 7.53
111.060 2,145
3.583 69 19.7 7

INF
pH-2
S.u

7.37
7.33
7.52
7.39
7.29
7.32
7.26
7.29
7.36
7.54
7.35
7.44
7.25
7.32
6.88
7.24
713
7.24
7145
7.20
752
7.54
7.38
7.52
7.45
7.49
7.41
7.43
7.41
7.39
a7

6.88
7.54

INF
TSS
MG/L

716

56.3

725

93.0

56.3
93.0
293.4
73.4

| hereby certify the above to be correct to the best

of my knowledge.

Signed Matthew Maly

Title Utility Maint Manager

Page 1 of 4

INF
BOD
MG/L

140.0

145.0

135.0

96.7
145.0
516.7
129.2



Day

Sat
Sun
Mon
Tue
Wed
Thu
Fri
Sat
Sun
Mon
Tue
Wed
Thu
Fri
Sat
Sun
Mon
Tue
Wed
Thu
Fri
Sat
Sun
Mon
Tue
Wed
Thu
Fri
Sat
Sun
Mon

@

*

Date
05/0110  3.014
05/02110  3.228
05/03/10  3.035
05/04/10  3.427
05/05/10  3.209
05/06/10  5.159
05/07/10  2.992
05/08/10  2.980
05/09/10  3.237
05/10110  3.228
05/11/10  4.228
05/12/10  6.910
05/13/10  3.262
05/14/110 5577
05/15/10  3.436
05/16/10  3.462
05/17/110  3.080
05/18/10  3.114
05/19/10  4.758
05/20110  3.266
05/21110  3.812
05/22/10  3.203
05/23/10  3.279
05/24/10 3.936
05/25/110  2.971
05/26/10  4.154
05/27/10  2.982
05/28/10  2.783
05/29/10  3.036
05/30/10  2.820
05/31/10 3.230
- 2.783
6.910
110.808
3574
LEGEND
= NO TEST RESULTS
| = AIR BUBBLES

& = DID NOT MEET GGA ACCURACY

EFF

FLOW WATER SOLIDS pH-1
~ MGD TEMPC MUL

Yukon Wastewater Treatment Plant

MONTHLY MONITORING REPORT-PERMIT #0K0028584

EFF SETTLED EFF

19.0
18.0
20.0
19.0
19.0
20.0
20.0
19.0
18.0
19.0
20.0
22.0
20.0
21.0
19.0
19.0
20.0
20.0
20.0
20.0
21.0
21.0
21.0
21.0
20.0
20.0
20.0
21.0
21.0
21.0
220

18.0

220

20.0

0.1
0.2
0.2
0.5
0.1
0.1
0.1
0.1
0.1
0.5
0.1
0.2
0.1
0.1
0.1
0.1
0.1
0.1
0.1
0.1
0.1
0.1
0.1
0.1
0.4
0.1
0.1
0.1
0.1
0.1
0.1

01
05

S.u.

7.19
7.07
7.29
7.07
7.24
719
7.05
7.10
7.20
7.29
7.22
7.25
713
6.97
6.99
6.96
6.95
7.04
6.93
6.93
7.16
7.20
711
47
7.06
7.25
7.08
7.07
7.10
7.20
7.13

6.93
7.29

Reporting Period For May
EFF EFF EFF EFF
pH-1 CHLORIDES TSS BOD
S.U. mgl  MGL MG/
7.20 72
7.08 74
7.30 72
7.08 74 5.0 29
7.25 72
7.20 82
7.06 80
711 72
7.21 74
7.30 80
7.23 74 5.0 2.3
7.26 88
714 86
6.98 100
7.00 100
6.97 92
6.96 84
7.05 76 5.0 3.2
6.94 74
6.94 68
717 68
7.21 64
7.12 64
7.18 60 9.0 7.2
7.07 66
7.26 70
7.09 74
7.08 70
7.1 72
7.21 72
7.14 62
6.94 60 5.0 23
7.30 100 9.0 7.2
75 6.0 39

2010
EFF cL2
MGIL  MGIL
4.1 0.03
44 0.06
42 0.04
36 0.05
4.1 0.06
3.9 0.03
36 0.05
3.9 0.05
42 0.06
33 0.04
3.9 0.05
46 0.07
45 0.06
4.0 0.06
6.2 0.04
5.7 0.05
5.9 0.05
5.1 0.04
3.3 0.07
5.0 0.05
5.1 0.02
5.3 0.04
44 0.02
3.8 0.08
5.1 0.04
5.0 0.07
5.9 0.08
47 0.04
46 0.03
43 0.04
44 0.02
33 0.02
6.2 0.08
45 0.05

= NON REPORTABLE DID NOT MEET DEPLETION RULES | hereby certify the above to be correct to the best

of my knowledge.
Signed Matthew Maly
Title

Utility Maint Manager

Page 20

FECAL EFF
D.O. RESIDUALCOLIFORM ALK
CO/100ML  MGIL

12
24

32
440

23

28

440

17

264
264
288
250
216
208
204
214
200
188
252
190
196
178
164
174
194
190
186
176
200
224
218
188
220
206
204
196
190
188
166

164
288

206



Yukon Wastewater Treatment Plant

fa MONTHLY MONITORING REPORT-PERMIT #0K0028584 Page 3 of 4
Reporting Period For May 2010

SVI DIGEST DIGEST EFFLUENTEFFLUENT ALKALINITY | pH |.  CHLORIDES | FECAL COLIFORM |

AER Ph  TEMP COPPER CYANIDE ABOVE BELOW ABOVEBELOW|ABOVE BELOW ABOVE BELOW |

Day Date MUG  S.U. AC UGIL UGL | MGL MGL  SU SU | MGL MGL _|cof100M|_ CO/100ML

Sat 05/01/10
Sun 05/02/10

Mon 05/03/10 90
Tue 05/04/10 116
Wed 05/05/10 98
Thu 05/06/10 92 198 194 815 7.85 180 160 300 210
Fri ~ 05/07/10 83

Sat  05/08/10
Sun 05/09/10

Mon 05/10/10 102
Tue 05/11/10

Wed 05/12/10 85
Thu 05/13/10 93
Fri  05/14/10 86

Sat 05/15/10
Sun 05/16/10

Mon 05/17/10 66
Tue 05/18/10 73
Wed 05/19/10 78
Thu 05/20/10 i {7
Fri  05/21/10 83
Sat 05/22/10

Sun 05/23/10

Mon 05/24/10 90
Tue 05/25/10 71
Wed 05/26/10 88
Thu 05/27/10 85
Fri  05/28/10

Sat  05/29/10
Sun 05/30/10
Mon 05/31/10

Minimum 66 198 194 815 785 180 160 300 210
Maximum 116 198 194 815 785 180 160 300 210
Total
Average 86 198 194 180 160 300 300
LEGEND
@ = NON REPORTABLE DID NOT MEET DEPLETION RULES | hereby certify the above to be correct to the best
* = NO TEST RESULTS of my knowledge.
| = AIR BUBBLES

& = DID NOT MEET GGA ACCURACY
Signed Matthew Maly

Title Utility Maint Manager



Day

Sat
Sun
Mon
Tue
Wed
Thu
Fri
Sat
Sun
Mon
Tue
Wed
Thu
Fri
Sat
Sun
Mon
Tue
Wed
Thu
Fri
Sat
Sun
Mon
Tue
Wed
Thu
Fri
Sat
Sun
Mon

@

Date
05/01/10
05/02/10
05/03/10
05/04/10
05/05/10
05/06/10
05/07/10
05/08/10
05/09/10
05/10/10
05/11/10
05/12/10
05/13/10
05/14/10
05/15/10
05/16/10
05/17/10
05/18/10
05/19/10
05/20/10
05/21/10
05/22/10
05/23/10
05/24/10
05/25/10
05/26/10
05/27/10
05/28/10
05/29/10
05/30/10
05/31/10

LEGEND

= NON REPORTABLE DID NOT MEET DEPLETION RULES

= NO TEST RESULTS
! = AIR BUBBLES

& = DID NOT MEET GGA ACCURACY

Yukon Wastewater Treatment Plant

MONTHLY MONITORING REPORT-PERMIT #0K0028584

Reporting Period For May 2010

DO-ABOVEDO-BELOW TEMP-A TEMP-B  Selenium

188
MG/L

189
MGI/L

190
Cc

121

121
121

12:4

12.3

123
123

12.3

25

25
25

25

191
¢ uenL

25

25
25

25

of my knowledge.

Signed Matthew Maly

Title Utility Maint Manager

| hereby certify the above to be correct to the best

Page 4 of 4



Yukon Wastewater Treatment Plant

MONTHLY MONITORING REPORT-PERMIT #0K0028584 Page 1 0f 4

Reporting Period For June 2010

AIR TEMP CLOUD INF SCREENING [NF SETTLED  INF INF INF INF
DEGREE RAINFALL CONDITION  FLOW REMOVED WATER SOLIDS pH-1  pH-2  TSS BOD
DAY Date AF  INCHES SCuU MGD Cu.Ft. TEMPC MUL S.U. S.U. MGL  MGIL
Tue 06/01/10 70 1 3.013 85 21.0 5 7.48 7.49 85.3 120.0
Wed 06/02/10 73 0.00 2 2.888 65 220 16 7.19 7.20
Thu 06/03/10 72 0.00 3 2.779 65 21.0 5 7.14 7.15
Fri  06/04/10 70 0.00 1 2.863 65 21.0 3 7.26 7.27
Sat  06/05/10 75 0.00 1 2.947 65 21.0 2 7.23 7.24
Sun 06/06/10 79 0.00 1 2.860 60 21.0 4 7.05 7.06
Mon 06/07/10 72 0.00 3 2.901 60 23.0 7 7.43 7.44
Tue 06/08/10 75 0.00 1 2.882 55 24.0 6 7.42 7.43 1170 119.0
Wed 06/09/10 75 0.00 2 2.716 60 23.0 6 7.41 7.42
Thu 06/10/10 72 0.00 3 2.899 80 22.0 5 7.41 7.42
Fri  06/11/10 79 0.00 2 2.936 75 22.0 12 7.25 7.26
Sat  06/12/10 74 0.00 1 3.233 65 240 7 7.28 7.29
Sun  06/13/10 74 0.80 1 3.086 70 24.0 6 7.23 7.24
Mon 06/14/10 66 5.00 3 21.822 100 220 7 6.74 6.75
Tue 06/15/10 66 0.00 2 13.375 200 21.0 1 6.97 6.98 59.0 79.0
Wed 06/16/10 75 0.00 2 5.589 60 22.0 2 717 7.18
Thu 06/17/10 76 0.00 1 3.421 50 23.0 10 7.19 7.20
Fri  06/18/10 76 0.00 1 3.220 50 24.0 5 7.26 7.27
Sat  06/19/10 77 0.00 1 3.325 50 23.0 10 7.25 7.26
Sun  06/20/10 78 0.00 1 3.140 75 23.0 4 7.29 7.30
Mon 06/21/10 78 0.00 2 3.033 70 24.0 10 7.35 7.36
Tue 06/22/10 78 0.00 1 3.095 65 22.0 6 7.42 7.43 86.3 118.0
Wed 06/23/10 79 0.25 1 2.981 70 24.0 2 7.44 7.45
Thu 06/24/10 79 0.00 2 2914 80 220 5 7.29 7.30
Fri  06/25/10 79 0.00 1 2.826 65 25.0 4 7.48 7.49
Sat  06/26/10 79 0.00 1 2.989 80 24.0 4 7.14 7.15
Sun 06/27/10 81 2.40 3 6.705 75 24.0 3 7.21 7.22
Mon 06/28/10 70 0.00 3 4.708 60 23.0 10 7.08 7.09 62.3 94.3
Tue 06/29/10 70 0.00 1 3.009 65 24.0 2 7.40 7.41
Wed 06/30/10 72 0.00 1 2.921 65 24.0 3 7.36 7.37
Thu 07/01/10 72 0.00 1 2.931 50 24.0 3 7.26 7.27
Minimum 66 000 2.716 50 21.0 6.74 6.75 59.0 79.0
Maximum 81 5.00 21.822 200 25.0 7.48 7.49 1170 1200
Total 8.45 130.007 2,160 4099 5303
Average 75 0.28 4194 70 22.8 6 82.0 106.1
LEGEND
@ = NON REPORTABLE DID NOT MEET DEPLETION RULES | hereby certify the above to be correct to the best
* = NO TEST RESULTS of my knowledge.
| = AIR BUBBLES

& = DID NOT MEET GGA ACCURACY
Signed Matthew Maly.

Title Utility Maint Manager



Day

Tue
Wed
Thu
Fri
Sat
Sun
Mon
Tue
Wed
Thu
Fri
Sat
Sun
Mon
Tue
Wed
Thu
Fri
Sat
Sun
Mon
Tue
Wed
Thu
Fri
Sat
Sun
Mon
Tue
Wed
Thu

Date
06/01/10
06/02/10
06/03/10
06/04/10
06/05/10
06/06/10
06/07/10
06/08/10
06/09/10
06/10/10
06/11/10
06/12/10
06/13/10
06/14/10
06/15/10
06/16/10
06/17/10
06/18/10
06/19/10
06/20/10
06/21/10
06/22/10
06/23/10
06/24/10
06/25/10
06/26/10
06/27/10
06/28/10
06/29/10
06/30/10
07/01/10

LEGEND

EFF

MGD TEMPC MLL

3.013
2.888
2779
2.863
2947
2.860
2,901
2.882
2716
2.899
2.936
2.813
3.002
17.874
9.427
4,665
3421
3.220
3.325
3.140
3.033
3.095
2.981
2914
2.826
2.989
5.865
3.868
3.009
2921
2931

2.716
17.874

119.003

3.839

Yukon Wastewater Treatment Plant

MONTHLY MONITORING REPORT-PERMIT #OK0028584

Reporting Period For

EFF SETTLED EFF EFF
FLOW WATER SOLIDS pH-1 pH-1

SU. SuU.
23.0 0.1 7.10 7.11
22.0 0.1 747 7.18
22.0 0.1 6.94 6.95
23.0 0.5 7.06 7.07
22.0 0.1 7.04 7.05
23.0 0.1 7.05 7.06
23.0 0.1 7.08 7.09
240 0.1 7.09 7.10
23.0 0.1 7.20 7.21
21.0 3.0 7.20 7.21
24.0 0.1 6.95 6.96
23.0 0.1 7.13 7.14
24.0 0.1 7.09 7.08
23.0 0.1 6.77 6.78
22.0 0.4 6.82 6.83
23.0 0.1 6.97 6.98
22.0 0.1 7.16 7.17
23.0 0.1 7.20 7.21
24.0 0.1 7.18 7.19
24.0 0.1 7.22 7.23
24.0 0.1 7.26 727
22.0 0.1 7.14 7.15
25.0 0.1 7.00 7.01
24.0 0.1 7.17 7.18
25.0 0.1 7.42 7.43
25.0 0.1 6.90 6.91
24.0 0.1 7.13 7.14
23.0 0.2 7.18 7.19
24.0 0.1 7.15 7.16
24.0 0.1 7.18 7.19
24.0 0.1 7.08 7.09
21.0 0.1 6.77 6.78
25.0 3.0 7.42 7.43
233

EFF EFF
CHLORIDES TSS
mg/l  MGIL
72 18.0
60
70
76
74
64
70
60 8.5
70
64
60
62
64
64
44 5.5
56
54
66
64
68
6
66 55
68
62
64
64
64
60 5.4
54
56
60
6 54
76 18.0
61 8.6

June

EFF
BOD
MGIL

8.4

46

4.2

38

25

2.5
8.4

4.7

2010

EFF

CL2

FECAL

Page 2 o

EFF

D.O. RESIDUALCOLIFORM ALK

MGL

49
5.1
4.7
53
5.1
6.2
4.1
50
6.1
56
55
51
5.2
3.0
44
4.9
4.8
5.6
55
5.1
45
4.4
48
4.5
4.5
4.8
43
3.2
48
42
47

3.0
6.2

48

0.06
0.06
0.06
0.06
0.06
0.04
0.04
0.02
0.05
0.03
0.04
0.05
0.07
0.05
0.05
0.04
0.07
0.06
0.03
0.02
0.06
0.03
0.06
0.05
0.03
0.05
0.05
0.06
0.04
0.02
0.02

0.02
0.07

0.05

@ = NON REPORTABLE DID NOT MEET DEPLETION RULES | hereby certify the above to be correct to the best

* = NO TEST RESULTS

! = AIR BUBBLES
& = DID NOT MEET GGA ACCURACY

of my knowledge.
Signed Matthew Maly
Title Utility Maint Manager

60
52

73

370
20

19
33

26

-

370

39

MG/L  CO/MOOML MGIL

200
180
170
174
176
170
174
180
180
166
152
156
168
158
128
170
192
206
200
210
194
218
204
194
198
186
190
214
194
192
180

128
218

183



Yukon Wastewater Treatment Plant

fa MONTHLY MONITORING REPORT-PERMIT #0K0028584 Page 3 of 4
Reporting Period For June 2010
SVI DIGEST DIGEST EFFLUENTEFFLUENT ALKALINITY | pH |. CHLORIDES | FECAL COLIFORM
AER Ph  TEMP COPPER CYANIDE ABOVE BELOW ABOVEBELOW ABOVE BELOW ABOVE BELOW
Day Date MUG  SU. AC UGL UGIL MGL MGL  SU. SU.  MGL MGL COM0OML CO/M00ML
Tue 06/01/10 77
Wed 06/02/10 92
Thu 06/03/10 82
Fri  06/04/10 82

Sat  06/05/10
Sun 06/06/10

Mon 06/07/10 80
Tue 06/08/10 79 180 188 8.15 8.22 192 186 220 120
Wed 06/09/10 77
Thu 06/10/10 79
Fri 06/11/10

Sat 06/12/10

Sun 06/13/10

Mon 06/14/10 69
Tue 06/15/10 66
Wed 06/16/10 90
Thu 06/17/10

Fri 06/18/10

Sat  06/19/10

Sun 06/20/10

Mon 06/21/10 71
Tue 06/22/10 74
Wed 06/23/10 71
Thu 06/24/10 71
Fri  06/25/10 72

Sat 06/26/10
Sun 06/27/10

Mon 06/28/10 68
Tue 06/29/10 68
Wed 06/30/10
Thu 07/01/10 63
Minimum 63 180 188 815 822 192 186 220 120
Maximum 92 180 188 815 822 192 186 220 120
Total
Average 75 180 188 192 186 220 220
LEGEND
@ = NON REPORTABLE DID NOT MEET DEPLETION RULES | hereby certify the above to be correct to the best
* = NO TEST RESULTS of my knowledge.
| = AIR BUBBLES

& = DID NOT MEET GGA ACCURACY
Signed  Matthew Maly

Thie Utiity Maint Manager



Yukon Wastewater Treatment Plant

MONTHLY MONITORING REPORT-PERMIT #0K0028584 Page 4 of 4
Reporting Period For June 2010

DO-ABOVEDO-BELOW TEMP-A TEMP-B  Selenium

188 189 190 191
Day Date MGIL MGI/L C C UGI/L

Tue 06/01/10
Wed 06/02/10
Thu  06/03/10
Fri 06/04/10
Sat  06/05/10
Sun  06/06/10
Mon  06/07/10

Tue  06/08/10 8.4 84 28 28
Wed 06/09/10
Thu  06/10/10
Fri 06/11/10
Sat  06/12/10
Sun  06/13/110
Mon  06/14/10
Tue 06/15/10
Wed 06/16/10
Thu  06/17/10
Fri 06/18/10
Sat  06/19/10
Sun  06/20/10
Mon  06/21/10
Tue 06/22/10
Wed 06/23/10
Thu  06/24/10
Fri 06/25/10
Sat  06/26/10
Sun  06/27/10
Mon 06/28/10
Tue 06/29/10
Wed 06/30/10
Thu  07/01/10

- 84 84 28 28

8.4 84 28 28

8.4 8.4 28 28
LEGEND

@ = NON REPORTABLE DID NOT MEET DEPLETION RULES | hereby certify the above to be correct to the best
* =NO TEST RESULTS of my knowledge.
! = AIR BUBBLES

& = DID NOT MEET GGA ACCURACY
Signed Matthew Maly

Title Utility Maint Manager



carr ra ® Housston = Cleveland = Aliantz » Phoenix » Los Angeles » Calgary » Edmonton « tontreal « London
Waterworks Division Tel: (330) 725-6681

At Insitufarm® Camoany 1055 West Smith Road Fax: {330) 723-6065
AT Lodipany Medina, OH 44256 i WWW.EBITPro.com

October 1, 2010

ST THAN LY ANT-
PEOUTNW AR

FOR THE CITY OF YUKON
WATER DEPARTMENT
501 WAGNER ROAD
Yukon, OK 73099

Reference: Cathodic Protection Corrosion Control System #33313 & Others
Dear Customer:

Enclosed is our maintenance agreement proposal which will provide for the inspection of the
cathodic protection corrosion control equipment listed therein. Your early acceptance will allow
for the proper scheduling by the Corrpro Waterworks operational facility in your area ol this
necessary service to evaluate the corrosion control system in the structure(s) covered by this
agreement. Upon approval, please return a signed copy to the address indicated above. If you
prefer, you may fax your response to 330/723-6065,

You will also note that we have included a checklist of additional tank services we provide.
While these services do not pertain directly to the operation of your corrosion control equipment,
many of our customers have expressed a need for them. In the event you wish 10 subscribe to any
of these services, simply complete the form accordingly and return one copy to us. Please bear in
mind that the service charges indicated are in addition to the fee quoted for maintenance 1o your
cathodic protection equipment.

We ask that you please not hesitate to contact us in the event you wish to extend this agreement,
in full year increments, beyond the expiration date indicated or il you have any questions
whatsoever regarding the services we provide. The Contracts Center’s Toll-Free number is

800/443-3516.

Very truly vours.

Ellen Hutcheson
Assistant Contracts Administrator

Enclosure




corrpro

oo M. ANNUAL SERVICE AGREEMENT
WATER STORAGE TANK / CLARIFIER
CATHODIC PROTECTION SYSTEM(S)

VEOLIA WATER www.corrpro.com P O Box 721

FOR THE CITY OF YUKON PhMcd";aﬁ '0_}5 54?; f‘;‘:
—_— - o o oned A=/ 215-00

RATER DEFARTMIT Fax: 330.723-6065

- Fs ‘1 L

Yukon, OK 73099

ATIN: MR. NATHAN BRYANT

CONTRACT NO. (041866
CUSTOMER CWoie122

Corrpro engineering and maintenance services for effective and economical
corrosion control in accordance with AWWA D 104 Appendix "C".

Capacity/Structure Designation/Location System No. Plan Amount
1000000 ELEVATED TANK WALSH & MUSTANG ROADS TANK S33l4 [ & $ 395.00
L.000,000 ELEVATED TANK "HIGH PLANE" 55297 C $ 395.00
1.000.000 STANDPIPE VANDAMENT TANK 53313 ¢ $ 395.00

500000 STANDPIPE CORNWALL DRIVE TANK 53315 C § 395.00

All service plans include one site visit per contract term to include 1 thru 5. Additional plan services as noted below

1. Tank-to-Water potennial profile within tank to monitor and verify cffectiveness of system on submerged surface of nk.

2. Electrical Measurements o test anode and relerence cells.

1. Inspect, test, and clean rectifier. controls, mefers, contacts, wiring and connections. Replace fuses as required,

4. Adijust system for optimum corrasion control an submerged melal surface of tank.

5. Submit report with afl data obtained, evaluation of data, and recommendations for continued performance.
Plan "A" Service: Includes one annual inspection as indicated including repair and/or replacement of anodes and rectifiers as tequired
Plan "B" Service: Includes one annual inspection as indicated including repair and/or replacement of anvdes as required.
Plan "C" Service: Includes only service listed in items 1 thru 5 above.

Plan "AA" Service: Includes iwo inspections annually as indicated including spring installation and fall removal of anodes as well as repair and/or
replacement of anodes and rectifiers as required

Plan "BB" Service: Includes two inspections annually as indicated including spring installation and fall temoval of anodes as well as repair and/or
replacement as required

Plan "CC" Service: Includes two inspections annually as indicated including spring installation and fall removal of anodes.

Notes:
—Price reflects multiple tank discount.

For contract period 1/01/11 through 12/31/11. Total lump sum of this agreement is $ 1,580.00

Payment is due at the start of the contract period.  Additional repairs or replacements of system components would be subject to the subscriber’s approval,
This agreement does nol effect in any way the onginal warranty on the system(s) described above. Corrpro agrees o muntain General Liability Insurance
and Workmen's Compensation Insurance during the annual service period, The subscriber agrees to indemnify and hold harmless Corrpro for any
damages arising out of the performance of this contract which is nol covered by the foregoing insurance. Client and Corrpro agree that neither party shail
be responsible 1o the other party for incidental, consequential, indirect, punitive, or exemplary damages with respect to any claims, disputes, or other
matters in question arising out of or relating 1o this Ag orils ter ,and Client and Corrpro  hereby waive such damage. Corrpro’s (otal
liablility 1o Client shall pot exceed the amount of compensation actually paid for the services, products, or materials giving rise to the claim. Client and
Cotrpro waive all rights against each other and any of their subcontractors, ngents, and cmployees for all loss or damage o property or its lass of use.

Please include Job Site Contact Person: Phone number:
CORRPRO (, 7} _ SUBSCRIBER'S ACCEPTANCE
By: Lf&/v"\a‘{(iéd&é-ﬂ/ —
Ellen Hutcheson/Customer Service Printed name/Title:
Date: 90110 Date:

Subscriber to mail one signed copy to CORRPRO at the above address.




CORRPRO WATERWORKS — ADDITIONAL WATER TANK SERVICES

ANNUAL 15 POINT TANK REVIEW

FOUNDATION: OBSERVE FOR SETTLING, CRACKS, AND DETERIORATION.

EXTERIOR TANK COATING: OBSERVE FOR COATING FAILURE, CORROSION, AND LEAKS.

INTERIOR TANK COATING: OBSERVE AS ALLOWED FROM ACCESS HATCHES.

WATER LEVEL INDICATOR: CHECK OPERATIONAL CONDITION.

OVERFLOW PIPE: CHECK THE FLAP VALVE COVER AS ACCESSIBLE, OPERABLE, AND SEALED.

6. ACCESS LADDER: CHECK FOR LOOSE BOLTS AND RUNGS.

7. FALL PROTECTION DEVICES: CHECK OPERATION.

8. ROOF: CHECK FOR HOLES, RUST, AND PONDING WATER LOW SPOTS.

9. AIR VENTS: CHECK SCREENS, SEALED EDGES, AND SEAMS.

10, CATHODIC PROTECTION ANODES COVERS: CHECK FOR DETERIORATED GASKETS, AND IMPROPER
SEAL. (FOR TANKS NOT PRESENTLY COVERED BY A SERVICE AGREEMENT).

11, ROOF HATCH: CHECK LOCKS, HINGES, AND GASKETS.

12. VISUAL WATER QUALITY: OBSERVE FOR FOREIGN MATTER AS DISCERNABLE FROM THE ROOF
HATCH.

13. PHOTOGRAPH AREAS OF CONCERN.

14, WRITTEN RECOMMENDATIONS FOR CORRECTIVE ACTION IF REQUIRED.,

I5. OBSERVE TANK SITE SECURITY. CHECK FENCES, GATES, AND ACCESS DOORS.

LIF " SR SN N p—

ANNUAL COST $380.00 PER TANK ACCEPTED: YES NO

* The service provided is an annual visual evaluation for the purpose of noting possible areas which may require further investigation or possible corrective
action in accordance with AWWA recommended practices. It is limited to areas of the tank visible from access points such as ladders and eatwalks. The work
performed is not a structural evaluation nor does it take the place of a complete 3-5 vear water tank inspection as recommended by AWWA standards.

AVIATION LIGHT BULB REPLACEMENT (standard bulbs included)

REPLACE ALL AVIATION LIGHT BULBS AT $125.00 PER TANK FOR THE FIRST TWO BULBS AND $25.00
EACH ADDITIONAL BULB.

ACCEPTED: YES NO
* Price based on Max. bulb size, 116 watt medium screw base Traffic Signal Bulb (116 A21/TS)

INTERIOR LIGHT BULB REPLACEMENT (standard bulbs included)

REPLACE ALL INTERIOR LIGHT BULBS AT §125.00 PER TANK FOR THE FIRST FIVE BULBS AND $10.00
EACH ADDITIONAL BULB.

ACCEPTED: YES NO
* Price based on Max. bulb size, 150 watt medium screw base Rough Service Incandescent Bulb (150 A23 / RS)
VEOLIA WATER
CUSTOMER: YUKON,OK SIGNATURE:
CW: 006122 TITLE:
DATE:

*All additional work is accepted as an addendum to the cathodic protection service agreement in accordance with the terms and conditions
as indicated on the contract. Prices are contingent upon all work being performed in one site visit in conjunction with the acceptance of the
cathodic protection system service agreement. Upon acceptance, if there are additional tanks in the water system that do not have cathodic
protection systems, they may also be added to the service agreement for Tank Review and Bulb Replacement Service.
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City of Yukon
Wastewater Lift Stations
Inventory

1220 East Wagner Road (Wagner)
2 - OS50HP 1500 GPM pumps
1 - Natural Gas Backup Generator

2506 Bighorn Canyon (Parkland)
2 - 5HP 250 GPM pumps
1 - Diesel Backup Generator

720 Stone Mill (Stone Mill)
1 - 15HP - 400 GPM pump
1 - 15HP - 400 GPM pump
1 - Diesel Backup Generator

1140 Lakeshore Drive (Sunrise)
2 - 20HP 420 GPM pump
1 - Diesel Backup Generator

1015 Kali (Kali)
2 - 3.5HP 250 GPM pumps
1 - Natural Gas Backup Generator

1224 East Vandament Ave. (KingsWay)
2 - 15HP 400 GPM pumps
1 - Diesel Backup Generator

5" & Ash (Dog Pound)
2 - 5HP 300 GPM pumps
Natural Gas Backup Generator

Health Center Parkway (Hospital)
2 - 15HP 450 GPM pumps
1 - Diesel Backup Generator

900 Ranchwood (Legacy Lake)
2 - 25HP 100 GPM pumps
1 - Natural Gas Backup Generator

Wagner Way & Pearl (Wagner Lakes)
2 - 15HP 340 GPM pumps
1 - Natural Gas Backup Generator
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